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EXECUTIVE SUMMARY
This research project addressed rehabilitation techniques for reinforced and prestressed
concrete bridges, focusing primarily on corrosion of prestressed concrete beam-ends. The
primary objectives of this research were: (1) to collect and synthesize information on
rehabilitation methods for concrete bridges (2) to evaluate the effectiveness of preventative
and corrective methods to address deterioration of prestressed concrete beam-ends and (3) to
initiate development of an expert system software program to assist in the assessment,

diagnosis, and repair of concrete bridges.

A comprehensive review of available literature in the field of rehabilitation of concrete bridges,
especially in northern climates, was performed. The results of this review are summarized in
this report. In addition, an extensive literature database on repair of concrete bridges was
developed using Microsoft Access. Information on a total of 570 papers and reports are

included in this searchable database.

An initial version of an expert system computer program, Concrete Bridge Assessment and
Rehabilitation (ConBAR), was developed to assist in the diagnosis of concrete bridge
deterioration problems and to identify repair, rehabilitation, or preventative maintenance
options. This program includes a user-friendly interface that obtains relevant information on
the subject bridge through a series of questions, and provides suggestions and
recommendations to the user. The depth and variety of questions that ConBAR asks the user
before making recommendations far exceed the scope of previous attempts at developing such

expert system tools for concrete bridges. This necessitates a very large set of expert rules
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(based on combinations of possible answers) that must be incorporated into the program. This
program currently includes the complete infrastructure required as well as a limited number of

expert rules, which must be expanded and enhanced in future developments of this program.

Based on the results of the literature review, a test plan was developed to address corrosion-
induced damage and subsequent repair of beams-ends due to chloride-laden water infiltrating
through faulty expansion joints. This problem was selected for experimental evaluation
because of its prevalence in northern states such as Wisconsin, and the lack of proven
methods to address them. The effectiveness of several preventive solutions/repair methods in
mitigating damage and providing corrosion protection was evaluated experimentally. These
included localized applications of silane sealers, epoxy coatings, patching, polymer resin

coating, and fiber-reinforced polymer (FRP) wraps.

A total of five 36-inch-deep, 8-ft-long prestressed concrete beam specimens were fabricated
and tested. The two ends of each beam were either left untreated or were treated using
different protective materials and procedures. The beam-ends were subjected to wet/dry
cycles of salt-water sprays together with imposition of an impressed electric current to
accelerate the corrosion process. After an initial exposure period of 6 months, some of the
previously untreated beam-ends were also repaired/protected. The accelerated corrosion
process was then continued. The total exposure period for all specimens was 1-%2 years. A
series of tests were performed during the exposure period. These included half-cell potential
measurements, corrosion current measurements, strain measurements, and chloride content
measurements. At the conclusion of testing, the end regions of the test specimens were
partially dissected to visually examine the state of corrosion of strands.
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At the conclusion of the experimental program, an evaluation of various treatments was made.
These evaluations were based on the extent of cracking observed, measured chloride
penetrations, and observed extent of corrosion during dissection. The best solution is
determined to be treating the beam-ends from the first day, i.e. before installation in the field.
The treatment area would be limited to all surfaces within a 2-ft-length at the two ends of each
beam. This includes the back end surface and the bottom surface. When the strands are cut
flush with the back of the beam, the treatment must cover the cut end well to prevent
horizontal migration of chlorides through interstitial spaces between wires. In cases where the
strands are not cut flush (i.e. embedded in the diaphragm concrete), the exposed strand must

be coated well to prevent horizontal chloride migration.

This approach (treatment from the first day) is far more effective, and easier, than subsequent
treatments in the field. The carbon fiber-reinforced polymer (FRP) coating, and polymer resin
coating (FRP without fiber) were found to be the most effective treatments. Epoxy coating
was the next best solution followed by silane treatment. As expected, leaving the beam-end

untreated resulted in the worst overall performance.

Considering that the FRP wrap, polymer resin coating, and epoxy coating were generally
effective, it is recommended that either polymer (resin) coating or epoxy coating be used in
new construction to protect the prestressed concrete beam-ends. The FRP wraps did not
significantly improve performance over polymer resin coating, and would only add to the cost
and difficulty of treatment. Since protecting the end face of the beam and the cut ends of the
strands are crucial, it is recommended that such treatments be performed in advance of
installation in the field. The presence of diaphragms, bearings or other obstructions would
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likely make the field application of coatings to the beam-ends very difficult; especially after the

diaphragm and deck concrete is cast.

For existing prestressed concrete beam-ends, it is recommended that the protective treatments
be applied as soon as possible, before chloride levels increase significantly. It is expected that
the applications of polymer resin coating or epoxy-coatings to the exposed surfaces of the
beam-ends in the field would contribute, albeit not as effectively, to the protection of beam-
ends in the long run, if such treatments are implemented before chloride contaminations and
corrosion have taken hold. In such cases, all exposed surfaces should be treated with either
polymer resin coating or epoxy coating. The extent of pre-existing chloride contamination can
be measured in the field (on the bottom flange at about 2 inches from the end of the beam)
and compared against chloride contents measured in areas not exposed to chloride

contaminations.

In cases where corrosion and damage is advanced and has resulted in cracking and spalling of
the beam-ends, the conventional patching alone would likely not be a durable repair method.
Although not tested in this experimental effort, a patch repair that is subsequently coated with

polymer resin coating or epoxy coating would likely provide a more effective repair.

Although the above results and recommendations were based on tests on beam-ends, it is
expected that they would also be applicable to pier elements (such as pier caps and columns)

and abutments.
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Chapter 1

INTRODUCTION

1.1 PROBLEM STATEMENT

A number of concrete bridges in Wisconsin and elsewhere have shown signs of deterioration
due to aging, corrosion, and other detrimental factors. Although bridges are generally
expected to yield a service life of 50 to 100 years, some bridges are exhibiting signs of distress
at a much younger age. Increased traffic requirements, the use of deicing salts, and lack of
adequate preventive maintenance programs contribute to deterioration of existing bridges.
Considering the enormous cost and effort required to remedy bridge deficiencies, it is crucial
that a concerted effort be made to identify practical, effective and economical methods for
repair and rehabilitation of bridges. This research project addresses repair and rehabilitation
techniques for reinforced and prestressed concrete bridges, focusing primarily on corrosion of

prestressed concrete beam-ends.

1.2 BACKGROUND AND SIGNIFICANCE OF WORK

The most prevalent cause of deterioration in concrete bridges is corrosion. Diffusion of
chloride ions through concrete can destroy the passivity of steel and initiate the corrosion
process. In northern climates, such as Wisconsin, the primary source of chlorides is found in
deicing salts used to melt snow in the winter. Bridges in northern climates are susceptible to
corrosion in a manner different from bridges located in warm coastal climates. In such

climates, girders are prone to corrosion mainly at the end regions (Figures 1and 2). Thisis the
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result of water leaking through faulty expansion joints and then reaching the girder ends.
Improper drainage can also allow salt water to penetrate into other parts of the superstructure,
including fascia girders. The resulting steel corrosion and the spalling of concrete, can cause
irreversible damage to beam-ends. Rehabilitation of damaged beam-ends generally requires
the complete removal of the damaged region, followed by reconstruction. Issues with this
repair procedure include reoccurring spalls due to inadequate bond between the new and
existing concrete. In addition, these types of repairs may not be very effective in the long term
as contaminants in areas adjacent to the repair can, overtime, migrate to the repair region. This
effect is more pronounced if drainage issues are not corrected. Since this type of damage is
frequently encountered in northern states such as Wisconsin, the effectiveness of various

traditional and state-of-the-art repair techniques are investigated.

Figure 1. Damaged Beam-Ends Figure 2. Close-up of Beam End

1.3 OBJECTIVES

The primary objectives of this research were: (1) to collect and synthesize information on
repair and rehabilitation methods for concrete bridges (2) to evaluate the effectiveness of

preventive and corrective methods to address deterioration of prestressed bridge beam-ends



and (3) to initiate development of an expert system software program to assist in the

assessment, diagnosis, and repair of concrete bridges.
1.4 SCOPE OF WORK AND STUDY APPROACH

The scope of this research included: (1) a thorough literature review of concrete bridge
rehabilitation techniques, (2) evaluation and testing of a number of preventive and repair
regimes, (3) development of a basic form of an expert system software program and (4)

preparation of a final report.

A thorough understanding of the state-of-the-art in the field of rehabilitation of concrete
bridges, especially in northern climates, was considered crucial for the success of this effort.
Therefore, a comprehensive review of available literature in relevant subject areas was
performed. On-line sources of information, as well as conventional search databases were

utilized.

An extensive literature database was developed using Microsoft Access. Over 570 papers

were catalogued. They include such searchable information as the title, publisher, author, and
date. The database also includes the abstracts or summaries of many of the papers. The user

can search the database by performing a keyword, title, or author query.

Based on the results of the literature review, a test plan and repair concept were submitted and
approved by the Project Oversight Committee, appointed by the project’s sponsor, the
Wisconsin Department of Transportation (WisDOT). The work plan included performing

laboratory tests on five new 8-foot long prestressed concrete bridge I-beams to address



corrosion-damage and subsequent repair of beams ends due to chloride-laden water infiltrating

through faulty expansion joints.

The beam-ends were subjected to wet/dry cycles of salt laden water to accelerate the corrosion
process. In addition to the salt-water exposure, the beam-ends were subjected to an impressed
electric current to assist in accelerated corrosion. Two “cathode” bars were placed in the beam
and the entire reinforcement system (strands and bars) was made anodic. This creates a
“reverse cathodic protection” system, thus accelerating corrosion. Some end regions were
pretreated with a sealer, epoxy coating, polymer (resin), or fiber-reinforced polymer (FRP)
composite wrap to assess their effectiveness in protecting the beam when subjected to an

accelerated corrosive environment.

Several repair schemes were also implemented to evaluate their effectiveness in reducing
corrosion and preventing further damage. As was done initially, sealer, epoxy coating, polymer
(resin), and FRP wrap treatments were also applied after an initial exposure period of 6
months. In addition, one beam-end was patch repaired with no additional protection system
to compare its performance with other systems. After the repairs were completed and the
surface treatments applied, the beam-ends were again subjected to an accelerated corrosion
regime. Finally, the protection systems were evaluated to determine which system(s) provided

corrosion mitigation and the best corrosion protection.

An initial version of an expert system computer program, Concrete Bridge Assessment and
Rehabilitation (ConBAR), was developed to assist in the diagnosis of concrete bridge
deterioration problems and to identify repair, rehabilitation, or preventative maintenance

options. This program includes a user-friendly interface that obtains relevant information on
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the subject bridge through a series of questions, and provides suggestions and
recommendations to the user. The depth and variety of questions that ConBAR asks the user
before making recommendations far exceed the scope of previous attempts at developing such
expert system tools for concrete bridges. This necessitates a very large set of expert rules
(based on combinations of possible answers) that must be incorporated into the program. This
program currently includes the complete infrastructure required as well as a limited number of
expert rules, which must be expanded and enhanced in future developments of this program.
It is important to emphasize that the tools developed are intended and expected to assist and

facilitate the work of experienced maintenance personnel, and not to replace it.



Chapter 2

LITERATURE REVIEW

2.1 INTRODUCTION

Deterioration of bridge superstructure and substructure elements is a common problem in the
United States. A large number of bridges in the United States were built after the Second
World War. Some of these bridges were not designed to withstand the current environmental
and traffic requirements, and consequently are experiencing significant distress. Deterioration
in bridges can take several forms and stem from various causes. Among the causes are
corrosion, structural damage from vehicle impact, and deficiencies in the original design and
construction. Methods of repair are numerous and they range from simple spot patching to
more complex repair regimes. Since a significant number of bridges are considered deficient
or obsolete, economical ways must be found to improve the infrastructure condition.
Although complete rebuilding is sometimes deemed necessary, repair and rehabilitation can be

far more economical when the methods are effective.

Corrosion of concrete bridge elements is a significant and costly concern due to the possibility
of premature deterioration. “The annual direct cost of corrosion of highway bridges is
estimated to be between $6.43 billion and $10.15 billion. Life-cycle analysis estimates the
indirect costs to the user, due to traffic delays and lost productivity, at more than 10 times the
direct cost of corrosion” [54]. Therefore, current rehabilitation methods must be evaluated to
determine their performance and cost effectiveness. A number of studies have concluded that

traditional repair schemes (i.e. concrete patching) lack longevity and are susceptible to
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continued deterioration. State-of-the-art materials and procedures (i.e. fiber reinforced
composites) have shown in some studies to be an effective alternative for repairing corrosion-
damaged concrete. This literature review briefly summarizes traditional and state-of-the-art

procedures used to repair corrosion damaged bridge elements.

2.2 CORROSION MECHANISMS

Concrete is normally durable in moist, oxygen rich environments, but steel can be unstable
under these conditions. Concrete provides a protective environment to embedded steel by
supplying a physical barrier to the ingress of deleterious substances as well as a chemical
protective shield. If the physical integrity of the concrete is altered, the protective capability of
the concrete barrier is reduced. Protection is also provided to the reinforcing steel by the high
alkalinity of the surrounding concrete. The high pH (12 to 13) of the pore water in concrete
provides a natural passive chemical environment for reinforcing steel. As concrete ages,
environmental exposure can lead to the breakdown of the passive layer. Corrosion would
occur if the passive layer is destroyed and sufficient amounts of oxygen and moisture are
present. Presence of chloride ions or carbonation can damage the passive layer and accelerate

the corrosion process significantly.

The corrosion process is electrochemical in nature. It is driven by the appearance of cathodic
and anodic regions on the metal surface (see Figure 3). This can be attributed to different
chemical concentrations or the varying availability of oxygen or moisture at different locations
along reinforcing bars. At the anode site iron is dissociated to form ferrous ions and electrons.
The electrons migrate toward the cathodic site where the ferrous ions dissolve in the concrete

pore solution. At the cathodic site, oxygen in the pore solution combines with the electrons to
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form hydroxyl ions. The ferrous and hydroxyl ions move in opposite directions through the
pore solution, when they combine, ferrous hydroxide is precipitated. The precipitated
corrosion products occupy a larger volume than the non-corroded steel. As the concentration
of corrosion products increase, an increasing pressure is exerted on the concrete until it cracks

and eventually spalls [26].
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Figure 3. Schematic of Electrochemical Corrosion Process [31]

Pitting corrosion may result if the chloride concentration is highly localized. During pitting
corrosion small pits, or holes, form on the steel surface. The volume of corrosion products
may be insufficient to cause surface cracking, but it is possible that severe loss of steel cross-

section may occur with very little prior warning from visible indications [7].

Stress corrosion can occur in prestressing steel. It is a highly localized corrosion that can lead
to cracking of the prestressing steel due to the high stress levels present. The formation of a
micro pit occurs in the tendon, and the tip of the pit is subjected to highly concentrated stress.
The micro-pit is also undergoing dissolution as the active anode in a localized corrosion
process. The combination of stress and rapid corrosion can initiate a crack that propagates

rapidly leading to brittle fracture of the tendon [7].
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2.3 DEICING SALTS & AND CORROSION DAMAGE

Corrosion can affect every element of a concrete bridge. In coastal regions, most bridge
elements are affected more or less evenly by general exposure to chloride-laden air. Bridges
over seawater are more affected on their undersides (e.g. deck bottom). Bridges in northern
climates are affected differently. Bridge deck reinforcements are susceptible to corrosion
because deicing salts are applied on the roadway surface in the winter. Girders experience
corrosion mainly at their end regions due to salt-water leaking through failed expansion joints.
Piers can be affected along much of their height when they are exposed to salt spray from
vehicles, including snowplows, which travel under the bridge. Pier caps and pedestals are also

affected by salt-water intrusion through leaky expansion joints.

The use of deicing salts in northern climates is not likely to be discontinued. The use of
deicing salts has actually increased in the 1990’s after a period of leveling off in the 1980’s [54].
Some examples of road salt alternatives include calcium magnesium acetate (CMA) and
potassium acetate (KA) [27]. While both CMA and KA appear to be viable road salt
alternatives, the high cost of the material and equipment and facility modifications prevent

widespread acceptance of these materials.

CMA acts more slowly and is less effective than salt in cold conditions. In general, nearly all
studies of CMA rated the substance as an acceptable deicer but not as effective or consistent as
salt when applied in equal amounts [27]. In 1991, the National Research Council (NRC) of
Canada examined CMA as an alternative to road salt in deicing operations [27]. The study
concluded that CMA is relatively harmless to plants and animals, noncorrosive to metals, and

nondestructive to concrete and other highway materials. Because of its low density and small
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particle size, CMA may be dusty during handling and storage and may blow off roadways after
application. In addition, when exposed to moisture, CMA can clog spreading equipment. The
calculated ratio of CMA to salt for comparable ice melting is 1.7 to 1 [27]. A study conducted
by the Wisconsin Department of Transportation in 1987 [27] reported application rates of
CMA 1.2-1.6 times greater than salt. The average 1991 cost of salt was approximately
$30/ton; whereas the cost of CMA was estimated to be between $500 and $700/ton [27].
Conversion to CMA would also incur additional costs associated with the modification of

storage, handling, equipment and spreading operations.

Potassium acetate (KA) is often used as a base for commercial chloride-free liquid deicer
formulations [27]. Its advantages include low corrosion, relatively high performance, and low
environmental impact. Less research has been conducted on the application and effectiveness
of KA. However, some studies have concluded that the substance has minimal impacts on
human health and the groundwater supply [27]. The average 1991 cost of KA was $700-

$800/ton [27].

The consequences of reinforcement corrosion include cracking and spalling of the concrete.
Spalling concrete can be a safety issue for vehicles passing nearby as well as permitting or
accelerating further deterioration. Spalled concrete also allows chloride-laden water to reach
the reinforcement resulting in more corrosion. Also, as the reinforcement corrodes, the
effective cross-sectional area of the steel is reduced, resulting in a decrease of structural

strength. Therefore, the overall strength and stiffness of the bridge element is reduced.
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2.4 CORROSION REPAIR METHODS

Traditional methods of repairing concrete bridges with corroded reinforcement fall into two
general categories: (1) non-electrical (conventional) methods and (2) electrical methods.
Conventional methods include patching, sealers and coatings, overlays, or combinations of
these. Surface treatments, such as sealers, coatings and overlays, prevent the passage of
potentially deleterious substances and subsequently may slow the deterioration process. The
primarily employed electrical method is cathodic protection. Cathodic protection can reduce
corrosion rates if the corroding element can be shifted to a cathodic condition through
addition of a sacrificial anode with or without an externally applied potential (i.e. impressed
current). An additional electrical method, akin to cathodic protection, is chloride extraction.
The process involves the application of an external current (much higher than in cathodic

protection), which causes the chloride ions to move away from the reinforcement.

241 CONVENTIONAL NON-ELECTRICAL METHODS

Conventional repair methods are classified into the following broad categories: (1) patches, (2)
overlays, (3) sealers and coatings, and (4) crack injection. Each of these methods is employed

to repair damaged concrete and to protect from further corrosion damage.

2.4.1.1 Patching

Patching involves removing the concrete areaaround the damaged region, typically with a
chipping hammer, jackhammer or by water blasting. Any exposed reinforcement is cleaned

and possibly treated with a corrosion inhibitor. The patch material is then placed inside
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formwork or by troweling [15]. Table 1 summarizes the expected life and costs associated

with the two common patching options [54].

Table 1. Cost (adjusted to 1998) and Life Expectancy for Patching Options [46, 54]

Average Range of
Average Cost | Range of Expected Life Expected Life
Type of Maintenance ($/m?) Costs ($/m?) (years) (years)
Bituminous Concrete
Patch $90 $39 to $141 1 1t03
Portland Cement
Concrete Patch $395 $322 to $469 7 41010

Commonly used classes of patch materials include: (1) Portland-cement concrete, (2) hydraulic
cement concrete [40], (3) polymer based (e.g. epoxy) patches, and (4) bituminous concrete
patches. Portland-cement patches are the most commonly used, and construction workers are
typically familiar with the installation techniques. Hydraulic (fast-setting) cement concrete
materials are similar to regular concrete. They are generally self-leveling, do not require
mechanical vibration, and are more stable at higher temperatures than cementitious materials.
Polyurethanes and epoxies are relatively new patch materials. Proportioning and mixing are
critical to material performance. Also, because of their relatively low viscosity, they are more
difficult to place on vertical surfaces. Bituminous (or asphaltic) patches are commonly used to
provide temporary riding surfaces on bridge decks in a rapid manner [17]. However, these
patches have shown to have a service life of only 1 year, and should therefore be replaced with

more durable patch material [36].

Patch repairs sometimes require partial or complete disruption of traffic because of the need

for shoring the member under repair, partial removal of the contaminated concrete from
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damaged regions, cleaning of the corroded reinforcement, and placing the patch material. This
is a labor-intensive process, yet some argue that patch repairs are not durable [39]. Patch
treatments can mend spalls, but typically do not retard chloride-induced corrosion. In such
cases, this type of repair will typically fail prematurely since no measures are taken to mitigate
the primary source of deterioration. In addition, since the newly placed concrete consists of
minimal to no concentration of chlorides, a reverse chloride gradient is created between the
patch repair and the existing concrete [39]. The result is the failure of the patch and a need for
subsequent repairs. This method, however, is generally successful when the source of damage
is related to accidental or load-induced causes. The life of most patch repairs is limited to a

maximum of 10 to 15 years.

A study conducted by Patel et al [40] as part of a 1990 Strategic Highway Research Program
project (SHRP H-106, Innovative Materials Development and Testing) evaluated the
performance of six rapid setting concretes, a polymer modified concrete, a polyurethane, an
epoxy, an epoxy-urethane, and two bituminous cold mixes used for repairing partial depth
spalls. In conjunction with the evaluation of the repair materials, five patching procedures
varying in the methods of concrete removal and surface preparation were studied. These
repair methods included saw and patch, mill and patch, waterblast and patch, jackhammer and
patch, and adverse condition clean and patch. The “adverse conditions” involved installing

the material when the temperature was below 40 °F and lightly spraying the concrete substrate

with water.

The study concluded that many of the patch materials were sensitive to water content and

placement temperatures. Installation directions must be followed carefully, and appropriate

13



product precautions, such as using ice water, placing at night, and storing the material in the
shade, should be followed when extremely hot temperatures are encountered during
placement. Care and understanding must be maintained to complete the repair. Proper
surface preparation was crucial in all cases. In addition, the study found that a carbide tipped
milling machine might be economical for removing deteriorated concrete when a large area
requires repair. However, proper alignment of the milling head required considerable time and
additional labor. This method might also pose a traffic hazard due to encroachment into the
adjacent traffic lane. The study also found that the high-pressure (30,000 psi) water-blasting
machine was not effective. Many equipment failures and an extremely slow concrete removal

rate were observed in this particular study.

The patch materials were installed in 1991 from April to July at four test sites in four climatic
regions in the United States. In addition, laboratory tests were conducted to identify
correlations with field performance. The materials were evaluated on a periodic basis. The
study reports findings 1 to 3 days after installation as well as one and three month’s results.
Figure 4 illustrates the repair performance after three months of evaluation. The percent of
patches indicate the fraction of patches experiencing transverse cracking, wear, debonding, or

failure. The author considered a patch repair failed when it could no longer carry traffic safely.
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Figure 4. Distress Summary [1]
The report summarized the following observations about the repair materials:

= Type 111 cement concrete is a common patch material and hence the construction crews
employed in that study were familiar with the placing, compacting, finishing, and curing
techniques. The mix was found workable when the air temperatures were below 80° F, but

the mix was found stiff and difficult to work at high temperatures.

= Pyrament 505 (hydraulic cement concrete) is similar to install and finish as regular concrete
and was found to be easy to mix, place, and finish under ambient temperatures. This
product took more time for mixing than the other cementitious products evaluated and its

workability under cold and wet conditions was more difficult.
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= Percol FL (polyurethare) required proper equipment and a qualified technician. It was
considered critical that clean, oven-dried aggregate be used with this product. Even a small
amount of dust or moisture may cause poor bonding or bubbling. This product reportedly

had low viscosity and therefore was difficult to place on slopes and grades.

=  MC 64 (epoxy) patches were relatively unfamiliar to the construction workers employed in
the study. The proportioning and mixing was considered critical to material performance.
Both the mix and finishing required a lot of personnel and time. This product also had low

viscosity and was reportedly difficult to place on slopes and grades.

Research conducted for the Federal Highway Administration (FHWA) [52] included a
laboratory study into the corrosion of prestressed concrete highway bridge elements and
conventional repair methods used for these structures. Test specimens were precorroded
through application of anodic current while exposed to chloride solutions. In order to study
conventional concrete repairs, it was necessary to remove concrete from preselected areas and
replace the chloride contaminated/deteriorated concrete with repair materials. Materials
evaluated included conventional portland cement concrete, latex-modified fiber-reinforced
patching mortar, and silica fume concrete containing either organic or inorganic corrosion

inhibitors.

All specimens were exposed for approximately 200 weeks to a 15% solution of sodium
chloride after repair. In many of the specimens, significant deterioration of the coatings
applied to the prestressing strands and reinforcing steel had occurred over the four years of
severe exposure. The distress was greater for the steel coated with liquid epoxy coating than

the steel coated with a zinc-rich product. Typically, there was more disruption of coating and
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corrosion of base steel in regions where latex-modified mortar had been used as repair material
than where conventional concrete or silica fume concretes were used. Corrosion was observed
in repair areas where chloride contents were below commonly accepted threshold levels.

When tendon bundles were cut and pulled apart, corrosion was observed on the interior
surfaces of the individual strands, indicating that chloride ions had penetrated prior to the
repairs. These ions then become available to foster additional corrosion over time after repairs
have been applied. At repair area edges, steel coating failure and corrosion were, in general,
greater than in the bulk of the repair, and testing demonstrated that chloride ions moved
laterally into the concrete, raising the concentration at patch edges. Although only two
specimens were available for comparison, an inorganic corrosion inhibitor appeared to be

more effective in reducing the extent of corrosion than an organic-based product.

The study concluded that the patch repair systems did not offer long-term protection to
rehabilitated prestressed concrete members. Even in low permeability patches (such as those
based on silica fume concrete) chloride ions may penetrate vertically from the surface of the
members and laterally from the adjoining un-repaired concrete. Field applied steel coatings
lost their effectiveness overtime and deteriorated, exposing the underlying steel to corrosive
agents. The study recommended that periodic repair and reapplication of protective systems
might be necessary to maintain structures. Where periodic repairs are difficult to carry out, the
study suggests complete replacement of distressed members may be a long-term cost-effective

alternative.

A study conducted in 1993 by Sprinkel et al [45] for the Strategic Highway Research Program

evaluated various rapid repair methods including the performance characteristics of some
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patch repair materials. The report states that patching methods can mend corrosion-induced
spalls, but typically do not retard chloride-induced corrosion because not all concrete
containing chlorides is removed. The research determined that the corrosion rates are high at

the perimeter of the patch and is independent of the type of patch material used.

2.4.1.2 Overlays

Bridge deck overlays are primarily used to improve durability and service life of bridge decks.
They can restore the quality of the deck surface and increase the effective cover for the
reinforcement. An overlay must have a long-term stable bond with the repaired deck and
sufficient resistance to environmental conditions such as vehicle traffic and chloride-laden
water. Overlays are most effective when used in conjunction with a system that protects
against further corrosion, such as corrosion inhibitors or cathodic protection. However,
overlays do not address the presence of chlorides. Overlays typically extend the life of a deck

6 to 10 years [22].

A study conducted by the Michigan State University researched factors affecting the service
life of corrosion damaged reinforced concrete bridge superstructure elements [36]. The study
concluded that the amount and degree of contaminated concrete left in place influence the
effectiveness of an overlay. Since the extent of surface damage primarily influences the
decision to overlay a bridge deck, the amount of contaminated concrete left in place is similar
for various environmental exposure conditions. Thus, if the original base concrete is not
replaced or rehabilitated, the service life of overlays can be similar for all environmental

exposure conditions.
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Overlay permeability is an important material characteristic. High permeability allows
moisture to penetrate through the overlay and into the concrete below. Permeability depends
on the porosity of the overlay and the presence of cracks. Therefore, overlay cracking should
be minimized, whether from shrinkage, thermal stresses, or fatigue, to prevent deterioration of

the overlay. Considering the type and thickness of the material can lessen overlay cracking.

Table 2 summarizes the service life and costs associated with different overlay and patching

options [54].

Table 2. Cost (adjusted to 1998) and Life Expectancy for Overlay Options [46, 54]

Range | Average Time

Average of until Average Range of | Typical
Type of Cost Costs Maintenance | Expected | Expected | Thickness
Maintenance $/m?) | ($/m?) (years) Life (years) | Life (years) (in)
Portland
Cement $151 to
Concrete $170 $187 8.3 185 14to23 | 31.3-2.0
Overlay*
Bituminous
Concrete with |  $58 $§gg° 5.1 10 451015 | 216
Membrane
Polymer $14 to
Overlay** $98 $182 6.4 10 6 to 25 30.305

*Includes latex-modified concrete (LMC).

**Polymer Overlays include: epoxy, epoxy urethane, methacrylate, polyester styrene, & polyurethane

Three common overlays include: latex-modified concrete (LMC), low-slump dense concrete

(LSDC), and silica-fume concrete (SFC). Traditionally, LMC overlays constitute more than

90% of the overlays used for rehabilitation applications [54]. The LMC and SFC overlays are

generally less permeable than dense concrete and are stronger, allowing a reduction in required

thickness. However, increased thickness can be an advantage in protecting the underlying

deck if the overay cracks.
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Detwiler et al [13] reported on the overlay of the IL 4 Bridge over Interstate 55 near Staunton,
IL. In October 1986, the southbound lane was repaired using a standard LSDC overlay; and
the northbound lane was repaired in March 1987 using a SFC overlay. The bridge provided an
opportunity to compare the performance of the overlays using the same contractor to install
the repairs and be exposed to the same environmental conditions. The overlay repairs were
evaluated in July 1995. Accordingto field survey and petrographic examinations, both the
LSDC and the SFC overlay repairs were originally of high quality. Both performed well under
the exposure conditions. The silica fume concrete appeared to provide better protection
against the ingress of chloride ions. These results were consistent with the chloride ion
profiles, which generally indicated that the chloride ion concentration of the silica fume
concrete to be lower than for the low slump dense concrete at a given distance from the

surface.

A study conducted by Sprinkel et al [45, 46] evaluated the performance of polymer overlays
and concrete overlays. The study concluded that polymer overlays have a useful service life of
10 to 25 years when applied as a protection or rehabilitation treatment. Application of a
multiple layer epoxy, a multiple-layer epoxy-urethane, a premixed polyester styrene with a
methacrylate primer, or a methacrylate slurry were determined to be the “best-proven” overlay
treatments. The research also concluded that high-early-strength hydraulic cement concrete
overlays have tremendous potential, but considerable developmental work with the materials
and equipment would be needed to overcome problems with installation time. High-early-
strength portland cement concrete overlays such as those prepared with 7% silica fume or
15% latex and Type 111 cement reportedly had a potential service life of 25 years and could
perform as well as conventional overlays with quicker installation and curing times.

20



A relatively new ov erlay material is conductive-concrete overlay. When connected to a power
source, these overlays can generate enough heat through electrical resistance to prevent ice
formation on bridge decks, or melt ice after it forms [53]. Conductive concrete is a
cementitious mixture containing electrically conductive components that give it a stable and
high electrical conductivity. The University of Nebraska and Nebraska Department of Roads
have developed a conductive overlay that has “excellent workability and surface finishability”
[63]. The studies indicated that conductive concrete containing 20% steel shavings and 1.5%
steel fibers had the optimum resistivity and workability characteristics. Studies also indicated
that anti-icing was more cost effective and energy efficient than deicing. The average energy
cost per unit surface area is about $0.074/ft* per storm (for Omaha, Nebraska). The material
cost of conductive concrete is about $270/m® compared to $51.3/m?*for conventional
concrete. Although the cost of conductive concrete is higher, these overlays should be
considered a heating element rather than repair materials [53]. In order to evaluate the
durability of conductive concrete overlays under traffic loads, an overlay patch was placed on a
bride deck of 1-480 near the Nebraska/lowa border in December of 1999 [53]. Visual
inspections were conducted every 6 months, and indicated that there was no fiber exposure or

any sign of corrosion, but some reflective cracking did develop.

2.4.1.3 Surface Treatments

The concrete is relatively porous and will absorb moisture. Absorbed moisture can lead to
surface scaling and spalling when subjected to freeze-thaw cycles. If the water was

contaminated with chlorides, steel corrosion would occur.
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Blocking the ingress of water and other deleterious substances could reduce the natural
permeability of concrete. In existing concrete, sealers and coatings could be used to form a
seal that reduces the permeability of concrete. Two types of common surface treatments
include coatings and penetrating sealers. The classification is based on the behavior of the
treatment. The treatments provide a non-penetrating film, penetrate into concrete pores, or
have intermediate behavior (Figure 5). As a preventative maintenance strategy, coatings and
sealers offer significant long-term benefit when applied early on, especially in environments

exposed to chlorides.

Concrete Poreso

aE:

Pore liner

<
\
™ Pore blocker

Figure 5. Coatings (top) versus Sealers (bottom) [26]

2.4.1.3a Coatings

Coatings form an impervious film that bridge over pores and provide an external physical
barrier, which protects by slowing down the penetration of liquids and gases. They are
designed to control water absorption, vapor transmission, and diffusion of aggressive liquids
and gases through the concrete surfaces. Coatings are normally applied by brushing, rolling, or

spraying the material onto the surface and are available in a variety of colors.
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Two commonly employed coatings include cementitious and polymer coating systems.
Cementitious coatings allow moisture to escape without debonding or blistering. However,
since they do not possess elastomeric properties, they cannot bridge active cracks [8]. Polymer
systems consist of epoxies, acrylics, or polyurethanes combined with filler, which provides
bulk and thickness. Polymer coatings are hard and durable, but are impervious to vapor
transmission. These coatings have blistered and peeled under high vapor pressure [8]. Mallett
[36] reports that coatings can be expected to last 10 years and that some appear to be

performing well after 30 years.

Bijen [31] summarizes the characteristics and performance of some common coatings. He

reports the following:

= Epoxy coatings provide good adhesion to concrete, exhibit minor shrinkage, and are

resistant to light chemical attack.

= Polyurethanes will adhere to dry concrete, are almost shrinkage free, are resistant to light

chemical attack, but not to highly alkaline conditions.

= Acrylics display good adherence to concrete and good resistance to alkali, oxidation, and

weathering.

Ibrahim et al [23] studied the effectiveness of concrete surface treatments including sealers and
coatings. They evaluated several penetrating sealers (detailed in section 2.4.1.3b) and a two-
component acrylic coating. The coating was found to be the most effective of the materials
investigated in minimizing damage due to sulfate attack after 6 months of sulfate exposure. In

addition it was determined to be effective in reducing the ingress of carbon dioxide. The
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coating also exhibited considerably lower chloride concentration in comparison to untreated

specimens.

2.4.1.3b Sealers

Sealing existing concrete surfaces reduces the permeability of concrete, which can be improved
up to one order of magnitude [9]. This is comparable to using silica fume or latex admixtures
to reduce the permeability of new concrete [9]. Experiences in Canada indicate that, “if
deterioration has not already progressed too far, maintaining the permeability of existing,
exposed concrete at the levels obtainable with correctly applied sealers can reduce the rate of

deterioration and result in a reasonably standard service life for exposed concrete™ [9].

Penetrating sealers are low viscosity liquids that are capable of penetrating into concrete
surface pores filling the cracks and voids. Two types of penetrating sealers include pore liners
and pore blockers. Pore liners line the concrete pores and enable the concrete surface to
become water repellant. Pore blockers penetrate into the pores and then react with concrete

constituents. The resulting products are insoluble and hence, block the concrete pores [26].

Boiled linseed oil is one of the oldest materials used to seal concrete surfaces. It is low in cost,
but in cases where it is exposed to traffic abrasion it must be frequently reapplied to maintain
protection [8]. Silane sealers penetrate about %2 inch into the concrete and react chemically
with concrete to form a layer that resists water and chloride penetration [8]. Siloxane is very
similar to silane although not as effective in reducing water and chloride penetration [8]. Both
silane and siloxane are sealers permeable to water vapor, which allows the concrete to dry out.

In addition, both substances do not color the concrete.
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Sodium silicate sealers penetrate concrete and react with calcium compounds to form insoluble
calcium silicate, reducing the permeability. Penetrating epoxy sealers use a chemical reaction
between the resin and hardener to create a protective film [8]. They permit some moisture
vapor transmission, but normally allow less transmission than materials that do not develop a

protective film [8].

A study conducted by Whiting et al [51] surveyed highway agencies in the United States and
Canada regarding the use of penetrating sealers. The study did not specifically mention the
type of sealer that was presented on the questionnaire. Of the agencies surveyed, 46 U.S. and
9 Canadian agencies employed sealers. The most widely used application of penetrating sealers
was reported to be on concrete bridge decks. Only about 30% of the respondents were
utilizing penetrating sealers in superstructure elements other than decks. The study stated that
the respondents noted a variety of problems with the application of penetrating sealers to
existing structures. Some of these concerns included the following: drift and evaporation in
hot and windy conditions, difficulty in obtaining specified coverage, slippery surfaces, runoff
during application, discoloration of concrete, and little or no apparent penetration. The
respondents also stated that the performance of the sealers was less than desired. Some
indicated that many penetrating sealers were ineffective (or at least not as effective as claimed)
in reducing chloride ion infiltration. Other performance problems included: reduction of skid
resistance, failure to improve freeze-thaw and scaling resistance, and failure to halt corrosion

of reinforcing steel.

Sprinkel et al [45, 46] studied the performance characteristics of sealers as well as overlays and

patch materials (section 2.4.1.2). The study did not specifically indicate the type of sealer that
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was evaluated. The investigation concluded that sealers could reduce the infiltration of
chloride ions for 5 to 10 years and therefore extend the time until sufficient chloride ions reach
the reinforcing steel to initiate corrosion. To ensure adequate skid resistance, sealers should be
applied to decks with tined or grooved surfaces. The investigation found that protection
provided by sealers varied with tests, exhibiting 0 to 50%, with an average of 32%, reduction in
permeability. On the basis of life cycle cost analysis, the most cost effective protection system

was determined to be the application of a penetrating sealer.

In contrast to coatings, penetrating sealers allow the concrete to breath since the pores are
exposed to the atmosphere. This permits the concrete to dry-out, and with the moisture
intake reduction the possibility of corrosion may be lessened. Since most sealers are clear in
color, the color of concrete will generally not be affected when applied. In addition, since
penetrating sealers are capable of infiltrating well into the surface, they are less affected by
environmental weathering. This can lead to a longer service life when compared to coatings
[26]. Bruner [8] compiled a table (reproduced in Table 3), which rates the performance of

various sealers and coatings based on several criteria.

Table 4 summarizes the results of a study conducted by Ibrahim, Al-Gahtani, and Dakhil [23],

which evaluated the effectiveness of sealers and coatings.
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Table 3. Concrete Surface Treatment Selection Guide [8]

Material
Boiled
Linseed Sodium | Penetrating | Cementitious | Epoxy
Property Oll Silane | Siloxane | Silicate Epoxy Coating Coating
Ability to A G| G G G N/A N/A
Penetrate
Ability to N/A | N/A| N/A | N/A | N/A P VP
Bridge Cracks
Ability to
Bond to N/A | N/A | N/A N/A N/A G G
Concrete
Ability to
Reduce A G A G G G G
Permeability
Allow Water
Vapor A G G G P A VP
Transmission
VG - Very good performance P — Poor performance
G - Good performance VP - Very poor performance
A — Average performance N/A — Not applicable
Table 4. Ranking of Surface Treatments [23, 36]
Environment
Sealer/Coating Sulfate Attack | Carbonation | Chlorides
Control (no sealer) 7 7 7
Sodium Silicate 6 3 6
Silicone Resin Solution 5 5 5
Silane/Siloxane 4 4 4
Silane/Siloxane with an Acrylic Topcoat 1 1 1
Alkyl-Alkoxy Silane 3 6 3
Two Component Acrylic Coating 2 2 2

(Scale from 1 to 7, a rating of 1 implies the best performance)

This study assessed the performance of sodium silicate, a silicone resin solution,

silane/siloxane, silane/siloxane with an acrylic topcoat, alkyl-alkoxy silane, and a two-

component acrylic coating in preventing concrete deterioration due to sulfate attack,

carbonation, and chloride-induced reinforcement corrosion. The study concluded that the
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penetrating sealers were not effective in reducing concrete deterioration due to sulfate attack.
However, silane/siloxane and silane were partly effective in decreasing sulfate attack.
Silane/siloxane with an acrylic topcoat was reported to be the most effective in reducing
sulfate attack. The investigation also determined that none of the penetrating sealers were
totally effective in preventing carbonation of concrete. In addition, the sealers did not perform
as well as the coatings in reducing chloride diffusion. However, the coatings (both the
silane/siloxane with acrylic topcoat and acrylic coating) were found to be the most effective in
preventing carbonation, decreasing chloride diffusion, and reducing reinforcement corrosion.
The performance of the surface treatments investigated in the study can be expressed in the
following order: silane/siloxane with an acrylic topcoat > acrylic coating > silane >

silane/siloxane > silicone resin solution > sodium silicate.

A study conducted for the Transportation Research Board in 1981 [41] researched the
protection of concrete bridges against chloride penetration by various surface treatments
(coatings & sealers) representative of all of the chemical types commonly used. Initially, 21
surface treatments including epoxies, methacrylate, urethanes, butadienes and a silane were
subjected to preliminary screening tests. Based on the initial screening program, five products
with low water absorption, low chloride ion uptake and good water vapor transmission
characteristics were chosen for further testing. The five materials chosen were an epoxy, a
methyl methacrylate, moisture cured urethane, a silane and polyisobutyl methacrylate. These
materials were subjected to further testing to determine the effects of moisture condition of
the substrate, coverage rate and different environmental conditions on the ability to protect
against chloride ion intrusion. The five treatments reduced the chloride ion contents by 79 to
97% compared to the uncoated specimens [31]. The study concluded that the epoxy, methyl
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methacrylate and the silane were capable of providing added protection to concrete bridge

surfaces to reduce intrusion of salt laden water.

Although in theory surface treatments can provide adequate protection against the initiation of
corrosion, the reality of their effectiveness is quite different. These materials may inhibit the
penetration of deleterious substances, but they do not mitigate the effects of the chlorides that
are already present. The generally excepted service life of surface treatments is approximately

5 years [22].

A study conducted by the Federal Highway Administration [52] evaluated various corrosion
repair techniques and protection systems for prestressed concrete elements. The prestressed
concrete specimens were subjected to accelerated corrosive environments to induce corrosion
in the steel. Penetrating sealers and coatings were applied to a set of specimens to study their
effectiveness. This study concluded that the surface treatments were of limited effectiveness
when applied to specimens subjected to active corrosion. In most cases, chlorides continued
to penetrate into the concrete, though at a reduced rate. “While measurements indicated that
corrosion activity was initially reduced after the application of the surface treatment, long-term
trends suggest that over time corrosion activity may slowly increase back towards the initial
levels [52].” The study also concluded that surface treatments applied to new structures would
reduce, but not completely eliminate the ingress of deleterious substances. If low quality repair
materials are used or incorrect construction procedures are employed, corrosion may still
occur resulting in the cracking and spalling of the structure. However, in general, application
of surface treatments in new construction significantly improves it long-term effectiveness,

especially in chloride environments.
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2.4.1.4 Crack Injection

Crack injection involves infusing cracks and other voids with a low viscosity adhesive material
(resin). This process glues the concrete together and restores some of the original strength. A
protective overlay or surface treatment can then be applied to the surface to prevent moisture
penetration and continued deterioration [4]. It is essential to determine the cause of cracking
and choose a resin with proper characteristics to ensure the effectiveness of the repair [26].
Crack injection is not applicable to cracks caused by reinforcement corrosion, or if a
continuing process is responsible for their generation [26]. Cracks repaired by injection
normally perform well if the cracks are dormant, but have not performed as well for active,
moving cracks. The method is typically used and successful for hairline cracking and
delaminations found on fewer than 30% of the deck area [2]. Sprinkel [46] reports that crack

repair has an average service life of 10 to 20 years.

Resins normally consist of two components, an active ingredient and hardener. If large cracks
or voids are to be treated, inert filler is also included. The components must be carefully and
thoroughly mixed to obtain a final product with the desired properties [26]. The surface of the
crack is cleaned and then sealed using polyester putty or other suitable material. One method
of crack injection involves introducing the resin under pressure at the first port with the other

ports open (see Figure 6).

30



Resin Polymer putty
l surface seal

_-Injection port

Resin

_-Copper tube  Polymer putty

M surface seal

Figure 6. Crack Injection (Under Positive Pressure) [26]

Injection continues until the resin appears at the second port. The first port is sealed off and
the process is repeated for subsequent ports. During injection, the region is monitored for
signs of resin leaks from interconnected cracks or voids. When the process is complete, the

ports are removed [26].

ACI Committee 244 [1] reports that epoxy injection has been successfully used in the repair of
cracks in concrete structures. However, the document concludes that unless the cause of
cracking has been corrected, the cracking will probably reoccur near the original crack. In
addition, the report states that this technique is normally not applicable if the cracks are
actively leaking and cannot be dried out. Wet cracks can be injected using moisture tolerant
materials, but contaminants in the crack can reduce the effectiveness of the resin to structurally

repair the crack.

In 1990, Calder [31] studied the protection afforded by crack injection to reinforced concrete
slabs. The materials investigated included: epoxy resin, polyester resin, methyl methacrylate

(MMA) resin and liquid silicate solution. Comparisons with unrepaired slabs after ponding
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with salt water for a period of three years led to the following penetration ranking: epoxy (best)
> polyester > MMA > silicate (least good). These repairs prevented preferential access of
chlorides into the cracks but did not prevent penetration of chloride ions from the surface.
The investigation found that 80% of the corrosion was located at the cracks. The repairs
reduced the total number of corrosion sites by half, but had little effect on the number of sites
experiencing some section loss. There was little performance difference between the resins in
improving the concrete durability, but the silicate solution was determined to be ineffective.
However, each of the resins reduced the carbonation depth in comparison to the untreated

specimens.

2.4.2 ELECTRICAL METHODS

Electrical repair methods can be classified into the following categories: (1) cathodic protection
and (2) chloride extraction. Each of these methods is employed to arrest corrosion and to

prevent further corrosion damage.

2.4.2.1 Cathodic Protection

Typical cathodic protection systems include the impressed current system and the sacrificial
anode system. The impressed current system employs an external direct current supply.
Corrosion is arrested by subjecting the reinforcement to a small direct current to prevent it
from reaching an electrical potential that could cause corrosion. The sacrificial anode system
uses an external anode, a metal higher in the electrochemical series (i.e. zinc), which corrodes
in the process of providing protection. Sacrificial anode systems are simpler than impressed

current systems. Sacrificial anode systems can use recycled materials, which can make them
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less expensive than impressed current systems. However, impressed current systems are
usually employed because of its greater current range, ease of adjustment, and its longer service

life [42]

Cathodic protection, if applied properly, can arrest steel corrosion in concrete. In 1982, a
report by the United States Federal Highway Administration [31] stated, “The only
rehabilitation technique that has proven to stop corrosion in salt-contaminated bridges
regardless of chloride content is cathodic protection™. Since corrosion is an electrochemical
process, controlling the flow of an externally applied electrical current (impressed current
method) can control corrosion. By applying an external potential, the corrosion rate is reduced
by shifting the embedded steel to an artificially cathodic condition. The reinforcement is made
cathodic relative to an anode located at or near the concrete surface. Cathodic protection
eliminates electrolytic attack of steel and repels dissolved chlorides. If substantial corrosion
exists, then cathodic protection could offer a more economical solution than extensive
patching repairs [42]. If there is no loss of structural integrity, only repairs to spalled and
delaminated concrete are required. There would be no need to remove large volumes of
contaminated concrete. Cathodic protection has a high initial cost, but can extend the service
life 20 to 30 years [22]. Presently cathodic protection remains an under-used technology for
corrosion protection [54]. Table 5 summarizes the cost and life expectancy of several cathodic

protection systems.
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Table 5. Summary of Costs and Life Expectancy for Cathodic Protection Systems [54]

Average Range of
Average Range of Expected Life Expected Life

Type of Maintenance | Cost ($/m? | Costs ($/m?) (Years) (years)
Impressed-Current
(deck) $114 $92 to $137 35 15t0 35
Impressed-Current
(substructure) $143 $76 to $211 20 5t035
Sacrificial Anode
(substructure) $118 $108 to $129 15 10t0 20

Three types of anodes used in impressed current systems include conductive mastic anode,

conductive rubber anode, and titanium mesh anode. In the mid-1980’s, Florida DOT began

employing cathodic protection featuring conductive mastic anodes on its coastal bridges.

Mastic paint was initially used, which included carbon to enhance its conductivity, on the

regions requiring protection. A rectifier was installed at a central location on the bridge and

wires were routed to the protected areas. The DOT experienced favorable results on the

beams and decks, but encountered problems with the piles. Water from the high tides

impaired the bond between the mastic and the piles and thus the current was poorly

distributed to these regions [28].

The conductive rubber anode was developed to address this problem. The rubber anode can

be in direct contact with water and continue to distribute current uniformly. The anode is a

rubber mat that includes a large amount of carbon. The rubber mats are bonded to the

concrete areas to be protected and then connected by wires to a rectifier. This system has

performed well and has an expected service life in excess of 20 years [28].
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When concrete is still in fairly good condition and only requires some patch repairs, the
conductive mastic and rubber anode systems are practical and effective. However, if concrete
has severe cracks and spalls and requires more extensive repairs, the titanium mesh system is
more practical. Titanium mesh is fastened directly to the concrete element after all the loose
and damaged concrete has been removed. The mesh is then embedded in a 2-inch thick
gunite (shotcrete) coating. This system has experienced problems when the coating is in direct
contact with water. If a member is determined to be structurally deficient, a reinforced
concrete structural jacket can be used in conjunction with the titanium mesh. Forms are
placed and the concrete is cast around the deteriorated member. The anode can be connected
to both the existing reinforcement and any new reinforcement. The mesh-jacket system has

proven to be effective in controlling corrosion [28].

The previous impressed current systems all used an external power source to provide the
current to the system. The sacrificial anode system provides current by using a metal that is
higher in electro-chemical potential than steel, with zinc being the most commonly employed.
The anode can be applied either as a coating or sheets. The coating is sprayed on cleaned
concrete and exposed reinforcement. The zinc coating typically has a service life on the order
of 10 years, at which time in can be re-applied [26]. This system is recommended for
applications not in direct contact with water since this accelerates the consumption rate of the
anode, and significantly decreases the anode service life [28]. Another system employed uses
zinc mesh sheets that are mechanically fastened to concrete. This system is typically used on

bridge piles that are in direct contact with water [28].
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There are several issues that must be considered when using cathodic protection to protect
against corrosion. Selection of the proper anode for the application is critical, failure of the
anode leads to failure of the system. In order for cathodic protection to be effective, the steel
must be electrically continuous. Ensuring continuity after construction can be an expensive
and difficult procedure [42]. In addition, the cathodic protection system itself, which includes
an anode, power supply, and monitoring equipment, is costly in comparison to conventional
repairs and requires constant monitoring. When an impressed current system is used there are
difficulties in determining the correct applied potential and applying it uniformly to the system
[3]. The principal concerns include the degradation of the steel/concrete bond, the hydrogen
embrittlement of the steel and the alkali-aggregate reaction in the interfacial region [38]. In
view of these issues, there is a need to monitor cathodic protection systems continuously to

assure that they provide effective protection without detrimental side effects.

Degradation of the steel-concrete bond, associated with the softening of the cement matrix in
contact with the metal has been reported in several studies that involved the application of
high current densities for prolonged periods [38]. However, at the lower current densities
normally required for cathodic protection, the bond strength is normally sufficient to minimize

the concern for the structural integrity of the structure [14].

Hydrogen embrittlement is a significant concern for cathodic protected prestressed steels.
Hydrogen embrittlement occurs when steel is under high stress and a cathodic reaction is
occurring simultaneously at its surface. The cathodic reaction evolves hydrogen atoms at the
steel surface. The hydrogen atoms can diffuse and dissolve into the most highly stressed zones

of the steel. The effect of hydrogen embrittlement in the stressed zone is to embrittle the
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steel, which can lead to the brittle fracture of the tendon [7]. The risk of embrittlement
depends on a number of factors, and it appears to be low provided the potential is maintained

at a level less negative than -900 mV [38].

Wagner [50] reports on research conducted regarding the use of cathodic protection of highly
stressed steel tendons. Their research indicates that hydrogen penetrates steel and causes
ductility reduction at potentials equal or more negative than those normally considered for the
thermodynamic stability of iron. Their experimental work indicates that even short-duration
exposure to cathodic potentials of significant magnitudes can produce hydrogen in the metal.
The study also found that cathodic potentials more negative than the hydrogen evolution
potential sustained for durations greater than 2 hours will result in a reduction in the dynamic
load-carrying capacity of notched steel tendons. However, the results indicated that potential
levels more negative then the hydrogen evolution potential would not result in a reduction in
the static load-carrying capacity of unnotched prestressing tendons. The research continues to
be conducted to determine the effectiveness of cathodic protection in known salt-

contaminated full-sized prestressed concrete beams.

A limited number of laboratory studies have indicated a potential problem when cathodic
protection is used on reinforced concrete structures constructed with alkali reactive aggregates
[14]. 1f the cathodic current density is uniformly and consistently maintained at a low level, the
risk of developing expansive alkali silica reaction (ASR) is reduced [38]. However, if the
current distribution to the cathode is not reasonably uniform, the risk of locally induced ASR
will be greatly increased. Hence, the European Draft Standard [38] recommends that the risk

of ASR be considered.
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2.4.2.2 Chloride Extraction

Chloride extraction involves the application of an external current, which causes the chloride
ions to migrate away from the reinforcement and generates hydroxyl ions, which increases the
alkalinity of the region. Research has shown that after application of this technique, the
chloride concentrations are substantially reduced and a corresponding increase in the pH of
concrete is observed [26]. Similar to cathodic protection, a distributed anode and overlay is
applied to the surface. The overlay normally consists of sprayed cellulose fiber saturated with
an alkaline solution [26]. The chloride ions migrate away from the steel and towards the anode
and are removed with the overlay. Analogous to cathodic protection, there is no need to
remove large regions of chloride contaminated concrete and then replacing it with new
material before the application of this technique. However, any loose areas have to be repaired

to ensure a continuous medium between the reinforcement and surface anode [26].

A typical chloride extraction system is illustrated in Figure 7. Electrical connections are
established with the reinforcement. The temporary anode is installed on wooden battens using
plastic plugs and bedded into the fiber layer. Anodes should be easy to bend and shape and
are usually in the form of a mesh. Titanium meshes are inert and recyclable. Finally, an
additional layer of cellulose fiber is sprayed over the mesh and connections are made to a

power source [26].
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Figure 7. Chloride Extraction and Replenishment of Alkalis [26]

The replenishment of the alkalis is a quicker process than extraction of chlorides. Chloride
extraction normally requires three to eight weeks to complete, whereas alkali replenishment
requires three to six days to complete [31]. Extraction of chlorides is more difficult because
some chloride ions may be bound with reaction products with the cement hydrates. The
bound chlorides are in dynamic equilibrium with the chlorides dissolved in the pore water. As
the process removes the chlorides in the solution, chlorides from the reaction products replace
them. The rate at which chlorides can be extracted is controlled by the decomposition rate of
the hydrates [26]. To overcome this effect, current has been applied intermittently to the

system.
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Bennett et al [6] conducted laboratory tests to determine the feasibility of chloride removal
from reinforced concrete bridge components. The studies clearly show chloride extraction to
be an effective technique for arresting chloride-inducted corrosion of reinforcing steel. After 3
Y years no specimens showed a tendency to return to a corrosive condition. By contrast, the
untreated control slab was badly delaminated and deteriorated. The treatments removed 20-
50% of the chloride ions from the concrete, and relocated the remaining chloride ions away
from the reinforcing steel. The percentage of chloride removal was dependent on the design
of the reinforcement, with regards to spacing and bar placement, the degree of chloride

ingression, and the chloride ion distribution.

The study also addressed several concerns, which may arise as a result of the passage of large
amounts of current through concrete. The steel/concrete bond strength was measured over a
wide range of current and charge. The application of very high current densities resulted in a
reduction in bond strength when compared to control specimens. However, the use of lower
current densities had no adverse effects. The compressive strength of the concrete was also
reduced at high current densities as the specimens experienced a softening of the cement paste
around the steel. The possibility of hydrogen embrittlement of the steel was also studied.
Although a slight, temporary loss of ductility was observed, the researchers concluded that this
loss was not structurally significant. The study also concluded that chloride extraction can
cause an increase in the alkali cation concentration in the vicinity of the reinforcing steel and
serious damage could occur if the chloride removal process was applied to concrete containing
alkali-reactive aggregates. The use of a lithium borate buffer could be used to mitigate this

problem.
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Bennett et al [5] also reviewed field trials applying the chloride removal process to reinforced
concrete bridge components. Four field validation trials were conducted between the fall of
1991 and fall of 1992. Chloride removal was conducted on an Ohio bridge deck, and bridge
substructures in Florida, New York and Ontario. Active corrosion was occurring on a
substantial portion of each selected structure, and chloride contamination was well above
threshold levels. The treatment was applied until a total charge of 60 to 135 A-hr/ft’ of
concrete was accumulated. The pH of the electrolyte was maintained neutral or basic to
prevent etching of the concrete surface and the evolution of chlorine gas. In summary, all four
field trials were deemed successful and no detrimental side effects were observed. The report
mentions that as of yet chloride extraction cannot be recommended for structures that contain

prestressing steel or alkali reactive aggregates.

Manning and Pianca [32] report on the initial evaluation of electrochemical removal of
chloride ions from a section of a concrete pier located on the Burlington Skyway. The
evaluation included visual examination, corrosion potential, rate-of-corrosion measurements,
and petrographic examination and measurement of chloride ion profiles from samples
removed from the structure. After 13 months of treatment it was determined that the process
was successful in moving chloride ions away from the reinforcing steel and in removing a
substantial proportion from the concrete without apparent damage to the concrete. However,
the process was unable to remove all of the chloride ions from behind the reinforcing steel.
Therefore it is unknown the extent to which the chloride ions will initiate further corrosion in

the pier.
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A study conducted by the University of Minnesota [10] investigated methods for mitigating
corrosion in reinforced concrete structures on the substructure of a bridge in Minneapolis,
Minnesota. Several corrosion-damaged columns and pier caps were treated with
electrochemical chloride extraction (ECE). Some structures were also wrapped with fiber-
reinforced polymer (FRP) sheets or sealed with concrete sealers to prevent future chloride
ingression. Embeddable corrosion monitoring equipment (resistivity probe) was installed to
evaluate the effectiveness of the ECE treatment. The initial chloride concentration were
reduced approximately 50% at each sample depth in each structure. The treatment was most
effective near the concrete surface, and the overall effectiveness appeared to depend on the
original chloride content (with locations containing high initial chloride concentrations being
treated more effectively) and the proximity of the sample to the reinforcing steel. Several
locations possessed chloride concentrations in excess of established corrosion thresholds. The
study concluded, while the majority of the treated structures can be considered passive,
corrosion can potentially reoccur once chloride ions remaining in the concrete migrate back to

the reinforcing steel level.

2.5 FIBER REINFORCED POLYMER (FRP)

Due to widespread deterioration of concrete bridges, new materials and protection systems
must be investigated to minimize costs and conserve resources. Past research and field studies
have proven that patch repairs lack longevity and are susceptible to ongoing deterioration.
The limitations imposed by conventional repair materials have led to the investigation of
materials that have been widely used in the aerospace, sporting goods, and automotive

industries. Fiber-reinforced polymer (FRP) composites are being increasingly considered for
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bridge applications due to their high strength-to-weight ratios, their corrosion and fatigue
resistance, their ease of transport and handling, and their potential for tailorability. These
materials have been implemented in a number of rehabilitation and demonstration projects.
The application of FRP composites has been demonstrated to be a promising repair solution

for many rehabilitation issues.

Composites are created through the combination of two material phases, one serving as the
reinforcement and the other as the matrix. In generic terms, FRP composites are analogous to
reinforced concrete. The fiber reinforcement can carry load in pre-designed directions and the
resin behaves as a medium to transfer stresses and provide physical protection for the fibers.
Common types of fiber used in structural applications include glass, aramid or carbon. Epoxy
and polyester are the most common resins. The resulting composite behavior depends
primarily on the fiber volume and direction, the mechanical properties of both constituents,
and the fabrication procedure. Since composites have variable properties, a wide palette of

material choices is available to the designer to fit the specific requirements of the situation.

Unlike metals, composites do not corrode, which makes them attractive in corrosive
environments. Composites can be used in new construction as reinforcing bars and grids, or
prestressing tendons to eliminate the development of corrosion. Composites have also been

studied for their use as surface treatments to provide a barrier to corrosive elements [29, 39].

Several rehabilitation methods have been developed to repair and strengthen concrete
structural members. These include the application of externally bonded FRP plates, the use of
external or internal FRP prestressing strands, the use of composite wrap to repair corrosion-

damaged elements, or even entire replacement bridge decks composed of composite sections.
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These structural systems combine the mechanical characteristics of composite fibers, the
compressive characteristics of concrete, and the ductility and deformation capacity of steel. In
addition, these lightweight materials can reduce the quantities of steel and concrete in the
structure, lower material transportation costs, enable quicker construction times, and lower
labor costs. Some investigators believe that these cost savings can offset the higher material

costs of FRP composites [37].

Recently, the use of fiber-reinforced composites (FRP) to repair damaged girders has been
studied. Meier et al [33] studied the effectiveness of FRP plates to strengthen existing girders.
Composites offer performance advantages not found in other materials (e.g. steel plates).
These advantages include: corrosion resistance, easy to handle, available of endless bobbins
therefore no joints are necessary, some do not debond when subjected to compressive

stresses, and outstanding fatigue behavior [33].

Tedesco et al [48] performed a comprehensive finite element analysis of a deteriorated
reinforced concrete bridge repaired with externally bonded FRP plate. The plates were
unidirectional with the fibers oriented parallel to the longitudinal axis of the plate. The FRP
plates were bonded to the concrete with readily available structural adhesive. Static and
dynamic analyses of the bridge were conducted for conditions both before and after the FRP
repairs, with loading by two identical test trucks of known weight and configuration. The
results indicated that the bonding of the plates to the bridge girders reduced the average
maximum mid-span girder deflections and reinforcing steel stresses by 9% an 11%,
respectively. The results of the parametric study also indicated that increasing the FRP plate

cross-sectional area can reduce the maximum girder deflections and reinforcing steel stresses
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by approximately 20% and 22%, respectively. Moreover, increasing the FRP plate modulus of
elasticity was show to reduce both the maximum girder deflections and reinforcing steel

stresses by 16%.

Fiber-reinforced polymer wrap has been researched considerably with regards to the repair and
strengthening of corrosion-damaged columns. Bridge columns are especially vulnerable to
corrosion-induced deterioration due to their frequent exposure to deicing salts. In Wisconsin,
concrete columns can be exposed to deicing salts through failed deck joints or from salt spray
from passing automobiles or snowplows. It is a relatively simple process to clean and repair
the damaged columns followed with encasement in FRP composite wrap. The wrap slows
down the corrosion rate by preventing the ingress of deleterious substances and also by

confining the concrete core, thereby providing it with strength and ductility.

In a variety of studies, this application of composite material has been proven to increase the
service life of columns. Research conducted at the University of Toronto [29,39] studied the
effectiveness of composite wrap to rehabilitate corrosion-damaged columns. The results of
the study indicated that the composite wraps, being strong and corrosion resistant, proved to
be effective as a column jacketing material. “The repair option that performed best, with
regard to the post-repair corrosion rate, strength recovery, and deformation capacity, was also
the simplest and easiest to implement alternative, consisted of cleaning the damaged surface
(without removal of contaminated concrete) and wrapping layers of FRP sheets directly to the

column surface [29].”

A field study conducted in Quebec involved the repair of the Highway 10 overpass columns

[37]. The columns required repair due to corrosion-damage, primarily caused by the close

45



proximity of the highway lanes and the splashing of salt contaminated snow [37]. The project
demonstrated that the relatively high costs of composite materials could be offset by a
reduction in labor costs. The repair work required only three weeks time. The lighter weight
of the material and the ease of application allowed a reduction in the number of workers as
well as the number of labor hours. Other advantages observed were that formwork was not
required for the column repair and the flow of traffic was not interrupted during the repair

work.

FRP wraps have also demonstrated to be an effective alternative rehabilitation material for
repairing and strengthening bridge piers. A bridge pier is exposed to a variety of loads, water
currents, ice impacts, and corrosion attributed to deicing salts leaking through failed expansion
joints or from the spray of salt-laden snow. Composites are often chosen to rehabilitate bridge

piers due to their strength and durability.

A study conducted by Gergely et al [19, 20] involved the repair of a Highland Drive and
Interstate 80 bridge pier in Salt Lake City. The thirty-five year old pier was severely corroded
due to freeze-thaw action and the use of heavy deicing salts. The bridge had also experienced
an increase in vehicle weight and traffic and lacked adequate seismic detailing. 1t was
determined that the significant corrosion damage had reduced the initial capacity of the pier.
Furthermore, it was concluded that the pier would experience severe damage in the event of a
major earthquake. The rehabilitation of the bridge pier involved applying CFRP fabric on the
columns, cap beam-column joint, and the cap beam haunches. Experiments were performed
at the University of Utah and Utah State University to verify the repair design. If was found

that the ductility of the column/pier was doubled and the shear strength of the wrapped joints
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were significantly increased. The construction cost 20% less than conventional repair methods
and only required one week to complete. It was concluded that, when compared to traditional
repair techniques, the advantages of the composite wrap repair method include that it is fast,

non-intrusive, and does not increase the weight of the pier.

Corrosion-damage of concrete bridge beam-ends commonly occurs in northern climates.
Corrosion of beam-end reinforcement often occurs due to the failure of the overhead deck
expansion joint and improper deck drainage. The resulting steel corrosion and the spalling of
concrete in the bearing zone can cause irreversible damage to the beam-ends. Conventional
rehabilitation of damaged beam-ends generally requires the complete removal of the damaged
region, followed by reconstruction. Common issues with this repair procedure include
reoccurring spalls due to inadequate bond between the new and existing concrete and the high
cost and time required completing the repair. In addition, if drainage issues were not

addressed, the repair would likely not be effective.

Fiber-reinforced composites can be applied, with relative ease, around a concrete beam end.
However, to our knowledge research has not been conducted regarding the effectiveness of
FRP wrap to rehabilitate corrosion-damaged beam-ends. Since concrete beam-end corrosion
damage is frequently encountered in Wisconsin, the effectiveness of various traditional and

state-of-the-art repair techniques for addressing this problem should be examined.

2.6 SUMMARY OF CORROSION REPAIR METHODS

Surface treatments, while reasonably effective over the short-term, have demonstrated limited

effectiveness over the long term, unless they are applied prior to chloride contamination.
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Cathodic protection, while effective, is not commonly employed due to the high component
and maintenance costs as well as the complexity of the method. In addition, due to the
possibility of hydrogen embrittlement, cathodic protection of prestressed concrete beams is
not recommended. Research studies have established the effectiveness of FRP composites to
prevent and mitigate corrosion-damage in concrete columns. However, to date, no research
has been conducted in regards to their effectiveness to prevent and mitigate corrosion-damage
in prestressed concrete bridge beam-ends. Therefore, since corrosion damaged beam-ends are
frequently encountered in Wisconsin, the need for experimental work studying the
effectiveness of various surface treatments, including fiber-reinforced polymer wraps, to

protect and mitigate corrosion damage in beam-ends is essential.

2.7VEHICULAR IMPACT DAMAGE

Corrosion damage occurs over a relatively extended period of time. However, damage to
bridges can occur instantly by an applied force from an over-height vehicle or water born
vessels. Vehicle damage can have serious consequences and include both damage to concrete
and damage to the reinforcing or prestressing steel. A 1992 report by the Texas Department
of Transportation [18] has suggested that with increasing demands on infrastructure and new

bridges being built, the occurrence of over-height vehicle impact will continue to rise.

Depending on when the damage occurs, full-scale repairs may not be able to be performed
immediately. In this case, temporary measures should be instituted to protect the bridge.
These measures include the removal of all loose concrete and installation of a barrier beneath

the damaged member to catch concrete that may be inadvertently dislodged. Also, weight
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restrictions may be posted on the bridge to protect the most severely damaged members. The

bridge should be monitored closely to prevent any further damage.

The amount of damage caused by vehicle impact can be classified as minor, moderate, or
severe damage [18]. Minor damage consists of isolated cracks, nicks, shallow spalls, and
scrapes. Moderate damage involves much larger cracks and spalls that expose undamaged
reinforcing steel or prestressing tendons. Severe damage includes exposed, damaged steel
and/or tendons and a significant loss of concrete cross section as well as girder distortion or

lateral misalignment [18].

Repairs not only restore the structural integrity of the bridge, but also the appearance and
durability of the damaged member. When the damage is classified as minor, the structural
integrity of the bridge has not been compromised. The repairs are performed to restore the
aesthetics and durability of the element. Typically, spot patching can fill cracks and spalls to

protect the reinforcement from exposure [18].

Moderate damage is still considered non-structural. However, when reinforcing steel or
prestressing tendons are exposed, all corrosion products should be removed and the steel
should be treated with corrosion inhibitors before patching [18]. Splices of prestressing
tendons, reinforcing steel and stirrups may be required if the members have lost significant
amount of cross section due to corrosion. Any cracked, undamaged members should be
epoxy injected to improve the durability of the element [18]. Cracks too fine to be injected
should be treated with a silane sealer to prevent the ingress of deleterious substances [18]. Itis
recommended that the damaged element be loaded before the repair material is placed to
ensure that recast concrete would regain prestress as originally intended.
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Severe damage typically includes damage to the structural integrity of the member. A
structural analysis of the bridge may be required to determine if the damaged member can be
sufficiently repaired to return the bridge to its pre-damaged load-carrying capacity [18]. If
prestressing tendons are severed, the tendons can be spliced by the following methods:
external post-tensioning, internal splices, or metal sleeve splices. NCHRP Report 280 [43]
provides a practice user manual for dealing with accidentally damaged prestressed concrete
bridge members. The authors state in the reports that “they believe that sufficient research has
been performed to document the effectiveness of the repair methods (listed above). No

additional research is required prior to implementation of these methods in the field [43].”

External post-tensioning involves the use of high-strength rods or prestressing tendons
jacketed against concrete corbels that have been recast against the girders. This method is
suitable for splicing bundled strands or small tendons as well as a number of individual strands

[43]. Figure 8 illustrates a standard external post-tensioning detail.

Internal splices incorporate a turnbuckle device to stress several strands. The device can be
torqued to achieve the desired stress level in the strands. This method is inexpensive and easy
to install [43]. Preloading must be employed in the spliced areas to restore compression in the

concrete patch. Figure 9 illustrates a method for splicing a single 2 inch 270 K strand.
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Metal sleeve splices utilize metal plates bonded and/or bolted to the bottom and sides of a
damaged girder. This method can be used to splice a large number of severed strands and
when large volumes of loose or shattered concrete is present [43]. Figure 10 illustrates the use

of a metal sleeve to splice ten severed ¥z inch 270 K strands in an AASHTO Type IV beam.
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Complete replacement of a member is normally the most expensive method of repair [43].

Replacing a member will require removing a portion of the roadway slab.

NCHRP Report 280 [43] recommends that the selection of a repair method should be based
on an objective analysis. The selection of an appropriate repair method should be a based on
the type and extent of damage. Table 6 was developed to compare the difference between

methods used to repair severely damaged girders.

Table 6. Severe Vehicle Impact Damage Repair Method to Consider [43]

Repair Methods to Consider
Damage Assessment factor Post- Internal Metal Sleeve
tensioning Splicing Splice Replacement

Service & Ultimate Load Excellent Excellent Excellent Excellent
Overload Excellent Excellent Excellent Excellent
Fatigue Excellent Limited Excellent Excellent
Adding Strength to Non- Excellent N/A Excellent N/A
Damaged Girders
Combining Splicing Methods Excellent Excellent Excellent N/A
Splicing Tendons of Bundled Limited N/A Excellent Excellent
Strands
Number of Strands Spliced Limited Limited Large Unlimited
Preload Required Perhaps Yes Possibly No
Restore Loss of Concrete Excellent Excellent Excellent Excellent
Speed of Repair Good Excellent Good Poor
Durability Excellent Excellent Excellent Excellent
Cost Low Very Low Low High
Aesthetics Fair* Excellent Excellent Excellent

*Can be improved by extending corbels on fascia girder

N/A - not applicable

The durability of the repaired girders should be, as nearly as possible, equal to the durability of
the original construction. NCHRP Report 280 [43] recommends that the following guidelines
be considered in repairing damaged prestressed concrete bridge girders to achieve acceptable

durability:
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All unsound concrete should be removed and surface preparation should be such that
new material placed will be compatible with existing material. New material should

have equal or better strength characteristics than original.

Epoxy bonding, epoxy grout, and epoxy injection materials and systems should be
fully tested and approved, and should be applied by trained personnel. Particular

requirements concerning ambient temperatures must be observed.

Additional reinforcement to bond new material to existing surfaces should be

considered.

Preloading should be used (if necessary) to ensure that the repair section would not be

subject to greater tensile stress under live load than the original section.

Additional prestress force as required ensuring repaired stress levels are no greater than

original design stress levels.

To further increase durability, the repaired areas should be sealed with proven water

retardant.

Where repair design dictates, commitment should be made to perform periodic

preventative maintenance.

The repair cost of minor damage, such as nicks, spalls, scrapes, cracks, and exposed strands is

relatively low. The cost of materials is relatively low, and agency personnel can normally

perform the repair. The repair cost of minor and/or moderate damage (per girder) normally

would not exceed 10% of the cost of replacing the girder [43].
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The repair of severe damage, such as severed strands and major concrete loss, normally will
require the services of a contractor. The cost of the repair depends on several factors, such as:
the type of repair, traffic control measures, and the extent of damage. Because of these
factors, there is not precise cost data available. It is estimated that the repair cost of severe
damage (per girder) will vary from 15% to 50% of the cost of replacing the girder, depending

primarily on the extent of damage [43].

Neale and Labossiere [37] described the application of composite materials for the
rehabilitation of the Webster Parkade in Sherbrooke, Quebec. The composites were used to
reinforce beams that did not conform to current standrards concerning bend and/or shear
capacities. Following the composite rehabilitation, the strength capacity increased 15% of the

initial bending strength of the beams, and 20% of the original shear strength.

Nanni and Gold [35] studied the repair of impact damaged concrete beams with CFRP plates.
An over-height vehicle damaged four prestressed girders of the bridge overpass on highway
Appia near Terracina, Rome. The conventional steel reinforcement was clearly visible after the
loose concrete was removed. The concrete section was restored with non-shrink mortar.
After surface preparation, CFRP plates were adhered to the girders. Combined with
preloading, the bonding of the external plates restored the prestress that was lost upon vehicle
impact. Furthermore, the author states that the strengthening approach was easy to perform
and resulted in significant improvement in the ultimate load capacity and, to a lesser extent, the

flexural stiffness.

Some issues must be addressed before the application of FRP plates to repair impact damaged

prestressed concrete girders can be implemented with widespread acceptance. The strength
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and durability of the concrete-composite bond is critical to the success of the repair. It is
necessary to avoid or at least limit the extent of FRP debonding in order to ensure the
effectiveness of the strengthening repair and the ductility of the load-deflection response [50].
In addition, a high degree of quality control and quality assurance must be established during
the installation of the repair. Other engineering issues that must be addressed are FRP
materials low modulus of elasticity, low failure strain, and the fact that it cannot be bent after
fabrication [47]. In addition, repairs employing FRP materials have a relatively high initial cost.
FRP material can cost five times more than steel (by weight), but these numbers can be
misleading since less FRP material can normally repair the same amount of concrete [47]. The

extent of FRP composite applications will depend upon the resolution of these issues.

2.8 LITERATURE DATABASE

After completion of comprehensive literature review in the field of rehabilitation of concrete
bridges, focusing especially on northern climates, was completed, an extensive literature
database was developed using Microsoft Access. Over 570 papers and reports were cataloged,
and include such searchable information as the title, publisher, author, and date. The database
also includes the abstracts or summaries of many of the papers. The user can search the

database by performing a keyword, title, or author query.
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Chapter 3

EXPERT SYSTEM SOFTWARE

3.1 BACKGROUND

Expert systems have shown to be a useful tool to aid in the decision making process for a
variety of applications in the construction industry. These systems have been applied in the
fields of structural design, distress diagnosis, or repair schemes identification. However,
according to Kaetzel and Clifton [24], the success rate in using expert system technology to
develop practical applications in the construction industry is relatively low. They attribute this
to user attitude, constraints in acquiring sufficient knowledge about a particular subject, and
lack of easy-to-use development tools. Therefore if realistic expectations and sufficient
knowledge base are in place, an expert system cannot replace the expert, but can assist in the
decision-making processes. The complexity of bridge condition assessment and subsequent
identification of repairs could be made more manageable by an expert system that could aid in

the decision making process.

3.2 EXPERT SYSTEM TOOLS

Expert systems are also referred to as knowledge-based or decision support systems that
emulate human expertise. They are normally designed to mimic the role of an expert. The
user is prompted by a series of questions and statements, which will lead to a final conclusion

or recommendation.
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An example of an operational expert system in use today is Highway Concrete (HWYCON)
Expert System. The program was designed to be used by inspectors and engineers, and is
reportedly being used by some U.S. states, local governments, and city transportation
departments [24]. 1t was developed to assist in the diagnosis, material selection, and general
repair activities relating to concrete structures. To operate HWYCON the user answers
questions about the structure and its environment. The program then provides the user with a
hypothesis or recommendation. The knowledge base of the system includes digitized
photographs, drawings, facts, rules of thumb, explanatory information, and tables. HWYCON
has reportedly also been used to assist students at the University of lllinois in the diagnosis of
distress in highway concrete structures, the selection construction and repair materials, and
direction on the use of materials and procedures for repair. Kaetzel and Struble 1995 [25]
report that HWYCON is useful for teaching the fundamental aspects of determining methods

an materials for construction and rehahilitation of concrete highway structures.

Another construction related expert system, from Japan, is The Bridge Rating Expert System
[24]. This system is designed to provide a serviceability rating for bridge structures in Japan.
The system reportedly addresses the durability, load carrying capacity, and serviceability of
bridges by incorporating knowledge from experts, probability theory, and a relational database
component. The objective of the system is to rate the bridge condition in categories ranging
from safe to dangerous. The Bridge Rating Expert System is reportedly in the developmental

stage [24].
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3.3DEVLEOPMENT OF EXPERT SYSTEM (ConBAR)

The HWYCON program is significant because it is one of the first comprehensive efforts to
apply expert system tools to highway condition assessments. However, an examination of the
HWYCON program indicates that a number of areas of weakness can be identified, such as

the following:

1. HWYCON program modules cover a very wide range of topics including structures,
pavements, construction, materials, etc. However, perhaps because of its very wide
breadth, its depth is somewhat limited and only handles problems of a very general
nature. For example, only two or three questions are typically asked by the system

before a problem is identified for a bridge structure.

2. The HWYCON program does not typically evaluate the extent or severity of a bridge

problem.

3. HWYCON program does not generally suggest corrective actions for bridge problems.

These issues prompted the researchers to propose development of a bridge diagnosis program
that focuses on concrete bridges, identifies the extent of the problem, makes
recommendations, and incorporates the compiled rehabilitation literature database. The
infrastructure and a basic form of the Concrete Bridge Assessment and Rehabilitation
(ConBAR) software are therefore developed in this project. The objective in the creation of
the ConBAR expert system was to provide an electronic guide that would help diagnose the
problem(s), determine the extent of damage, and identify repair, rehabilitation, or preventative

maintenance options for concrete bridges. This expert system will use data inputted by the
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user and a series of answers to questions prompted by the system. ConBAR provides a
number of possible solutions along with their pros and cons, a suggestion, or a hypothesis.
Recommendations for additional tests or sources of information are supplied to confirm or
refute the hypothesis. The current state of development of ConBAR includes the complete
infrastructure required as well as a limited number of expert rules, which must be expanded

and enhanced in future developments of this program.

ConBAR expert system addresses cracking, surface defects (such as honeycombing and
blistering), spalling, corrosion, vehicle impact damage, alkali-silica reactivity (ASR), and
chemical exposure. The system also considers exposure conditions, previous repairs, bridge
age, inspection information and other factors. The program knowledge base includes: (1)
facts and rules of thumb, (2) visual information such as photographs and drawings, (3) indirect

access to a rehabilitation literature database and (4) descriptive statements.

A session consists of a series of questions and supplemental information presented on a
computer screen. A typical screen display consists of questions followed by a list of possible
answers (see Figure 11). Pictures and detailed descriptions are also included for some
questions to assist in the answering process. The user indicates the desired answer by clicking
the button next to the answer with the mouse or choosing from a pull down list. An “enter”
push button is provided to direct the program to the next step. When the questions have been
completed, the system attempts to provide a solution or recommendation based on the
responses to the questions. Three examples using the ConBAR program are presented in

Appendix A.
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ConBAR expert system was programmed using both Microsoft Visual Basic 6.0 and CLIPS
6.20 (C Language Integrated Production System) programming languages. CLIPS is an expert
system tool developed by the Software Technology Branch, NASA/Lyndon B. Johnson Space
Center. CLIPS is designed to facilitate the development of software to model human
knowledge or expertise in a great variety of applications. It is a tool for the construction of

rule and/or object based expert systems. CLIPS provides a “facts list” that includes known
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information, a “knowledge base” that includes all the expert rules, and an “inference engine”
that controls the execution of the rules (decides which rules are executed and when). Although
CLIPS is a very powerful program, it is difficult for people who are unfamiliar with expert
systems to run it. Therefore, a Visual Basic code was incorporated to more easily interface with
the user to obtain the required information, and thus eliminate the need for the user to learn
CLIPS. CLIP transforms the information collected into “fact lists” that are understandable by
CLIPS. CLIPS then uses these “facts” to execute the expert rules previously written by the
programmer. A CLIPS rule is similar to an IF/THEN statement in a procedural language like
C or Pascal. Therefore if certain conditions are true then some rules “fire” and the selected
actions are executed. CLIPS then returns the solution to Visual Basic where it is presented to

the user and displayed.
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Chapter 4

EXPERIMENTAL PROGRAM

4.1 INTRODUCTION

Based on the results of the literature review, a test plan and repair concept were formulated to
study the prevention and repair of corrosion damage to prestressed concrete beam ends due to
chloride-laden water infiltrating through faulty bridge expansion joints. The objectives of the
experimental program were to (1) determine the effectiveness of a sealer, epoxy coating,
polymer (resin) coating, and FRP wrap in protecting against corrosion damage in new
members and (2) to establish the effectiveness of these treatments and patch repairs in
reducing/preventing continued corrosion in members that were already contaminated with

chlorides.

The work plan included performing laboratory tests on five new 8-foot long prestressed
concrete bridge I-beams. The beam-ends were subjected to wet/dry cycles of salt laden water
(6% NacCl solution) to accelerate the corrosion process. In addition to the salt-water exposure,
the beam-ends were subjected to galvanostatic accelerated corrosion methods to assist in
quicker corrosion initiation time and to draw the chlorides into the concrete faster. Two
cathodes (short length prestressing strands) were embedded in each beam end to facilitate
reverse cathodic protection, thereby making the entire reinforcement system anodic. Selected
end regions were pretreated with a sealer, coating, polymer coating, or FRP composite wrap to
assess their effectiveness in protecting the beam when subjected to an accelerated corrosive
environment. Some beam-ends were left untreated. After a time period of over six months,
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some of the previously untreated beam-ends were patch repaired or subjected to one of the
prior stated surface treatments, and the accelerated corrosion process was continued for all

specimens.

4.2 SPECIMENS

Pretensioned concrete beam specimens consisted of new 8-foot long AASHTO Type Il
sections as illustrated in Figure 12. The beams contained 18 - %2 inch diameter grade 270 low
relaxation seven-wire prestressing strands. The magnitude of force on each strand prior to
prestress transfer was 75% of the guaranteed ultimate tensile strength or approximately 30,980
Ibs. All strands were straight and were cut flush with the end of the beams. The beams also
contained stirrups and other conventional reinforcement as shown in Figure 13 (details
provided in Appendix B). The conventional reinforcement was Grade 60 ASTM A614 steel
with actual yield strength of 70 ksi and actual tensile strength of 109.2 ksi, per mill certification
report. Two additional unstressed prestressing strands (2 feet long) were embedded in each
beam end. These strands were electrically isolated from the main cage (strands and stirrups) to
serve as cathode bars and facilitate the accelerated corrosion process. Please see Appendix B
for the detailed shop drawings. Utilization of new beams in lieu of existing or in situ bridge
beams had the following advantages: (1) enabled better control over the time schedule of the
project, (2) all beams were subjected to the same controlled laboratory environment, (3)
allowed uniform chloride exposure to all specimens, and (4) allowed incorporation of

galvanostatic accelerated corrosion methods.
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Figure 12. Design Details for Pretensioned Concrete Beam Specimens

Figure 13. I-Beam Steel Cage

All specimens were pretensioned and cast in January 2002 at Spancrete’s production facility in
Green Bay, WI. The steel was placed by the fabricators and verified by the investigators. Two
cathodes were placed at each beam end. The investigators also verified the electrical continuity

of the main steel cage and the electrical isolation of the cathodes prior to casting of concrete.
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4.3 SPECIMEN EXPOSURE

After the beams were properly cured, they were delivered to the UW-Milwaukee Structures
Laboratory. The indoor exposure regime was designed to simulate corrosion aging of
prestressed concrete bridge beam-ends. The beams were positioned on neoprene pads on top
of a constructed support system. Steel tube sections, with castors located at either end,
supported the beams and a steel trough covered by roofing membrane (Figure 14). The
support beams were built with castors to allow easy movement of beams in and out of their
positions. The salt-water distribution system was constructed to subject the beams to
controlled salt-water exposure. The system (illustrated in Figure 15) included the use of a
water reservoir, located above the beams, which gravity fed the salt water to the beam-ends
through a series of pipes, valves and hoses. The excess salt water was collected from each
beam (trough system) and routed to a storage tank located in the building’s basement. As
needed, the water was then pumped back up to the reservoir. A photograph of the
experimental set-up is shown in Figure 16. The beams were subjected to wet/dry cycles,
which consisted of 4 days of exposure to salt water drip followed by 3 days dry. The salt-water
exposure was designed to simulate the exposure commonly encountered in the field when the

expansion joint fails and the bridge is subjected to deicing salt applications.

Figure 14. Beam Support System: front view (left) and side view (right)
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After completion of the first accelerated corrosion cycle, the extent of corrosion damage of
each beam was evaluated. Since the 6-month exposure did not result in the concrete spalling
or significant tendon corrosion, the original exposure regime (Figure 16) was altered slightly to
increase the likelihood of corrosion after the second cycle. Figure 17 illustrates the changes
made to the system. Pipes (1 foot long) were added along the topsides of each beam end to
allow salt water to flow along the side face of the beams. A larger pump was also added to

facilitate the increased flow requirements.

Additional

Figure 17. Final Experimental Setup

4.4 ACCLERATED CORRSION TESTING

Since the objective of the experimental program was to study the effectives of various
protection systems to prevent or limit corrosion in prestressed concrete bridge beam-ends in a
relatively short time period, it was necessary to rapidly induce corrosion in the specimens. All

beams were subjected to the same accelerated corrosion regime. Accelerated corrosion was
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achieved by subjecting the specimens to cyclic wetting and drying, involving a 6% sodium
chloride solution, and applying a constant voltage to the steel cage. The specimen ends were
exposed to 4 days of salt-water drip, followed by 3 days of no water exposure. Past studies
have shown [52] that chlorides can be forced to migrate into concrete at a faster rate under the
influence of an applied electric field. The impressed voltage applied to the steel cage attracts
the negatively charged chloride ions towards the steel at a higher rate than the chlorides
normally diffuse into the concrete. A regulated voltage of 9V was applied across the anode
(steel cage) and the two internal cathodes. The schematic drawing of the accelerated corrosion
cell is depicted in Figure 18.

Voltage measured with
fﬁ\/ data acquisition system

/\/\/\/

= 0.8 Okhm

Specimen

Figure 18. Corrosion Cell [23]

Lee [30] studied a similar accelerated corrosion regime at the University of Toronto. She
subjected 12-inch diameter columns to an exposure regime that involved applying a 12V
potential to the reinforcement cage of 12-inch diameter columns and subjecting them to 3%

sodium chloride solution for wet/dry cycles of 1 day wet and 2 %2 days dry. In addition a
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study conducted for FHWA [52] implemented a corrosion system exposing the specimens to
15% sodium chloride spray along with applying a current density of 700 mA/m?* The
investigators concluded that the past research supported the effectiveness of the accelerated
corrosion regime described above. The total accelerated exposure period was approximately

18 months.
45 MONITORING

The corrosion current was monitored continuously throughout the duration of the accelerated
corrosion regime with a DATAQ data acquisition system. Figure 19, next page, depicts the
circuit used to apply an electric potential to the beams and connect the data acquisition

systems to the specimens.

The total steel loss, w, (grams) during the given corrosion timeframe can be determined by

integrating the curve of corrosion current versus time and using the following equation [30]:

w=-—4a Dtl e [Eq. 4.5-1]

where At,, is the atomic mass of the metal, z is its valency, F is Faraday’s constant (96487
C/mol), Dt the time step, and L, is the average uniform current measured. For reinforcing

steel, which is primarily iron, the atomic mass is 55.85 g/mol and the valency is 2.
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The chloride contents of the unexposed and exposed beams were determined by analyzing
pulverized concrete samples at various depths. The initial chloride content measurements
were taken at the center of a beam at ¥4, ¥, %4, and 7/8 inch depths. The chloride contents
after the first 6-month exposure cycle were measured on the bottom flange at 2 inches and 6
inches from the face of the beam at ¥4, Y2, %, and 1 inch depths. At the end of the 1 ¥2-year
exposure period, chloride contents (various depths up to 1 %2 in.) were measured for all beam-

ends on the sloping face of the bottom flange at a distance of 2 inches from the beam end.

Periodically, half-cell potential readings were taken. The potential difference between the
surface of concrete and strands was detected by placing a copper-copper sulfate half-cell
electrode on the concrete surface at different locations and measuring the potential difference
between the steel cage and the concrete surface. The reference cell connected the concrete
surface to a high-impendence voltmeter, which was also connected electrically to the steel
cage. The voltmeter detected the potential difference at the test location. The half-cell reading
would indicate the likelihood that corrosion was occurring. Half-cell readings were taken at
twelve locations at each end of the beams and at one location in the center of each beam. The
measurement points were spaced longitudinally at 6-inch increments and were located at
center height of the surface being measured. The measurements were only taken on the non-
treated beam-ends since surface treatments provide a non-conductive barrier that renders the
half-cell measurements ineffective. A contour plot of the gathered data was developed for

each region. Figure 20 illustrates the half-cell measurement locations.
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Figure 20. Half-Cell Measurement Point Locations

Expansion measurements were also periodically taken at each beam-end. Ten mechanical
measurement points were attached to each side of the beam end at either 4-inch or 2-inch gage
lengths. The measurement points were spaced longitudinally at 4-inch increments. A
mechanical displacement-measuring device determined the expansion or contraction of the
concrete to the nearest 10,000 of an inch. The expansion measurements were compared to
readings taken from unexposed and untreated 4-inch and 6-inch cylinders, as well as a metal

bar. Figure 21 illustrates the displacement measurement locations.
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Figure 21. Displacement Measurement Locations
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The specimens were visually monitored for cracking and spalling. Detailed crack maps were
sketched at the end of each corrosion exposure cycle. The widths of the cracks were measured

using a standard crack width comparator.

4.6 REPAIR MATERIALS USED IN THE EXPERIEMENTAL PROGRAM

Selected specimens were designated for pretreatment with one of four surface treatments,
while others were left untreated in order to be repaired and/or treated after completion of the
first exposure cycle (detailed in test plan discussion). In addition, all concrete beam surfaces
were prepared in the same manner prior to the application of treatments, which is detailed in

section 4.8.

4.6.1 Carbon Fiber Reinforced Polymer (CFRP)

CFRP sheets were applied to one beam-end prior to the accelerated corrosion regime and to a
second beam end after the first exposure cycle of the testing. The system employed was
REPLARK 30 manufactured by Mitsubishi Chemical Corporation. It consists of the carbon
fiber fabric, primer, putty, and resin. Since the system is lightweight and flexible prior to
curing, the sheets can be installed around circular and square surfaces, as well as around
irregularly shaped surfaces. In these tests, two fabric/resin layers were installed on the beams,

with fiber orientation in the two layers at 90° with respect to each other. Figure 22 illustrates

the installation of the FRP system.
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Figure 22. Installation of CFRP System

Table 7 summarizes the properties of the carbon fiber sheet reported by the manufacturer.
These properties are based on tests performed on laminate samples and are calculated using
the net area method. The carbon fibers in the sheets are arranged parallel to one another and
are held together with a thin weave of transverse glass fibers. The glass fibers do not
contribute to the structural properties of the composite, but maintain the alignment of the

carbon fibers during handling and installation. The sheets are also pre-impregnated in the

factory with a small amount of resin to restrain the fibers [34].

Table 7. Carbon Fiber Sheet Properties

Properties REPLARK 30
Fiber Areal Weight (Ib/ft?) 0.061
Thickness (inches) 0.0066
Tensile Strength (psi) 555x10°
Tensile Modulus (psi) 33.4x10°
Standard Width (inches) 13
Standard Length (feet) 328
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Table 8 summarizes the properties of the primer, putty, and resin reported by the
manufacturer. The primer penetrates into the concrete surface to increase the surface strength
of concrete and to improve adhesion between the concrete and the carbon fiber sheet [34].
Primer PS401 is used for warm season applications with temperatures ranging from 68-95°F.
The putty is used after the application of the primer to fill small holes, voids, honeycombs,
pinholes, and other small surface irregularities to ensure a smooth final surface. The saturating
resin is used to impregnate the reinforcing fibers, fix them in place, and provide a shear path to
effectively transfer load between fibers and between the concrete substrate and fibers [34].

L700S-LS resin is used for warm season applications with temperatures ranging from 59-95°F.

Table 8. Primer, Putty, And Resin Properties

Property Primer (PS 401) | Putty | Resin (L700S-LS)
Tensile Strength (psi) >4200
Flexural Strength (psi) >5500
Tensile Shear Strength (psi) >1400
Adhesive Strength (psi) >200 >200 >200
Compressive Strength (psi) >7000

The CFRP composite system is hand applied using a wet lay-up process. Dry, unidirectional,
precut sheets of carbon fiber are impregnated with a saturating resin. The saturating resin,
putty and primer bond the carbon fiber sheets to the concrete substrate. The laminate is
formed using one layer of resin undercoat, one layer of carbon fiber sheet, and one layer of
resin overcoat. The material properties of the REPLARK composite system as reported by
the manufacturer are listed in Table 9. Section 4.8 details the surface preparation and

application procedures implemented in this experiment.
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Table 9. REPLARK 30 Composite Properties

Property REPLARK 30
Thickness (inches) 0.0317
Tensile Strength (psi) 115x10°
Tensile Modulus (psi) 6.9x10°
Minimum Ultimate Breaking Load (Ib/in) 3721
Guaranteed Ultimate Breaking Load (Ib/in) 3675
Elongation (%) 17

4.6.2 Polymer (Resin) Coating

In order to assess the effectiveness of using only the polymer coating (P in FRP) of the
composite system, two coats of the resin component of the RELPLARK 30 system (no fiber)
were applied to one beam-end prior to the accelerated corrosion regime and to another beam
end after the first exposure cycle of the testing. The properties of the resin coating are listed in
Table 8 in section 4.6.1. The primer and putty were applied in the same manner as if the
complete CFRP system was to be applied. Following the application of putty and primer, the
first coat of resin was applied with a paint roller. After the first coat was tack free (3 to 4

hours) a second coat of the resin was applied.

4.6.3 Epoxy Coating

The coating used in this study was MASTERSEAL GP Epoxy Sealer. It is commonly
employed to seal concrete surfaces to prevent deterioration such as spalling, scaling, cracking,
and leaching. Test conducted by the manufacturer have reportedly shown that the coating
could prevent over 94% of the chlorides in salt-laden water from entering concrete [11]. Table

10 summarizes the performance data of the coating as reported by the manufacturer.

77



Table 10. Coating Performance Data

Property MASTERSEAL GP Epoxy Sealer
Reduction of water absorption into concrete 91% minimum

(Test Procedure, NCHRP study, 12-19A)

Reduction of chloride content in concrete exposure test 94% minimum

(Test Procedure, NCHRP study, 12-19A)

Solids

(By weight) 50% minimum

(By volume) 58% minimum
Viscosity (mixed) 15t0 40 cps

MASTERSEAL GP could be applied with a squeegee, roller, or spray equipment to a clean,
dry surface. A second coat was applied after the first coat became tack free (3 to 4 hours).
Section 4.8 details the surface preparation and application procedures implemented in this

experiment.

4.6.4 Sealer

The sealer used in this study was MASTERSEAL SL 40 VOC, a solvent based VOC-
compliant silane penetrating sealer. The product creates a water repellent concrete surface, but
still permits the concrete to breath. In addition, since it penetrates into the substrate, it
generally does not alter the appearance of the concrete. Lastly, the manufacturer states that
the sealer helps reduce efflorescence, atmospheric staining, and protects against damage caused
by chloride intrusion [12]. Table 11 summarizes the performance data of the sealer, as

reported by the manufacturer.
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Table 11. Sealer Performance Data

Property MASTERSEAL SL 40 VOC
Resistance to chloride Less than 0.22 lbs/yd?
(criteria of 1.5) at %2 level
(AASHTO T259 and T260) Less than 0.00 lbs/yd®
(criteria of 0.75) at 1” level
Average depth of penetration 0.22 inches (depending on substrate)
Water weight gain 86% reduction — exceeds criteria
Absorbed Chloride 92% reduction — exceeds criteria
(NCHRP 244 Series 11 Cube Test - 200ft2/gal)
Moisture vapor transmission rate 102%
(OHD-L-35)

The sealer was applied using a roller and paintbrush. Two coats were applied from the base of
the beam up to ensure uniform distribution of the sealer. Section 4.8 details the surface

preparation and application procedures implemented in this experiment.

4.6.5 Patching

In addition to surface treatments, the effectiveness of a patch repairs was also studied. Patch
repairs involve removing portions of concrete and replacing it with some type of cement-based
patching material. This type of repair is commonly used when large spalled or deteriorated
regions need to be removed and repaired. Since spalling had not taken place at the time of
patching, an area of the bottom flange in one previously untreated beam was removed to
represent a spalled region. Section 4.8 details the surface preparation and application
procedures implemented in this experiment. The patch material used in this study was
“Vericoat Supreme”, a one component, microsilica and latex modified, nonsag repair mortar

produced by Euclid Chemical Company. This cement-based product is designed for trowel
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Supreme as reported by the manufacturer [17].

applied vertical and overhead repairs. Table 12 summarizes the properties of Vericoat

Table 12. Vericoat Supreme Mechanical Properties

Property (28 day) Vericoat Supreme
Compressive Strength (psi) 6200
Bond Strength (psi) 2100
Direct Tensile Bond Strength (psi) 310
Flexural Strength (psi) 650
Linear Shrinkage -0.04%
Sulfate Resistance +0.005%
Chloride Permeability (coulombs) 900
Working Time 30 minutes
Set Times (@ 70° F)

Initial Set (hours) 1

Final Set (hours) 2%

Before application of the patch material a bond agent was applied to both the concrete and
exposed steel surfaces. The bonding agent used in this study was “CORR-BOND?; a three
part bonding agent composed of specialty water based epoxy and selected cementitious
components produced by the Euclid Chemical Company. According to the manufacturer, this
product facilitates a stronger bond between the existing and new concrete and provides
protection against steel reinforcement corrosion. Table 13 lists the technical information of

the bonding agent as reported by the manufacturer [16].
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Table 13. CORR-BOND Technical Information

Property CORR-BOND
Application Thickness (mils) 20
Slant Shear Bond to Concrete (psi)
Open Time*
0 hours 2000
12 hours 1950
Direct Tensile Bond to Concrete (psi)
Open Time*
0 hours 400
12 hours 350
7-Day Bond Strength (psi) 650
(to wire brushed steel)
*QOpen Time: Time from the application of the COOR_BOND on 14-day old, hardened concrete until placement of the fresh

concrete topping over CORR_BOND.

4.7 TEST PLAN

The test plan, detailed in Table 14 and illustrated in Figure 23 and 24, was employed to
determine the effectiveness of various treatments to prevent prestressing steel corrosion. Two
repair schemes were evaluated in this study. The first involved repairs where no concrete was
removed and only a surface treatment was applied. Some specimens were treated with an
epoxy coating, sealer, polymer coating, or CFRP composite wrap. The second repair scheme
involved repairs where portions of concrete were removed and replaced with a patch material.
Figure 25 illustrates the time period and repair method for each beam. End “A” indicates the

west end of the beams and end “B” indicates the east end of the beams as they sat in the

UWM Structural Laboratory.
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Table 14. Laboratory Test Plan

Beam-End
Treatment

Prior to Exposure
Pre-Coated (epoxy coating)
Pre-Sealed (silane sealer)
Pre-FRP Wrap
Pre-Polymer Coating (resin)
No initial Treatment

After Exposure Cycle
Coating (Epoxy coating) N
Sealer (silane)
FRP Wrap

Polymer Coating (resin)

1A|1B|2A | 2B|3A | 3B|4A | 4B| 5A | 5B

Patch Repair Only

Do Nothing
Phase I
Phase I

Fhar-Fenlorced Composile Weap

Figure 23. Laboratory Set-up Prior to Accelerated Corrosion
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6 MONTHS

1YEAR

LA

Beam End
1A Epoxy Coating
1B No Treatment
2A No Treatment
2B No Treatment
3A Sealer
3B No Treatment
4A No Treatment
4B No Treatment
5A Polymer Coating
5B CFRP Wrap

No Additional Dissection
Treatment

Epoxy Coating Dissection
Do Nothing Dissection
Patch Dissection
No Additional . .
Treatment Dissection
Sealer Dissection
Polymer Coating Dissection
CFRP Wrap Dissection
No Additional Dissection
Treatment

No Additional Dissection
Treatment

Figure 25. Repair Method & Time Period for Each Beam End

83

—CONTROL



4.8 SURFACE PREPARATION & TREATMENT APPLICATIONS

Before exposure to the accelerated corrosive environment, four beam-ends (2-foot long
sections in each beam end) were pre-treated with each type of surface treatment (i.e. silane
sealer, epoxy coating, polymer resin coating, CFRP wrap). The surfaces were prepared by first
grinding the surfaces of concrete, followed by thoroughly washing the surfaces to remove all
accumulated dust and debris. After the surfaces were dry, an air hose was used to remove any
remaining particles. The 2-foot long end sections for each beam end received their surface
treatment. Manufacturer’s instructions were followed in the application of the treatments.
Table 15 summarizes the application rates and procedural notes of each material. The epoxy

coating, resin coating, and silane sealer were applied with a paint roller.

Table 15. Surface Treatment Application Information

Surface Treatment Notes

Epoxy Coating Applied 2 coats

Silane Sealer Applied 2 coats

Polymer Coating Applied 2 coats after application of primer and putty

(resin)

CFRP Wrap Applied 2 layers (resin-sheet-resin-sheet-resin) after application of
primer and putty

After exposure to the accelerated corrosive environment (over six months of exposure), the
specimens subjected to surface treatments were allowed to completely dry. The same surface
preparation and application procedure as stated previously was followed for the application of

the various surface treatments.
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Since the 6-month exposure did not result in spalling of concrete, it was determined that an
18-inch long concrete region was to be removed (Figure 26) for installation of the patch repair.
A masonry saw was used to cut around the perimeter of the repair area to a depth of %z inch at

a 90° angle to the surface. A series of cuts were made inside the repair region to allow for

removal of the concrete with a chipping hammer. The chipping hammer was used to chip out
the concrete in the repair area allowing for a % inch clearance behind the first layer of strands
exposed. After all the concrete was removed from the repair region, the concrete and steel
surfaces were cleaned with a wire brush followed by cleaning with an air hose to remove any
loose particles or debris. The surfaces of both the steel and concrete were covered with two
coats of a bonding agent (CORR-BOND). The patch material was installed by a trowel. The

region was then moist cured under wet burlap and covered by polyete for 3 days.
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Figure 26. Beam Cross-Section with Patch Repair

All specimens were returned to the test area after the repairs were made and the surface
treatments applied. The accelerated corrosion current and the salt-water exposure were re-

initiated once the entire salt-water system had been cleaned and re-tested. The results of the

monitoring program are presented in Chapter 5 of this report
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Chapter 5

EXPERIMENTAL RESULTS AND DISCUSSION

5.1 DATA GATHERED

Two repair schemes were evaluated in this study. The first involved repairs where no concrete
was removed and only a surface treatment was applied. Some specimens were treated with an
epoxy coating, silane sealer, polymer (resin) coating, or CFRP composite wrap. The second
repair scheme involved repairs where portions of concrete were removed and replaced with a

patch material (see section 4.6 for the test plan details).

The corrosion current was monitored continuously throughout the duration of the accelerated
corrosion regime with a data acquisition system. In addition, periodically, half-cell potential
readings were obtained. The half-cell measurements were only taken on the non-treated
beam-ends since surface treatments provide a non-conductive barrier that renders the half-cell

measurements ineffective. A contour plot of the gathered data was developed for each region.

Expansion measurements were also periodically taken at each beam-end. The expansion
measurements were compared to readings taken from unexposed and untreated 4-inch and 6-
inch cylinders, as well as a metal bar. However, due to problems encountered with the metal
points corroding, the accuracy of the measuring device, and issues with keeping the points
attached to the concrete surface, it was determined that the readings were inconsistent and not

representative of accurate strain measurements.
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The specimens were visually monitored for cracking and spalling. Detailed crack maps were

sketched at the end of the first 6-month corrosion exposure cycle and at the end of the 1 %%

year exposure program. The widths of the cracks were measured using a crack width

comparator. Chloride measurements were taken before exposure to chlorides, after 6 months

of exposure, and at the conclusion of testing. The beam-ends were dissected and prestressing

strands were exposed after a total of approximately 18 months of accelerated corrosion and

exposure to chlorides.

5.1.1 Concrete Material Data

The measured slump of the concrete was 7 %2 inches. The average measured compressive

strengths were 6598 psi at release of the tendons and 7530 psi after 28 days. Tables 16 and 17

summarize the average compressive strength results for the concrete cylinder samples.

Complete test results are listed in Appendix C.

Table 16. Concrete Cylinder Average Compressive Strength at Release*

Date Age Cylinder Size Sample Mean Standard Deviation
(days) (inches) Size (psi) (psi)
01/10/02 1 4x8 8 6317 1771
01/10/02 1 6x12 2 6598 N/A

Table 17. Concrete Cylinder Peak Compressive Strength*

Date Age Cylinder Size Sample Mean Standard Deviation
(days) (inches) Size (psi) (psi)
02/07/02 28 4x8 8 6522 1326
02/07/02 28 6x12 2 6012 N/A

* Test results provided by Spancrete, Inc. (manufacturer)
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5.1.2 Chloride Content

The chloride content of the unexposed beams was determined by analyzing pulverized
concrete samples at various depths using Rapid Chloride Test (RCT) 1029 method [21]. The
RCT measures the acid soluble amount of chlorides as a percentage of concrete mass. A
specified amount of chloride powder was extracted and mixed with a vial containing 10 mL of
extraction liquid. A potential reading was taken with the RCT chloride electrode and then
converted to chloride content in percent of concrete weight using the provided calibration
chart. The same procedure was followed for determining the chloride content after the first
cycle of saltwater exposure and at the conclusion of the 18-month test period. The initial
chloride sample (before accelerated corrosion) was taken at the center of one beam. Table 18
summarizes the collected chloride content data before application of the accelerated corrosion
regime. (Please see Appendix D for complete chloride data.) The average depth shown in
Table 8 refers to concrete powder collected from a distance of £1/8 inch of the average
depth. For example, the chloride content at average depth of +%% inch refers to powder
collected from depths ranging between 3/8 and 5/8 inches. The reasonably uniform readings

indicate that chlorides were present in the concrete at time of mixing.

Table 18. Initial Chloride Content of Prestressed Concrete Beam

Average Depth Chloride Content
(inches) (% by weight of concrete)
0.25 0.035
0.50 0.051
0.75 0.041
0.875 0.055
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The measured chloride content of the concrete prior to corrosion testing was relatively high
(Table 18). Therefore, a number of previously unplanned tests were performed to identify the
source(s) of chlorides. The chloride content of the mix water was tested with the RCT
method to determine if the water used in the concrete mix was the source of chlorides. The
chloride content of the 300 mL sample of Green Bay water was found to be 0.0017%. A
sample of water from Milwaukee was also tested for comparison purposes and was determined
to have a chloride content of 0.0014%. Therefore, the chloride contents of both water

samples were relatively equal and contained a negligible chloride concentration.

A sample of coarse and fine aggregates that were utilized in the construction of the beams
were obtained and tested. The acid- and water-soluble chloride contents of the coarse
aggregate samples measured were 0.041% and 0.035% by weight of aggregate, respectively.
The measured acid-soluble chloride content of the sand was 0.039%. These results indicate
that the aggregates were the likely source of the relatively high levels of chlorides measured in

the new concrete.

Chloride samples following the first 6 months of the accelerated corrosion regime were taken
at two locations on the bottom flange of the beam-end receiving the patch repair. The

measurements were taken at various distances from the surface, 2 and 6 inches from the back
end of the beam. Table 19 summarizes the collected chloride content data after application of

the first exposure cycle.
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Table 19. Chloride Content of Prestressed Concrete Beam After First Exposure Cycle

2 inches from End of Beam 6 inches from End of Beam
On Bottom Flange On Bottom Flange
Average Depth Chloride Content Average Depth Chloride Content
(inches) (% by weight of concrete) (inches) (% by weight of concrete)
0.25 0.96 0.25 0.21
0.50 0.74 0.50 0.29
0.75 0.47 0.75 0.188
1.00 0.29 1.00 0.135

The measurements indicate high chloride concentrations near the surface, with the values
decreasing with increasing distance from the surface. This is consistent with the behavior of
chloride ions migrating into the concrete. Figure 27 illustrates the comparison of the collected

chloride content data.
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Figure 27. Comparison of Chloride Contents — Phase |
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Research conducted by Lewis [26] suggests that the corrosion threshold value is 0.15% of acid
soluble chloride by weight of cement. ACI Committee 222 [52] recommends the corrosion
threshold value of 0.2% acid soluble chloride by mass of cement. Recently, other researchers
have suggested a large variation in the corrosion threshold. In either case, the currently utilized
corrosion threshold is exceeded at all depths measured at a distance of 2 inches from the end
of the beam. At the location of 6 inches from the face of the beam, the corrosion threshold

level is exceeded up to a depth of %z inch.

Chloride samples were also taken at all beam-ends at the conclusion of the entire 1 %2-year
exposure prior to dissection. These measurements were made on samples taken in the middle
of the sloping surface of the bottom flange at a distance of 2 inches from the back of the

beam. Tables 20 through summarize the measured chloride contents on all beam-ends.

The highest chloride levels are observed in the beam-end with patch repairs. Acid-soluble
chloride levels are on the order of 1.0% by weight of concrete is measured at depth of up to
1.0 inch. It appears that the interface between the old and new concretes may have allowed

accelerated intrusion of chlorides deep into the patch and old concrete.

The chloride contents for the beam-ends that were treated with epoxy coating, polymer resin
coating or FRP from day 1 clearly show significantly lower chloride contents than other
specimens. The beam-end treated with Silane sealer from the first day had far less chlorides
than the untreated beams (or beams treated after 6 months). However, the chloride levels for
this beam-end were higher than the corresponding beams treated epoxy coating, polymer resin

coating or FRP from Day 1.
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The specimens that were treated after 6 months show high levels of chlorides, but they are less
than the beam with patch repair. It should be noted that comparisons between measured
chloride readings should be done in light of the fact that the chloride levels can vary
statistically from point to point (even on the same beam at the same relative locations).
Therefore, precision implied by the measurements at one location may be misleading, unless

differences observed are significant.

The untreated beam-end 2A shows smaller chloride contents than expected. However, as
noted in the corrosion current section of this report, a loose electrical connection may have
somewhat reduced the corrosion potential to this beam end, thus explaining the lower —than-
expected measured chloride content.

Table 20. Final Acid-Soluble Chloride Content of Prestressed Concrete Beam End 1A (Epoxy
Coated from Day 1)

Average Depth | Chloride Content, 5 minute Test Chloride Content, 24 Hour Test
(inches) (% by weight of concrete) (% by weight of concrete)
0.25 0.071 0.072
0.50 0.058 0.058
0.75 0.057 0.058
1.00 0.080 0.081
1.25 0.070 0.072
1.50 0.075 0.078

Table 21. Final Acid-Soluble Chloride Content of Prestre ssed Concrete Beam End 1B (Epoxy
Coated after 6 Months of Exposure)

Average Depth | Chloride Content, 5 minute Test Chloride Content, 24 Hour Test
(inches) (% by weight of concrete) (% by weight of concrete)
0.25 0.780 0.740
0.50 0.620 0.640
0.75 0.240 0.240
1.00 0.260 0.285
1.25 0.170 0.190
1.50 0.105 0.110
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Table 22. Final Acid-Soluble Chloride Content of Prestressed Concrete Beam End 2A (No

Treatment)
Average Depth | Chloride Content, 5 minute Test Chloride Content, 24 Hour Test
(inches) (% by weight of concrete) (% by weight of concrete)
0.25 0.830 0.840
0.50 0.460 0.465
0.75 0.205 0.215
1.00 0.105 0.110
1.25 0.140 0.145
1.50 0.100 0.100

Table 23. Final Acid-Soluble Chloride Content of Prestressed Concrete Beam End 2B (Patch

Repair After 6 Months of Exposure)

Average Depth | Chloride Content, 5 minute Test Chloride Content, 24 Hour Test
(inches) (% by weight of concrete) (% by weight of concrete)
0.25 1.018° 1.018°
0.50 0.750° 0.750°
0.75 0.963° 0.981°
1.00 0.921° 0.965
1.25 0.744 0.710°
1.50 0.695° 0.709°

Table 24. Final Acid-Soluble Chloride Content of Prestressed Concrete Beam End 3A (Silane

Sealer From Day 1)

Average Depth | Chloride Content, 5 minute Test Chloride Content, 24 Hour Test
(inches) (% by weight of concrete) (% by weight of concrete)
0.25 0.132 0.143
0.50 0.061 0.074
0.75 0.077 0.084
1.00 0.068 0.084
1.25 0.046 0.057
150 0.101° 0.103°
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Table 25. Final Acid-Soluble Chloride Content of Prestressed Concrete Beam End 3B (Silane

Sealer After 6 Months of Exposure)

Average Depth

Chloride Content, 5 minute Test

Chloride Content, 24 Hour Test

(inches) (% by weight of concrete) (% by weight of concrete)
0.25 0.430 0.430
0.50 0.225 0.225
0.75 0.105 0.105
1.00 0.181 0.184
1.25 0.134° 0.136"
1.50 0.127 0.133

Table 26. Final Acid-Soluble Chloride Content of Prestressed Concrete Beam End 4A
(polymer Resin Coating After 6 Months of Exposure)

Average Depth

Chloride Content, 5 minute Test

Chloride Content, 24 Hour Test

(inches) (% by weight of concrete) (% by weight of concrete)
0.25 0.840 0.870
0.50 0.500 0.510
0.75 0.350 0.360
1.00 0.297 0.318
1.25 0.470 0.480
1.50 0.470" 0.477

Table 27. Final Acid-Soluble Chloride Content of Prestressed Concrete Beam End 4B (FRP

Wrap After 6 Months of Exposure)

Average Depth

Chloride Content, 5 minute Test

Chloride Content, 24 Hour Test

(inches) (% by weight of concrete) (% by weight of concrete)
0.25 0.330° 0.318
0.50 0.364" 0.364°
0.75 0.285 0.290
1.00 0.118 0.123
1.25 0.115 0.120
150 0.105 0.109
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Table 28. Final Acid-Soluble Chloride Content of Prestressed Concrete Beam End 5A
(Polymer Resin Coating Since Day 1)

Average Depth | Chloride Content, 5 minute Test Chloride Content, 24 Hour Test
(inches) (% by weight of concrete) (% by weight of concrete)
0.25 0.069° 0.078"
0.50 0.076 0.076
0.75 0.060 0.060
1.00 0.053 0.061
1.25 0.072 0.073
1.50 0.076 0.076
Table 29. Final Acid-Soluble Chloride Content of Prestressed Concrete Beam End 5B (FRP
Wrap Since Day 1)
Average Depth | Chloride Content, 5 minute Test Chloride Content, 24 Hour Test
(inches) (% by weight of concrete) (% by weight of concrete)
0.25 0.064 0.068
0.50 0.054 0.058
0.75 0.056 0.062
1.00 0.062 0.070
1.25 0.064" 0.068"
1.50 0.118" 0.118"
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Table 30 shows the above chloride data in a slightly different form. The 24-hr chloride test
data shown above are summarized by focusing on 0.75 inch and 1.50 inch measurements. The
chloride levels at each of the two levels are given a numerical rating of 1 to 8. If the chloride
content is between zero and 0.1%, then a rating of 1 is given, etc. For example, a chloride
content of .35 would be given a numerical rating of 4. Chloride contents higher than 0.7% are
given a rating of 8. As will be seen in the following sections of this report, other comparative
performance measures (for cracking and corrosion) are also based on a numerical measure
from 1 to 8. Itis clear that that among beam-ends that were pretreated from the first day, the
polymer resin coating and the Silane sealer were the most effective. The FRP wrap was very
close behind. Among the beam-ends that were treated after 6 months of exposure, the Silane
sealer and the epoxy coatings had the least chloride contents. The highest chloride contents
were observed in the patched beam-end 2B.

Table 30. Comparative Chloride Content Ratings* for All Beam-Ends Based on 24-hr Data at
0.75 and 1.5 in. Depths

Beam-End Rating at 0.75in. | Ratingat 1.5in. | Ave. Rating
1A 1 1 1
1B 3 2 2.5
2A 3 1 2
2B 8 8 8
3A 1 1 1
3B 2 2 2
4A 4 5 45
4B 3 2 2.5
5A 1 1 1
5B 1 2 15

Ratings based on numerical rating from 1 to 8 (1 best, 8 worst)
Shaded rows correspond to beam-ends that were treated after 6 months of exposure.
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5.1.3 Corrosion Current

A regulated voltage of 9V was applied continuously over the course of the exposure cycles to
facilitate an accelerated corrosion process and speeding the intrusion of chlorides. Plots of the
corresponding corrosion current versus time (for the data collected in the first 10 months of
exposure) are illustrated in Figures 28-32. The completions of the first exposure cycles are
indicated on the plots. The prefixes (pre, post) denote whether the treatment was applied
before the start of the accelerated corrosion regime, or if they were applied after experiencing 6
months of exposure. These figures show periodic increases (spikes) in the corrosion currents.
These are associated with temporary stoppages of voltage applications. The short-term

increase in currents after restoration of voltage is also observed in tests done by Lee [30].
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All curves exhibit a decrease in current over the 10 months of the experiment reported here.
This reduction is commonly observed in such experiments, and is due in part to the fact that
corrosion products increase the resistance at the surface of strands. Because of the
exponential nature of the curve, the results obtained subsequent to the first 10 months of
exposure are not plotted. The curves for the two ends of beam 1 are approximately similar
until about the 800-hour mark, after which the curves begin to diverge. The pre-coated beam
end (epoxy coated from Day 1) demonstrates a larger decrease in current at approximately
1500 hours in comparison to the untreated end. The cumulative area under the corrosion
current versus time graph is indicative of the amount of steel loss due to corrosion. Since the
pre-coated end has a smaller cumulative area under its curve, it can be deduced that this end is
experiencing less steel loss over time. Therefore, the beam end treated with epoxy coating

since Day 1 is experiencing less steel corrosion in comparison to the untreated (later coated)

end.

The corrosion vs. time curves for the two ends of beam 2 are relatively similar until about 2000
hours into the experiment. After which, the “no-treatment” or west end experiences a
significant decrease in current. Since these ends were exposed to the same exposure condition
and both were initially untreated, their curves should be approximately equal for the first 6
months of the study. Given that the untreated end diverges so significantly, it can be deduced
that there may have been electrical connection problems occurring with this end. It was
observed that at the end of the first phase of exposure, there was only one undamaged
connection between the beam end and the applied voltage. Therefore, the difference observed

between the curves for the ends of beam 2 is more than likely due to electrical connection
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problems, and does not reflect that less corrosion is occurring in the untreated, west end

compared to the untreated, east end.

The corrosion current versus time curves for the two ends of beam 3 are generally similar for
both the pre-sealed (west) end and the untreated, later sealed (east) end. This behavior is
observed at the end of the first phase of the experiment and continues after 10 months of
exposure. Since these curves are exhibiting similar behavior, it can be concluded that the pre-
sealed end behaved the same as the initially untreated end. Therefore, this data seems to
indicate that the penetrating sealer did not have a noticeable effect on preventing corrosion

and the subsequent steel loss in the beam.

The corrosion current versus time curves for the two ends of beam 4 are nearly the same for
both initially untreated ends. The exception is between approximately 1700 and 3000 hours,
where the current drops to zero for the post-FRP wrapped (east) end. The drop in current
was due to a loose connection between that end and the applied voltage. When the dropin
current was observed, the connection was evaluated and remedied. After the readings
stabilized once the connection was reestablished, the behavior of both curves returned to be
nearly equal. Since both ends were initially untreated and subjected to the same exposure
conditions, the graphs should display nearly the same behavior. For the 10 months of total
collected data, the curves continue to be approximately equal after the polymer (resin) and

FRP wrap was applied.

The corrosion current versus time curves for the two ends of beam 5 are nearly the same for
the 10 months of collected data. The end pretreated with the polymer (resin) has a slightly less

corrosion current in comparison to the end pretreated with FRP wrap (east). Form the
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existing data collected, it can be concluded that both ends are experiencing similar corrosion

damage, and therefore have similar effectiveness.

5.1.4 Effect of Time on Corrosion Rates in Field Structures

Vu and Stewart [49] developed a relationship between time since corrosion initiation and
corrosion rate. The author states that corrosion rates predicted by his model appear to be
reasonable and within the range of typical corrosion rates found in literature and therefore the
model error is not expected to be high. However, the model is subjected to limitations since it
has been validated with minimal experimental data, and the data that was collected was over a
short period of time. A graphical representation of their model is illustrated in Figure 33. The
vertical axis refers to the ratio of corrosion current at any particular time to the initial corrosion

current. This representation is generally similar in shape to the experimental data observed.

The time it takes for the corrosion current to be reduced by 50% is approximately 8 years, or
70,080 hours. On average, the corrosion current data collected from this experiment shows
the time it takes for the corrosion current to be reduced 50% is approximately 1250 hours, or
0.14 years. In other words, the accelerated corrosion regime compressed the time to initiate
corrosion. If it is assumed that the relationship is similar in both cases (which may not be a
sound assumption), then an estimate of the amount of time compression can be made. In this
case, it could be estimated that 10 months of exposure in the laboratory has simulated 40 years
in the field. However, the measured response after power shutdowns indicates that the rate of
reduction can be artificially high in some cases. Therefore, the time compression ratio cannot

be conclusively established based on available data.
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Figure 33. Effect of Time on Corrosion Rate

5.1.5 Best Fit Curves

Best-fit curves were developed to remove the unrelated “noise” of the system (Figures 34-38)
using the first 6 months of data. All irregular data was deleted for the best-fit curve
calculations. The uncharacteristic data resulted from power surges in the system or when the
system was shut down to obtain halfcell readings. To determine the best-fit curve, it was
assumed that the response curve was essentially exponential. Therefore, the natural log of the
current was first calculated. The slope, y-intercept, and coefficient of correlation of the natural
log of the corrosion current versus time were determined. The following equation was

employed to derive the best-fit curve for each beam end:
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bt
y=ae [Eq. 5.1.5-1]

Where, ais the exponent of the y-intercept (mAmps), b is the slope, and t is the time (hours).
The coefficient of correlation was calculated for each curve. The coefficient of correlation
expresses the strength of the linear relationship between the two variables. Hence a value of 1
indicates that the t and In(y) are perfectly correlated. All curves possess a coefficient of
correlation of 90% or greater. Therefore, it can be concluded that a linear relationship exists
between the natural log of corrosion current and time, and the assumption of exponential

curve is generally valid.

All curves demonstrated a decrease in corrosion current over time. As stated earlier, the pre-
coated (west) end of beam 1 had a smaller corrosion current in comparison to the initially
untreated end. The untreated (west) end of beam 2 also demonstrates a much smaller
corrosion current that the other initially untreated (east) end of beam 2. Again, this is likely
due to issues encountered with the electrical system, and is not representative of the actual
corrosion damage occurring. The initially sealed (west) end of beam 3 had slightly less
corrosion current at the start of the experiment, but the currents began to converge with the
initially untreated (east) end of beam 3 at the end of the first phase of the exposure. This
seems to indicate that over 6-month exposure to an accelerated corrosion regime, the pre-

sealed end has slightly better effectiveness as applying no pretreatment.
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Both initially untreated ends of beam 4 have nearly the same behavior for the first 6 months,
which correlated with the fact that both ends were exposed to the same conditions. Both
curves for beam 5 are decreasing at a very similar rate. The end pretreated with the polymer
(resin) has a slightly less corrosion current in comparison to the end pretreated with the FRP
wrap. Since the data for beam 5 are so similar, it can be deduced that both treatments have

similar effectiveness at that time.

Figure 39 illustrates the combination of corrosion current versus time for all the beam-ends.
The “no treatment” end of beam 2 exhibits the lowest corrosion current over time. As
explained earlier, this is likely due to electrical connection problems with this particular end,
and is not representative of its true behavior in preventing corrosion. The next lowest curve is
the end of beam 1 pretreated with a coating. The end that exhibits the largest corrosion
current versus time is the end pretreated with the FRP wrap. However, all curves for each of
the beam-ends are clustered closely together. Therefore, based on the 6-month exposure data,
a conclusive assessment of the effectiveness of various treatments cannot be made.

5.1.6 Steel Loss

Steel loss was estimated from the corrosion currents using the following equation:

At
w, =—2 @ (t)dt ]
= o® [Eq. 5.1.6-1]

where At,, is the atomic mass of the metal, z is its valency, F is Faraday’s constant (96487

C/mol), dt the time frame, and I(t) is the best-fit curve extrapolated from the current
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measured. For reinforcing steel, which is primarily iron, the atomic mass is 55.85 g/mol and
the valency is 2. Table 31 lists the calculated steel loss for each beam end (see Appendix E for

calculations).

Table 31. Steel Loss

Beam End Steel Loss | % Steel Loss**
Beam 1: pre-coated 288 17
Beam 1: untreated (post-coated) 356 2.1
Beam 2: untreated 245* 1.4*
Beam 2: untreated (patched) 366 2.1
Beam 3: pre-sealed 402 2.3
Beam 3: untreated (post-sealed) 387 2.2
Beam 4: untreated (post-polymer) 388 2.3
Beam 4: untreated (post-FRP) 396 2.3
Beam 5: pre-polymer 394 2.3
Beam 5: pre-FRP 415 24

*Possibly affected by electrical problem.
**Based on strand mass only (assuming corrosion takes place on strands only). These percentages could be
reduced by applying a factor of 0.166 if the mass of the stirrups is considered.

The steel loss determined from the prior equation is calculated for the entire steel cage of the
beam. The steel loss of interest is localized in the beam end regions and cannot be isolated
from the loss over the entire reinforcing cage. Due to electrical problems, the value calculated
for the untreated end of beam 2 is believed not to be accurate. It can be concluded that the
pre-coated beam end (epoxy coated from Day 1) has experienced the least steel loss in
comparison to the other ends. Also, the end pretreated with the FRP system polymer has
experienced the highest steel loss. Not including the data from the “no treatment” end of
beam 2, the average steel loss was 377 grams with a standard deviation of 38 grams. Since, the
range of values is small, it cannot be conclusively determined which treatment provided the

most effective corrosion protection from this method of analysis.

115



5.1.7 Half-Cell Potential Data

Half-cell measurements using a copper-copper sulfate electrode were obtained for each beam
end. Half-cell measurements were taken approximately every month for the first exposure
cycle. A contour plot of the half-cell readings at the beginning and end of the first exposure
cycle as well as after 10 months of exposure are shown in Figures 42-58. As stated earlier,
half-cell readings were not obtained for the treated beam-ends because of lack of electrical

coupling in treated beams. The complete data and contour graphs are located in Appendix F.

Initial half-cell potentials were relatively uniform at all points measured. Whereas the half-cell
readings after the first exposure cycle vary depending on their location on the beam. The
values increase substantially as measurements neared the end of the beam. The highest
readings were located on the bottom flange near the edge of the beam. These readings are
consistent with the flow of the salt water down the end of the beam. The water normally
traveled down the front face of the beam, curved around the bottom flange and then was
collected in the trough system. Hence, the corrosion should be occurring in a similar location

as the path of the salt water.

According to Emmons [15], it is generally agreed that the half-cell potential measurements can

be interpreted as follows:

= Less negative than —0.20 volts indicates a 90% probability of no corrosion.

= Between —0.20 and -0.350 volts, corrosion activity is uncertain.
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= More negative than—0.35 volts is indicative of a greater than 90% certainty that corrosion

IS occurring.

Since the polarity of the experimental setup is reversed from the standard method, the values
obtained are in the positive range. According to Emmons [15] interpretation, after 6 months
of exposure to a corrosive environment, the half-cell readings for the end of beam 1 indicate
that corrosion is not occurring. The half-cell readings (at 6 months) for the ends of beam 2
and 4 indicate that it is inconclusive whether or not corrosion is occurring. However, the east
end of Beam 3 has some half-cell readings on the bottom flange outer corner that indicate
corrosion is occurring at these regions. The half-cell potential readings for beam ends 2A (no
treatment) and 2B (patched) after 18 months of exposure clearly show corrosion activity in the
beam-ends. Comparisons of Figure 45 with Figures 47 and 51, and Figure 46 with Figures 48

and 52 clearly show the progression of corrosion activities.

Half-cell potential readings were no longer taken on the surfaces treated after the first 6
months of exposure. The measurements were only taken on the non-treated beam-ends since
surface treatments provide a non-conductive barrier that renders the half-cell measurements
ineffective. The ends of beam 2 were the only remaining beam-ends that did not receive a
surface treatment. After 10 months of exposure, the patched (east) end yields a higher
potential in comparison to the untreated end. This trend is also observed at the end of 18
months. Figure 52 (patched end) shows a much larger area with half-cell potential readings of

over 400 compared to Figure 51 (untreated end).

Figures 40 and 41 illustrate the orientation of the half-cell contour graphs on the prestressed
beams, if directly facing the beam.
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Figure 42. Initial Half-Cell Readings Beam 1B — Southeast End (left), Northeast End (right)
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Figure 43. Half-Cell Readings Beam 1B(after 6 months) — Southeast End (left), Northeast End (right)

Figure 44. Half-Cell Readings Beam 1B(after 10 months) — Southeast End (left), Northeast End (right)

119



154

10

1] 10 n a0 40 1] 10 0 in 40

Figure 45. Initial Half-Cell Readings Beam 2A — Southwest End (left), Northwest End (right)
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Figure 46. Initial Half-Cell Readings Beam 2B — Southeast End (left), Northeast End (right)
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Figure 47. Half-Cell Readings Beam 2A(after 6 months) — Southwest End (left), Northwest End (right)
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Figure 48. Half-Cell Readings Beam 2B(after 6 months) — Southeast End (left), Northeast End (right)
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Figure 49. Half-Cell Readings Beam 2A(after 10 months) — Southwest End (left), Northwest End
(right)
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Figure 50. Half-Cell Readings Beam 2B(after 10 months) — Southeast End (left), Northeast End (right)
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Figure 51. Half-Cell Readings Beam 2A(after 18 months) — Southwest End (left), Northwest End

(right)
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Figure 52. Half-Cell Readings Beam 2B(after 18 months) — Southeast End (left), Northeast End (right)
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Figure 53. Initial Half-Cell Readings Beam 3B — Southeast End (left), Northeast End (right)

Figure 54. Half-Cell Readings Beam 3B(after 6 months) — Southeast End (left), Northeast End (right)
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Figure 55. Initial Half-Cell Readings Beam 4A — Southwest End (left), Northwest End (right)
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Figure 56. Initial Half-Cell Readings Beam 4B — Southeast End (left), Northeast End (right)
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Figure 57. Half-Cell Readings Beam 4A(after 6 months) — Southwest End (left), Northwest End (right)

Figure 58. Half-Cell Readings Beam 4B(after 6 months) — Southeast End (left), Northeast End (right)

5.1.8 Strain Data

Displacement measurements using a mechanical displacement-measuring device were obtained
for each beam end. Throughout the experiment, there were difficulties encountered keeping
the points attached to the concrete surface. The brass points routinely would become loose,

or become completely detached. Because of this, many of the ends do not have continuous
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data over the course of the experiment. There were also difficulties encountered obtaining
consistent readings with the measurement device. The tip of the device was conical, and hence
the measurements could vary depending on the angle the device was placed into the point.
Since many of the metal points were located in the path of the salt water, overtime they

softened, with many corroding (see Figure 59).

Figure 59. Measurement Points

Due to the softening of the metal, some of the “dimples” or depressions in the center of the
points became warped. Hence, the readings would vary depending on where in the “dimple”
the tip of the measuring device was placed. It was decided to not consider the gathered strain

measurements due to the inconsistencies and inaccuracies of the data.

5.2 BEAM CONDITION OBSERVATIONS

5.2.1 Beam 1

Phase | —-Beam 1

An epoxy coating was applied to the west end 1A (pre-coated) of beam 1 prior to the first
accelerated corrosion cycle. The east end, 1B, remained untreated for the first exposure cycle.

After 6 months, the untreated end (1B) was treated with the same epoxy coating applied to the
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west end (1A) initially. Figure 60 illustrates the condition of 1A (pre-coated end) after 6
months of exposure. Figure 61 illustrates the condition of the southwest and northwest faces.
Figure 62 illustrates the condition of the east end 1B after 6 months of exposure. Figure 63

illustrates the condition of the southeast and northeast faces.

Figure 60. Beam 1: West (pre-coated) Beam-End 1A (after 6 months)
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Figure 62. Beam End 1B: East Beam-End, initially untreated (after 6 months)
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Figure 63. Beam End 1B: Northeast Face (left), Southeast Face (right) (after 6 months)

At the completion of the first exposure cycle the beam-ends had heavy salt residue along the
front faces and on some portions of the bottom flanges. Rust stains were also evident along
the path of the salt water. No major spalling or cracking was observed. Some flaking of
concrete was observed at the corners of the beam. In addition, corrosion products were

observed on the exposed tendon ends, and were found to increase in amount over the course

of the exposure.

Phase Il - Beam 1

After 6 months of exposure, both beam-ends were cleaned to remove salt residue and rust

products from the face of the beam. Then, a 2-foot section of the east end (1B) surface was
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ground and thoroughly washed to remove all debris. The surface preparation and surface
treatment application information was detailed in section 4.8. The east end (1B) was then
treated with the epoxy coating. Figure 64 illustrates the condition of the west end (1A) after 18
months of exposure. Figure 65 illustrates the condition of the southwest side at the west end
1A. Figure 66 illustrates the condition of the east end face and southeast side of 1B (post-
coated) after 18 months of exposure. Since the first 6-month exposure cycle did not result in
the concrete spalling or significant tendon corrosion (section 5.1.4), the configuration of the
saltwater dispersion system was altered slightly to increase the likelihood of corrosion after the
second 6-month cycle. Pipes (1 foot long) were added along the north and south sides of each
beam end to allow salt water to flow along the side face of the beams. The altered salt-water
distribution setup was able to disperse water to both the sides and face of the beams. In
addition, due to the new setup all of the beams were exposed to more water at a slightly faster

flow rate.

Figure 64. Beam End 1A: West End (pre-epoxy coated)(after 18 months)

131



Figure 66. Beam 1. East End 1B (untreated, post-coated) (after 18 months)
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5.2.2 Beam 2

Phase 1 - Beam 2

Both the west (2A) and east (2B) ends remained untreated for the first exposure cycle. After 6
months of exposure, portions of concrete were removed from the east end to facilitate
installation of a patch repair. Figure 67 illustrates the condition of the west (untreated end 2A)
after 6 months of exposure. Figure 68 illustrates the condition of the southwest face. Figure
69 illustrates the condition of the east (untreated end) after 6 months of exposure. Figure 70

illustrates the condition of the southeast and northeast faces.

Figure 67. Beam End 2A: West End (untreated)(After 6 months)
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Figure 68. Beam End 2A: Northwest Face (left)(After 6 months)

Figure 69. Beam End 2B: East Face (untreated, patched)(After 6 months)
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Figure 70. Beam End 2B: Northeast Face (left), Southeast Face (right)(After 6 months)

At completion of the first exposure cycle the beams-ends had heavy salt residue along the
front faces and on some portions of the bottom flanges. Rust stains were also evident along
the path of the salt water. No major spalling or cracking was observed. Some flaking of
concrete was observed at the corners or edges of the beam. In addition, corrosion products
were observed on the exposed tendon ends, and were found to increase in amount over the

course of the exposure.

Phase Il —Beam 2

After 6 months of exposure, both ends were cleaned to remove salt residue and rust products
from the surface of the beam. Since 6 months of exposure did not result in the spalling of
concrete, an 18-inch long concrete region of the east end was removed with a chipping

hammer for installation of the patch repair (see Figure 71).
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Figure 71. Beam Section Removed for Patch Repair

Figure 72 shows a close-up view of one of the strands. Corrosion products were observed
mainly at the end regions of the strands. The build-up of corrosion products was seen to
decrease as the distance from the edge of the end increased. The amount of corrosion was less
than the researchers had expected. It was determined to change the configuration of the salt-

water exposure to facilitate greater exposure on the sides of the beam to salt water.

Figure 72. Close-up View of Tendon from Dissected Beam End
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Section 4.8 details the surface preparation and application methods used for the installation of
the patch repair. Figure 73 shows the region after application of the bonding agent and after
the patch repair material had been placed. The material was installed by a trowel, and pieces of
lumber were used to shape the patched region. The region was allowed to cure according to

the manufacturer’s recommendation before it was re-exposed to the corrosive environment.

Figure 73. Application of Bonding Agent (left) and Patch Material (right)

Figure 74 illustrates the condition of the west (untreated) after 10 months of exposure. Figure

75 illustrates the condition of the southwest and northwest faces after 18 months of exposure.
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Figure 74. Beam End 2A: West End (untreated) (After 10 months)

Figure 75. Beam End 2A: Southwest Face (left), Northwest Face (right) (After 18 months)

Figures 76 and 77 illustrate the condition of the southeast and northeast faces (patched) after

18 months of exposure.
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Figure 77. Beam End 2B: Closer views (After 18 months)

After 10 months of corrosion exposure, the beam-ends of beam 2 were experiencing
significant rust staining and salt residue. No spalling or major cracking was observed on the
untreated (west) end. However, since the end was covered heavily in salt deposits, it was
difficult to observe whether or not small hairline cracks were occurring. The patched (east)
end experienced no major spalling, but cracks were observed in the patched region of the

beam. Also, a vertical crack running the full height of the center section of the southeast end
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approximately 3 inches from the edge was observed. Increased corrosion products were

observed at all exposed steel tendon ends.

At the conclusion of testing (after 18 months of exposure), both ends of beam 2 had
developed extensive cracking and corrosion stains were evident. All crack maps are shown in

section 5.3 of this report.

5.2.3Beam 3

Phase | - Beam 3

A sealer was applied to the west end (pre-sealed) of beam 3 prior to the first accelerated
corrosion cycle. The east end remained untreated (post-sealed) for the first exposure cycle.
After 6 months, the untreated end was treated with the same sealer applied to the west end
initially. Figure 78 illustrates the condition of the west end 3A (pre-sealed) after 6 months of
exposure. Figure 79 illustrates the condition of the southwest and northwest faces. Figure 80
illustrates the condition of the east end 3B (untreated post-sealed) after 6 months of exposure.

Figure 81 illustrates the condition of the southeast and northeast faces.
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Figure 79. Beam End 3A: Southwest Face (left), Northwest Face (right)(6 months)
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Figure 81. Beam End 3B: Northeast Face (left), Southeast Face (right)(After 6 months)

At the completion of the first exposure cycle the beam-ends had heavy salt residue along the

front faces and on some portions of the bottom flanges. Rust stains were also evident along
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the path of the salt water. No major spalling or cracking was observed during the first six
months of exposure. Some flaking of concrete was observed at the corners of the beam. In
addition, corrosion products were observed on the exposed tendon ends, and were found to

increase in amount over the course of the exposure.

Phase Il —Beam 3

After 6 months of exposure, both beam-ends were cleaned to remove salt residue and rust
products from the face of the beam. Then, a 2-foot section of the east end surface was ground
and thoroughly washed to remove all debris. The surface preparation and surface treatment
application information was detailed in section 4.8. The east end of beam 3 was then treated
with the silane penetrating sealer. Figure 82 illustrates the condition of the west (pre-sealed
end) after 10 months of exposure. Figure 83 illustrates the condition of the end face of 3A
after 18 months of exposure. Figure 84 shows the condition of southwest face of beam end

3A. Figure 85 and 86 illustrate the condition of the beam end 3B (post-sealed) after 18 month.

Figure 82. Beam End 3A: West End (pre-sealed) (After 10 months)

143



Figure 83. Beam End 3A: West End (pre-sealed)(After 18 months)

Figure 84. Beam End 3A: Southwest Face (After 18 months)
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Figure 86. Beam End 3B: Northeast Face (left), Southeast Face (right) (After 18 months)

After approximately 10 months of exposure, the ends of beam 3 were experiencing significant
rust staining and salt residue deposits. No spalling was observed on either of the beam-ends at
that time. However, since the ends were covered heavily in salt deposits, it was difficult to

observe whether or not small hairline cracks were occurring. Several cracks were observed on
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the post-sealed (east) end of the beam. A large horizontal crack on the northeast bottom
flange, about 10 inches in length, was observed. Also, a vertical crack on the bottom flange of

the east face was observed.

At the conclusion of testing (after 18 months of exposure), both ends of beam 3 had
developed extensive cracking and corrosion stains were evident. All crack maps are shown in

section 5.3 of this report.

5.2.4Beam 4

Phase | -Beam 4

Both the west and east ends remained untreated for the first exposure cycle. After 6 months
of exposure, the FRP system was applied to the east end and the polymer (resin) was applied
to the west end of the beam. Figure 87 illustrates the condition of the west (untreated end)
after 6 months of exposure. Figure 88 illustrates the condition of the southwest and northwest
faces. Figure 89 illustrates the condition of the east (untreated end) after 6 months of

exposure. Figure 90 illustrates the condition of the southeast and northeast faces.
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Figure 88. Beam End 4A: Southwest Face (left), Northwest Face (right)(After 6 months)
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Figure 90. Beam End 4B: Northeast Face (left), Southeast Face (right)(After 6 months)

At completion of the first exposure cycle the beams-ends had heavy salt residue along the

front faces and on some portions of the bottom flanges. Rust stains were also evident along

148



the path of the salt water. No major spalling or cracking was observed. Some flaking of
concrete was observed at the corners or edges of the beam. In addition, corrosion products
were observed on the exposed tendon ends, and were found to increase in amount over the

course of the exposure.

Phase Il —Beam 4

After 6 months of exposure, both beam-ends were cleaned to remove salt residue and rust
products from the face of the beam. Then, a 2-foot section of both end surfaces were ground
and thoroughly washed to remove all debris. The surface preparation and surface treatment
application information was detailed in section 4.8. The east end was then treated with the
FRP system and the west end was treated with the polymer (resin). Figure 91 illustrates the
condition of the west end 4A after 10 months of exposure. Figure 92 illustrates the condition
of the west end 4A after 18 months of exposure. Figure 93 illustrates the condition of the east

end 4B (post FRP) after 18 months of exposure.

Figure 91. Beam End 4A: West End (untreated, post-polymer) (After 10 months)
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Figure 93. Beam End 4B: Northeast (untreated, post-FRP) (left), Southeast (right) (18 months)

No spalling or major cracking was observed on either of the beam-ends at the end of 18

months of exposure.
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5.2.5Beam5

Phase | —-Beam 5

A polymer (resin) was applied to the west end 5A (pre-polymer) of beam 5 prior to the first
accelerated corrosion cycle. In addition, the FRP system was applied to the east end 5B (pre-
FRP) of beam 5 before the first exposure cycle. Figure 94 illustrates the condition of the west
end 5A (pre-polymer end) after 6 months of exposure. Figure 95 illustrates the condition of
the southwest and northwest faces. Figure 96 illustrates the condition of the east end 5B
(post-FRP end) after 6 months of exposure. Figure 97 illustrates the condition of the

southeast and northeast faces.

Figure 94. Beam End 5A: West End (pre-polymer)(After 6 months)
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Figure 96. Beam End 5B: East Face (pre-FRP)(After 6 months)
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Figure 97. Beam End 5B: Northeast Face (left), Southeast Face (right)(After 6 months)

No major spalling or cracking was observed at the end of 6 months of exposure.

Phase Il -Beam5

After 6 months of exposure, both beam-ends were cleaned to remove salt residue and rust
products from the face of the beam. No additional actions were taken for both beam-ends.
Figure 98 illustrates the condition of the west (pre -polymer end) after 10 months of exposure.
Figure 99 illustrates the condition of the southwest and northwest faces of beam 5 after 18
months of exposure. Figure 100 illustrates the condition of the southeast and northeast (pre-

FRP) faces after 18 months of exposure.
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Figure 98. Beam End 5A: West End (pre-polymer) (After 10 months)
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Figure 99. Beam End 5A: Southwest Face (left), Northwest Face (right) (18 months)
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Figure 100. Beam End 5B: Northeast Face (pre-FRP) (left), Southeast Face (right) (18 months)

After 18 months of exposure, no spalling or major cracking was observed on either of the

beam-ends. Crack maps for all beams are shown in section 5.3.

5.3 CRACK MAPS

5.3.1 Beam 1

Crack maps for all beam-ends were obtained at the completion of the first 6 months of
exposure and at the conclusion of all tests (18 months). Figures 101 and 102 illustrate the
crack maps for the west (1A, pre-coated) and east (1B, untreated, post-coated) ends. The
crack widths on the west face varied from 0.005 to 0.010 inches. The northwest face crack
width was 0.005 inches and the southwest face crack width was 0.010 inches. The crack width
on the east face was measured to be equal to 0.005 inches. No cracks were observed on the

northeast and southeast faces.
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Figure 101. Beam End 1A: West End (top), Southwest (left), Northwest (right) (6 months)
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Figure 102. Beam End 1B: East End (top), Southeast Face (left), Northeast Face (right) (6

months)

Figures 103 and 104 show crack maps for the 1A and 1B ends at the conclusion of testing (18
month). There is only a slight progression of cracking on the northwest side of 1A from 6
months of exposure to 18 months. However, the 1B end did develop extensive new cracks at
the end of the 18-month exposure period. This is expected as 1B was subjected to 6 months of

unprotected exposure to saltwater before application of epoxy coating.
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Figure 103. Beam End 1A: West End (top), Southwest (left), Northwest (right) (18 months)
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Figure 104. Beam End 1B: East End (top), Southeast (left), Northeast (right) (18 months)

5.3.2 Beam 2

Crack maps for both beam-ends were obtained at the completion of the first 6 months of
exposure and at the conclusion of all tests. Figures 105 and 106 illustrate the crack maps for
the west end 2A (untreated) and east end 2B (untreated, patched) at the end of 6 months of
exposure. The crack widths on the west face varied from 0.003 to 0.005 inches. The
northwest face crack width was 0.002 inches and the southwest face crack width was 0.002
inches. The crack widths on the east face ranged between 0.002 and 0.003 inches. The

southeast crack widths were between 0.002 and 0.003 inches. No cracks were observed on the
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northeast face. Crack maps after 18 months of exposure for beam ends 1A and 1B are shown

in figures 107 and 108, respectively.
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Figure 105. Beam End 2A: West End (top), Southwest (left), Northwest (right)(6 months)
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Figure 106. Beam End 2B: East End (top), Southeast (left), Northeast (right) (6 months)
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Figure 107. Beam End 2A: West End (top), Southwest (left), Northwest (right)(18 months)
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Figure 108. Beam End 2B: East End (top), Southeast (left), Northeast (right)(18 months)

It is clear that cracking grew between 6 and 18 months, especially for beam end 2B (patched

end). The cracks between strands indicate the onset of spalling. The crack sizes are also large.

5.3.3Beam3

Crack maps for both beam-ends were obtained at the completion of the first 6 months of
exposure and the conclusion of all tests. Figures 109 and 110 illustrate the crack maps for the
west end 3A (pre-sealed) and east end 3B (untreated, post-sealed). After 6 months, the crack
widths on the west face varied from 0.003 to 0.005 inches. The northwest face crack widths

ranged between 0.003 and 0.010 inches and the southwest face crack widths were between
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0.002 and 0.020 inches. The crack widths on the east face ranged between 0.002 and 0.010
inches. The northeast crack widths were between 0.002 and 0.005 inches. No cracks were
observed on the southeast face after 6 months of exposure. Figure 111 and 112 show crack
maps after 18 months of exposure for 3A and 3B, respectively. Again, crack growth was

clearly evident in both beam-ends.
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Figure 109. Beam End 3A: West End (top), Southwest (left), Northwest (right) (6 months)
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Figure 110. Beam End 3B: East End (top), Southeast (left), Northeast (right) (6 months)
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Figure 111. Beam End 3A: West End (top), Southwest (left), Northwest (right) (18 months)
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Figure 112. Beam End 3B: East End (top), Southeast (left), Northeast (right) (18 months)

5.3.4Beam 4

Crack maps for both beam-ends were obtained at the completion of the first 6 months of
exposure and at the conclusion of all tests. Figures 113 and 114 illustrate the crack maps for
the west end 4A (untreated, post-polymer) and east end 4B (untreated, post-FRP). The crack
widths on the west face varied from 0.003 to 0.009 inches. The northwest face crack width
was 0.002 inches and the southwest face crack width was 0.005 inches. The crack widths on
the east face ranged between 0.002 and 0.003 inches. The northeast crack width was 0.003

inches. No cracks were observed on the southeast face after 6 months of exposure.
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Figures 115 and 116 show crack maps after 18 months of exposure for the 4A and 4B beam

ends, respectively. Additional cracking developed at the end face of 4A from 6 months to 18

months.
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Figure 113. Beam End 4A: West (top), Southwest (left), Northwest (right) (6 months)
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Figure 114. Beam End 4B: East (top), Southeast (left), Northeast (right) (6 months)
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Figure 115. Beam End 4A: West (top), Southwest (left), Northwest (right) (18 months)
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Figure 116. Beam End 4B: East (top), Southeast (left), Northeast (right) (18 months)

5.3.5Beam5

Both ends of beam 5 were coated with polymer resin (5A) or FRP wrap (5B) from the first
day. Cracking was not observed in 5A, and was not detectable because of FRP wrap in 5B.

Therefore crack mapping is not shown here.
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5.3.6 Comparison of Crack Map Results

To compare various crap maps together, a rating scale of 1 to 8 was utilized with 1
representing least (almost no) cracking, and 8 representing the most extensive cracking
observed. The range 1 to 8 was selected because the other comparative scale utilized for
corrosion comparisons (the PCI reference method discussed in next section of this report) also
usesal to 8 numerical scale. Table 32 shows the rating numbers given to various beam-ends
at the conclusion of all tests (after 18 months of exposure). The shaded rows in Table 32

indicate treatment after 6 months of exposure.

Table 32. Numerical Rating* of Extent of Cracking Observed After 18 Months of Exposure

BeamEnd Description Rating
1A Epoxy Coated From Day 1 2
1B Epoxy Coated After 6 Months of Exposure 4
2A No Treatment Applied 6
2B Patch Repair After 6 Months of Exposure 7
3A Silane Sealer Applied from Day 1 5
3B Silane Sealer Applied After 6 Months of Exposure 8
4A Polymer Resin Coating Applied After 6 Months of Exposure 3
4B FRP Wrap Applied After 6 Months of Exposure 1
5A Polymer Resin Coating Applied From Day 1 1
5B FRP Wrap Applied From Day 1 1

*Rating is based on 1 —8 scale, 1 indicating least cracking, 8 most extensive cracking
Shaded rows indicate beam-ends that were treated after 6 months of exposure

It is clear from Table 32 that among beam-ends treated from the first day of exposure, beam-
ends 5B, 5A, 1A, 3A, and 2A were ranked from best to worst. The FRP wrap and polymer
resin coatings applied from Day 1 provided better performance as far as extent of cracking is
concerned. For beam-ends treated after 6 months of exposure, the least to most extensive
cracks were observed in 4B, 4A, 1B, 2B and 3B. Again, FRP wraps and polymer resin coating

performed the best in this case.
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5.4 DISSECTION OF BEAM ENDS

At the conclusion of 18 months of exposure to accelerated corrosion environment, all beam-
ends were partially dissected to closely examine the condition of strands in the bottom flanges.
Concrete in the southern half of bottom flanges in all beam-ends was removed using a
jackhammer. Two strands were removed from each dissected beam-end. These strands
represented the worst condition, with respect to corrosion, observed along the sloping /
vertical sides of the flange and along the bottom layer of strands in the exposed area. One
strand was removed from the sloping area and the other from the exposed bottom layer of
strands. The corrosion conditions of the removed strands were categorized based on a visual
ranking proposed by Sason in a PCI Journal paper [55]. In the PCI method, the surface
condition of strands is compared against a set of pictures of strands with various corrosion
states. Based on this comparison, a numerical rating from 1 to 8 (1 best, 8 worst) is given to

each strand sample removed.

Figures 117 thru 128 show the condition of strands after dissection for all beam-ends. A
numerical rating of bottom strand samples based on the PCI reference [55] are given in Table
33. Among the beam-ends treated from the first day, the FRP wrap and polymer resin coating
were rated the best. For beam-ends treated after 6 months of exposure, the Silane sealer and

polymer resin coating were judged the best with respect to strand corrosion.
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Table 33. Numerical Rating* of the Extent of Corrosion Observed on Strands After 18

Months of Exposure

Beam Description Side | Bottom Ave.

End Strand | Strand | Rating
1A | Epoxy Coated From Day 1 2 4 3
1B | Epoxy Coated After 6 Months of Exposure 7 7 7
2A | No Treatment Applied 4 7 55
2B | Patch Repair After 6 Months of Exposure 8 8 8
3A | Silane Sealer Applied from Day 1 2 5 35
3B | Silane Sealer Applied After 6 Months of Exposure 5 6 55
4A | Polymer Resin Coating Applied After 6 Months Exp. 6 6 6
4B | FRP Wrap Applied After 6 Months of Exposure 7 7 7
5A | Polymer Resin Coating Applied From Day 1 2 2 2
5B | FRP Wrap Applied From Day 1 1 3 2

*Rating is based on 1 —8 scale, 1 indicating least corrosion, 8 most extensive corrosion

Shaded rows indicate beam-ends that were treated after 6 months of exposure
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Figure 117. Beam End 1A — Treated With Epoxy Coating From Day 1
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Figure 118. Beam End 1B — Treated With Epoxy Coating After 6 Months of Exposure
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Figure 119. Beam End 2A — Not Treated At All
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Figure 120. Beam End 2B — Patch Repair After 6 Months of Exposure
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Figure 121. Beam End 3A — Treated With Silane Sealer From Day 1
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Figure 122. Beam End 3B — Treated With Silane Sealer After 6 Months of Exposure
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Figure 123. Beam End 4A — Treated With Polymer Resin Coating After 6 Months of

Exposure
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Figure 124. Beam End 4B — Treated With FRP Wrap After 6 Months of Exposure
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Figure 125. Beam End 5A — Treated With Polymer Resin Coating From Day 1
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Figure 126. Beam End 5B — Treated With FRP Wrap From Day 1
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Figure 127. Comparison of Strands with Respect to Corrosion
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Figure 128. Comparison of Strands with Respect to Corrosion
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5.5 ASSESSMENT OF RESULTS

To compare the performance of various beam-ends, it was decided to select three performance
indicators: chloride intrusion, extent of cracking, and extent of corrosion. All these three
parameters were previously given a numerical rating of 1 (best) to 8 (worst). The ratings given
were based on visual observations, except for the chloride levels, which were based on actual
chloride measurements. The corrosion ratings were based Sason’s rating system published in
PCI Journal [55]. Table 34 lists all numerical ratings (from Tables 30, 32, and 33) and the sum
of the three ratings for each beam-end, suggesting that the three indicators were given equal
weight in the final summation. The decision to give equal weight to the three indicators was a
subjective yet rational choice based on the fact that corrosion of the strand could occur due to
chlorides and moisture reaching strands from two sources: (1) diffusion through concrete

surface, and (2) entry thru interstitial spaces in between wires at the cut end of strand.

It is clear that among all beam-ends including those that were treated from the first day, the
polymer resin coatings and the FRP wraps provided the smallest overall rating number (i.e. the
best overall condition). The patch repair had the largest overall rating number (23), which
indicated that the repair was not effective in its intended function. Among the beam-ends that
were treated after 6 months of exposure, the FRP wrap had the best overall rating, followed
closely by the polymer resin coating and epoxy coating. It is clear that protecting the beam-
ends from day 1 is by far the best long-term approach. The untreated beam-end (2A) showed
performance comparable to those of treated beam-ends after 6 months of exposure (except

the patch repairs). As explained earlier, this is likely due to a noted electrical problem in this
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beam-end where loose connections may have moderated the effect of the accelerated

COrrosion process.

Considering that the cost and effort involved in installing FRP wraps, especially in existing

structures, far exceed those of the polymer resin or epoxy coatings, it is recommended that

polymer resin coatings or epoxy coatings be used instead.

Table 34. Comparison of various Beam-End Numerical Ratings and Overall Ratings*

Beam _ . . . Overall
End Description Chlorides | Cracking | Corrosion Rating
1A | Epoxy Coated From Day 1 1 2 3 6
1B Epoxy Coated After 6 Months of 95 4 7 135
Exposure
2A | No Treatment Applied 2 6 55 13.5
Patch Repair After 6 Months of
22 Exposure . ! . e
3A | Silane Sealer Applied from Day 1 1 5 35 9.5
Silane Sealer Applied After 6 Months
3B of Exposure 2 8 55 155
Polymer Resin Coating Applied
A After 6 Months Exp. = 2 ¢ ==
4B FRP Wrap Applied After 6 Months 95 1 2 105
of Exposure
Polymer Resin Coating Applied
oA From Day 1 . . 2 4
5B | FRP Wrap Applied From Day 1 15 1 2 4.5

*Individual criterion ratings were based on 1 —8 scale, 1 indicating best effect, 8 indicating
worst effect. The overall ranking was based on a scale of 3 to 24 with 3 indicating the best

condition and 24 indicating the worst condition.

Shaded rows indicate beam-ends that were treated after 6 months of exposure
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Chapter 6

PROPOSED FIELD EVALUATIONS

6.1 FIELD EVALUATION PLAN

Itis suggested that the treatment methods that were determined to be effective in this
laboratory study be also evaluated on actual bridges in the field as part of a future study. Itis
proposed that the Wisconsin Department of Transportation identify a total of 10 to 15
candidate bridges for field demonstrations. Ideal candidates would consist of at least two to
four pairs of new prestressed girder bridges. Each pair should be similar (preferably identical)
and constructed in relative proximity to each other or on the same highway. Planning and
allowance should be made in the contract drawings for localized surface treatments of the
beam-ends (the last 2 ft) in one bridge in each pair using polymer resin coating or epoxy
coating. These treatments should be applied before placement on the pads in the field so that
all exposed surfaces within the coverage area are coated. The untreated bridges would serve as
control bridges. The aesthetic issues involved in applications of coatings should be addressed,
especially when the girders would be visible to the public from under the bridge. As a
minimum, the color of the coating should be as close as possible to the untreated concrete. It
is also possible to apply the treatment in a slightly larger area to provide a decorative pattern

(perhaps an arch pattern) on the two exterior girder faces.

It is proposed that measurements be taken at yearly intervals. Such monitoring would include
half-cell potential measurements and visual condition surveys (cracking, spalling, etc.). Since

half-cell potential measurements cannot be performed over the coatings, it is suggested that a
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small, untreated opening (circular) be planned in the treatment area to allow half-cell
measurements. The opening can have a cover to prevent chloride and moisture penetrations.
However, steps must be taken to ensure that the opening does not affect or compromise the

performance of coating.

In addition to the proposed treatments on new structures, it is also proposed that at least three
pairs of existing bridges be identified as candidate bridges for evaluation of treatment
applications on existing bridges. Each pair should be similar (preferably identical) and
constructed in relative proximity to each other or on the same highway. It is recommended
that these bridges be less than 15-20 years old to limit the pre-existing corrosion and chlorides
in the beam-ends. The polymer resin coating or epoxy coating should be applied to the
exposed areas of all beam-end in half of these bridges. Yearly half-cell measurements and
surveys similar to those proposed for new bridges should be implemented. It is suggested that

all these bridges be monitored for a time period of at least 5 to 10 years.
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Chapter 7

SUMMARY, CONCLUSIONS, AND RECOMMENDATIONS

7.1 SUMMARY AND CONCLUSIONS

The primary objectives of this research were: (1) to collect and synthesize information on
repair and rehabilitation methods for concrete bridges (2) to evaluate the effectiveness of
preventative and corrective methods to address deterioration of prestressed bridge beam-ends
and (3) to initiate development of an expert system software program to assist in the

assessment, diagnosis, and repair of concrete bridges.

A thorough understanding of the state-of-the-art in the field of rehabilitation of concrete
bridges, especially in northern climates, was considered crucial for the success of this effort.
Therefore, a comprehensive review of available literature in relevant subject areas was
performed. On-line sources of information, as well as conventional search databases were
utilized. An extensive literature database was developed using Microsoft Access. Over 570
papers were cataloged, and include such searchable information as the title, publisher, author,
and date. The database also includes the abstracts or summaries of many of the papers. The

user can search the database by performing a keyword, title, or author query.

The following general conclusions can be drawn regarding the repair methods for concrete
bridges based on the results of the literature review. A detailed discussion on each subject is
given in chapter 2. Surface treatments, while reasonably effective over the short-term, have

demonstrated limited effectiveness over the long term, unless they are applied prior to chloride
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contamination. Cathodic protection, while effective, is not commonly employed due to the
high component and maintenance costs as well as the complexity of the method. In addition,
due to the possibility of hydrogen embrittlement, cathodic protection of prestressed concrete
beams is generally not recommended. Research studies have established the effectiveness of

FRP composites to prevent and mitigate corrosion-damage in concrete columns.

An initial version of an expert system computer program, Concrete Bridge Assessment and
Rehabilitation (ConBAR), was developed to assist in the diagnosis of concrete bridge
deterioration problems and to identify repair, rehabilitation, or preventative maintenance
options. This program includes a user-friendly interface that obtains relevant information on
the subject bridge through a series of questions, and provides suggestions and
recommendations to the user. The depth and variety of questions that ConBAR asks the user
before making recommendations far exceed the scope of previous attempts at developing such
expert system tools for concrete bridges. This necessitates a very large set of expert rules
(based on combinations of possible answers) that must be incorporated into the program. This
program currently includes the complete infrastructure required as well as a limited number of
expert rules, which must be expanded and enhanced in future developments of this program.
It is important to emphasize that the tools developed are intended and expected to assist and

facilitate the work of experienced maintenance personnel, and not to replace it.

ConBAR addresses cracking, surface defects (such as honeycombing and blistering), spalling,
corrosion, vehicle impact damage, alkali silica reactivity (ASR), and chemical exposure. The
system also considers exposure conditions, previous repairs, bridge age, inspection information

and other factors. The knowledge base includes: (1) facts and rules of thumb, (2) visual
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information such as photographs and drawings, (3) access to a rehabilitation literature database
and (3) descriptive statements. ConBAR provides a number of possible solutions along with
their pros and cons, a suggestion, or a hypothesis. Recommendations for additional tests or

sources of information are supplied to confirm or refute the hypothesis.

Based on the results of the literature review, a test plan and repair concept were submitted and
approved by the Project Oversight Committee, appointed by the project’s sponsor, the
Wisconsin Department of Transportation (WisDOT). The work plan included performing
laboratory tests on five new 8&foot long prestressed concrete bridge I-beams to address
corrosion-damage and subsequent repair of beams ends due to chloride-laden water infiltrating
through faulty expansion joints. The beam-ends were subjected to wet/dry cycles of salt laden
water to accelerate the corrosion process. In addition to the salt-water exposure, the beam-
ends were subjected to an impressed electric current to assist in accelerated corrosion. Two
“cathode” bars were placed in the beam and the entire reinforcement system (strands and bars)
was made anodic. This created a “reverse cathodic protection” system, thus accelerating the
penetration of chloride ions and the initiation of steel corrosion. Some end regions were
pretreated with a sealer, epoxy coating, polymer (resin), or fiber-reinforced polymer (FRP)
composite wrap to assess their effectiveness in protecting the beam when subjected to an

accelerated corrosive environment.

As was done initially, sealer, epoxy coating, polymer (resin), and FRP wrap treatments were
also applied to other previously untreated beam-ends after an initial exposure period of 6
months. In addition, one beam-end was patch repaired with no additional protection system

to compare its performance with other systems. After the repairs were completed and the
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surface treatments applied, the beam-ends were again subjected to an accelerated corrosion
regime. The overall exposure was extended from a period of 12 months to 18 months due to
limited progress in initiating widespread corrosion in the beam-ends. A number of test
parameters were measured during the monitoring period. The total accelerated corrosion

exposure period for all specimens was 18 months.

The chloride content of the beams was determined prior to exposing the specimens to the
accelerated corrosion environment, after the completion of 6 months of exposure, and after 18
months of exposure. The initial chloride content was measured in the middle area of one
beam specimen. The chloride content was determined to be higher than expected. The mix
water and aggregate sources used were then tested to identify the source of chlorides. It was
determined that aggregates were the likely source. However, it is not clear, with the current
level of testing, whether or not these chlorides are permanently bound within the aggregates.
Chloride samples following the first 6 months of the accelerated corrosion regime were also
taken at two locations on the bottom flange of the beam-end receiving the patch repair. The
measurements indicated relatively high chloride concentrations near the surface, with the
values decreasing with increasing distance from the surface. This is consistent with the
behavior of chloride ions migrating into the concrete.  The corrosion threshold was exceeded
at all depths measured (up to 1 inch from the concrete surface) at a distance of 2 inches from
the end of the beam. At the location of 6 inches from the face of the beam, the corrosion

threshold level was exceeded up to a depth of %z inch.

Chloride samples were also taken at all beam-ends at the conclusion of the entire 1 ¥%2-year

exposure prior to dissection. These measurements were made on samples taken in the middle
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of the sloping surface of the bottom flange at a distance of 2 inches from the back of the
beam. The highest chloride levels were observed in the beam-end with patch repairs. It
appears that the interface between the old and new concretes may have allowed accelerated
intrusion of chlorides deep into the patch and old concrete. The chloride contents for the
beam-ends that were treated with epoxy coating, polymer resin coating or FRP from the first
day clearly show significantly lower chloride contents than other specimens. The beam-end
treated with Silane sealer from the first day had far less chlorides than the untreated beams (or
beams treated after 6 months). However, the chloride levels for this beam-end were higher
than the corresponding beams treated with epoxy coating, polymer resin coating or FRP from
Day 1. The specimens that were treated after 6 months show high levels of chlorides, but they
are less than the beam with patch repair. Among the beam-ends that were treated after 6

months of exposure, the Silane sealer and the epoxy coatings had the least chloride contents.

A regulated voltage of 9V was applied continuously over the course of the exposure cycles to
facilitate the corrosion process and speed the intrusion of chlorides. The corrosion currents
versus time data for each of the beams were collected and recorded with a data acquisition
system. All corrosion currents exhibit a decrease in value with time. This reduction is
commonly observed in such experiments, and is due in part to the fact that corrosion products
increase the resistance at the surface of strands. The cumulative area under the corrosion
current versus time graph is indicative of the amount of steel loss due to corrosion. However,
after careful examination of all results, it became clear that corrosion rate measurements were
not an effective method for overall corrosion assessments in the localized beam-end areas.

This may have been due to the fact that the measured corrosion rates were an indication of
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overall corrosion in the overall reinforcement system rather than the localized effect in the

beam-ends.

In addition, periodically, half-cell potential readings were obtained. The half-cell
measurements were only taken on the non-treated beam-ends since surface treatments provide
a non-conductive barrier that renders the half-cell measurements ineffective. Expansion
measurements were also periodically taken at each beam-end. However, due to problems
encountered with the metal points corroding, the accuracy of the measuring device, and issues
with keeping the points attached to the concrete surface, it was determined that the readings
were inconsistent and not representative of accurate strain measurements. The specimens
were also visually monitored for cracking and spalling. Detailed crack maps were sketched at

the end of the first 6-month corrosion exposure cycle, and at the conclusion of all tests.

Half-cell measurements using a copper-copper sulfate electrode were obtained for each beam
end. Initial half-cell potentials were relatively uniform at all points measured. Whereas the
half-cell readings after the first exposure cycle varied, depending on their location on the beam.
As expected, the values increased substantially as measurements neared the end of the beam.
The highest readings were located on the bottom flange near the edge of the beam. These
readings were consistent with the flow of the salt water down the end of the beam, which

normally coincides with corrosion regions.

After six months of exposure to a corrosive environment, the half-cell readings for the
untreated beam-end (opposite of the initially epoxy coated end) indicated that corrosion was
not occurring. The half-cell readings for the four ends of the two initially untreated beams

indicated that it was inconclusive whether or not corrosion was occurring. However, the
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untreated beam-end (opposite of the initially sealed end) possessed some half-cell readings on
the bottom flange outer corner that indicated that there was 90% likelihood that corrosion was

occurring at these regions.

After 10 months of exposure, the patched beam-end yielded a higher potential in comparison
to the untreated end. The half-cell readings for the patched end were large enough to fall into
the category that, with 90% probability, corrosion was likely occurring. Whereas the readings
for the untreated end indicated that it could not be determined whether or not corrosion was
occurring. It was concluded that, the higher potential indicated that the likelihood of
corrosion occurring in the patched end is greater than in the untreated end. The half-cell
potential readings for beam ends 2A (no treatment) and 2B (patched) after 18 months of

exposure clearly showed corrosion activity in the beam-ends.

At the completion of the first exposure cycle all beam-ends had heavy salt residue along the
front faces and on some portions of the bottom flanges. Rust stains were also evident along
the path of the salt water. No major spalling or cracking was observed at that time. Some
flaking of concrete was observed at the corners of the beam. In addition, corrosion products
were observed on the exposed tendon ends, and were found to increase in amount over the
course of the exposure. Since the first 6-month exposure cycle did not result in the concrete
spalling or significant tendon corrosion, the configuration of the saltwater dispersion system
was altered slightly to increase the likelihood of corrosion. The altered salt-water distribution
setup was able to disperse water to both the sides and face of the beams. An 18-inch long
concrete region of one of the untreated beam-ends was removed with a chipping hammer to

facilitate installation of the patch repair Corrosion products were observed mainly at the end
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regions of the tendons. The build-up of corrosion products was seen to decrease as the

distance from the edge of the end increased.

At the end of the 18-month exposure period, the beams were experiencing significant rust

staining and salt residue deposits. Cracking was evident in many beam-ends. All beam-ends

were crack-mapped and subsequently partially dissected. The state of corrosion of strands in

each beam-end was numerically classified. The final decision on effectiveness of various

methods was based on numerical ratings given to three indicators: chloride content, extent of

cracking, and extent of observed strand corrosion. Each of the three parameters was given

equal weight in determining the overall ratings. The following table illustrates the final ratings

given.

Table 34. Comparison of various Beam-End Numerical Ratings and Overall Ratings*

Beam . . . . Overall
End Description Chlorides | Cracking | Corrosion Rating
1A | Epoxy Coated From Day 1 1 2 3 6
1B Epoxy Coated After 6 Months of 95 2 135
Exposure
2A | No Treatment Applied 2 6 55 13.5
B Patch Repair After 6 Months of 8 - 8 23
Exposure
3A | Silane Sealer Applied from Day 1 1 5 35 9.5
3B Silane Sealer Applied After 6 Months 9 8 55 155
of Exposure
Polymer Resin Coating Applied
4A After 6 Months Exp. i . & ek
4B FRP Wrap Applied After 6 Months o5 1 7 105
of Exposure
EA Polymer Resin Coating Applied 1 1 9 4
From Day 1
5B | FRP Wrap Applied From Day 1 15 1 2 4.5

*Individual criterion ratings were based on 1 —8 scale, 1 indicating best effect, 8 indicating
worst effect. The overall ranking was based on a scale of 3 to 24 with 3 indicating the best

condition and 24 indicating the worst condition.

Shaded rows indicate beam-ends that were treated after 6 months of exposure

198




7.2 RECOMMEDATIONS

Based on the results of this research effort, the following recommendations are made:

The most effective solution for protection of prestressed concrete beam-ends is
determined to be treating the beam-ends from the first day, i.e. before installation in
the field. The treatment area would be limited to all surfaces within a 2-ft-length at the
two ends of each beam. This includes the back end surface and the bottom surface.
When the strands are cut flush with the back of the beam, the treatment must cover
the cut end well to prevent horizontal migration of chlorides through interstitial spaces
between wires. In cases where the strands are not cut flush (i.e. embedded in the
diaphragm concrete), the exposed strand must be coated well to prevent horizontal
chloride migration. This approach (treatment from the first day) is far more effective,
and easier, than subsequent treatments in the field. The carbon fiber-reinforced
polymer (FRP) coating, and polymer resin coating (FRP without fiber) were found to
be the most effective treatments. Epoxy coating was the next best solution followed
by silane treatment. As expected, leaving the beam-end untreated resulted in the worst

overall performance compared to beam-ends that were treated from day 1.

Considering that the FRP wrap, polymer resin coating, and epoxy coating were
generally effective, it is recommended that either polymer (resin) coating or epoxy
coating be used in new construction to protect the prestressed concrete beam-ends.
The FRP wraps did not significantly improve performance over polymer resin coating,
and would only add to the cost and difficulty of treatment. Since protecting the end

face of the beam and the cut ends of the strands are crucial, it is recommended that
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such treatments be performed in advance of installation in the field. The presence of
diaphragms, bearings or other obstructions would likely make the field application of
coatings to the beam-ends very difficult; especially after the diaphragm and deck

concrete is cast.

For existing prestressed concrete beam-ends, it is recommended that the protective
treatments be applied as soon as possible, before chloride levels increase significantly.
It is expected that the applications of polymer resin coating or epoxy-coatings to the
exposed surfaces of the beam-ends in the field would contribute, albeit not as
effectively, to the protection of beam-ends in the long run, if such treatments are
implemented before chloride contaminations and corrosion have taken hold. In such
cases, all exposed surfaces should be treated with either polymer resin coating or epoxy
coating. The extent of pre-existing chloride contamination can be measured in the
field (on the bottom flange at about 2 inches from the end of the beam) and compared

with chloride contents measured in areas not exposed to chloride contaminations.

In cases where corrosion and damage is advanced and has resulted in cracking and
spalling of the beam-ends, the conventional patching alone would likely not be a
durable repair method. Although not tested in this experimental effort, a patch repair
that is subsequently coated with polymer resin coating or epoxy coating would likely

provide a more effective repair.

Although the above results and recommendations were based on tests on beam-ends,
it is expected that they would also be applicable to pier elements (such as pier caps and

columns) and abutments.
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The development of the ConBAR expert system program should be continued to

include additional decision rules, deterioration cases and repair methodologies.

The developed repair database should be continuously augmented and perhaps

incorporated into ConBAR.

The proposed field investigation detailed in Chapter 6 of this report should be

considered for implementation.
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Example 1. Extensive Damage

Member Observations:

The member under consideration is a beam located on a 25-year-old prestressed concrete
girder bridge in Wisconsin. The beam end zones are exhibiting signs of distress. This 2-span
bridge is located in a metropolitan area with an ADT of 18,500. The bridge carries a state
highway and spans over another state highway. It is not located near industrial sites with
harmful emissions, but does carry heavy trucks. There are no weight limits posted and the
bridge has not been classified as structurally deficient or functionally obsolete. Inspectors have
given a rating of five to the beams. No vehicle impact damage has occurred and no previous
repairs have been performed on the beam. The bridge does have leaky expansion joints, and

no support settlement is observed.

Cracking is observed in the beam end zones, generally around spalled and spalling areas with
crack lengths less than 12 inches. The cracks are not related to extraordinary loading and not
related to flexural or shear loading. It is unknown if the crack planes run through the

aggregates and no residue is observed around the cracks. The cracks have not been observed

to move noticeably with temperature changes.

No other surface defects such as honeycombing, blistering, abrasion, scaling, or popouts are
observed. Delaminations and spalling on about 15% of the affected member zone (beam

ends) are observed. The bridge deck has been overlaid with and asphaltic overlay.
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Although testing has not been performed, alkali silica reactivity (ASR) is not suspected. The
sulfate content is low. The depth of the carbonation front is unknown. The member is
exposed to deicing salts through leaky expansion joints. A testing laboratory has measured
chloride contents in the affected zone. The water-soluble chloride contents at the depth of
cover and half the depth of cover are 0.16% and 0.35% by weight of cement, respectively. The
permeability of the concrete is not measured and is therefore unknown. Corrosion stains are
observed on the concrete surface in the beam-ends, and moderate rust is observed on the
exposed steel. The steel is not epoxy coated. The actual compressive strength of concrete is

unknown since coring for tests have not been performed. The overall concrete quality is

judged to be average.

A printout of the ConBAR session is presented on the following pages.
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Concrete Bnt:ige ﬁs&esﬁment and
Rehabilitation Expert Program

Thiz program i designed to assist engineers in aszessment, diagnosiz and repair of concrete
bridges.

For guestions ar updates ta thiz program please contact Professar Habib Tabatabai, Department
af Civil Engineerning and Mechanics, University of Wisconzsin-Milwauk ee.

(414)229-51 66

2200 M. Cramer Street, Milwaukee, Wl 53211

kb, edu
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wihat part of the structure is under investigation?

Substructure Superstructure

wihat iz the approvimate age of the bridge?

wihat are the number of spans of the bridge?

|z the data entered comrectiy?
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Iz the bridoe located i

L+
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Thiz bridge is located on:

213



wfhat is the average daily traffic (4D T present on the bridge?

Dioes this bridge carny a large number of heavily loaded tucks?

|5 the data entered corecty?

214



I3 thiz bridge posted for weight limits?

According to the Mational Bridge Inventary, structurally deficient refers to inadequate
structural sufficientcy or watenway adeguacy. The Condition Ratings for the deck,
superstructure and substructure is conzidered to be in “poor condidition”. The
Structural Evaluation is conzidered "untolerable' and the watenway and “Watenaway
Adequacy iz conzideraded intolerable, requireing a high priorty for replacement.

According to the Mational Bridge lrventory, functionally obsolste iz related to
inzufficient geometric capability of the bridge ta camy traffic, including inadequate deck
geometry, underclearance, or approach roadway alighnment. Bridges which qualify as
Structurally Deficient and Functionally Obsolete are excluded from the Functionally
Obszolete category.
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wehat is the MEI inzpection rating for the bridge component under consideration [O-failure, 3-new)?

216



[guch az a leaky expansion joint or plugged
drainage zystem)

Are there any drainage issues that negatively affect the bridge component under consideration?

[e.%. deck profile haz unusual dips or rizes)

|z the data entered cormect’?

Flease indicate if a repair has been made and the twpe of repair performed:

[ . p—
Mo repairz have been made hdl
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Fleaze choose lE‘n=T type of crack observed,

Iz the data entered conectly?

219



hen was the cracking first ohserved?

Do crack planes go through the agaregates? ‘o can determing this by coring the concrete directly
over the crack and investigating the crack and crack
surface. or by looking at a spalled piece.
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The crientation of cracks can best be described as;

)

|
|z the data entered canectiy?
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|z the cracking related to extraordinary loading?

Do crack widths change as temperature changes occur?

:

[ &, crack gage can be placed across the
crack o measure movements

|

|z the data entered conectly?

& concrete blistering evident? = R listering: the iregular raising of a thin layer, frequently 25
o 300 ram in diarmeter, at the surface of placed mortar or
concrete during or soon after completition of the: finishing
operation; blistening iz uzually attibuted to early closing of
the surface and may be aggravated by cool temperatures.

r

£ honeycombing evident? Honeycomb: woids left in concrete

due to failure of the morkar to
effectively fill the spaces among
course agaregate particles,

Abrazion Damage; wearing away of '
a zurface by rubbing and friction
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Drelarnination: & separation along a plane
parallel to a surface generally near the upper
surface; found frequently in bridge decks and!
ather tupes of elevated reinforced concrete
zlabz and may be cauzed by corrozion of
reinforcing steel; delaminations affects large
areas and can often be detected by hanmer
zounding

223

Delamination can be determined using
the: fallawing methods: chain drag.
ground penetrating radar, and

thermographic techhiques




‘hat type of overlay, if any, has been applied to the bridge deck?
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|5 concrete scaling evident? Scaling: local flaking or peeling

away of the near-zurface portion of
hardered concrete or mortar; alzo of
a laver from metal

/hat iz the extent of the scaling?

|z the data entered comectly?
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Popout; the breaking away of small
portiohz of a concrete suface due
to localized internal prezsure which
leaves a shallow, tepically conical,
depreszion
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the shape of a flake, detached
from a larger mass by a blow, by
the action of weather, by pressure,
or by expanzion within the large

|z the data 1_E'er1h__3r53|:| corect|y?
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Three reguirementz must be met for expanzive 458 to ocour; [1]
reactive forms of silica or silicate in the agaregate; [2) sufficient
alkali [zodium and potazsium] primarily friom the cement; [3]
zufficiently available moziture in the concrete. IF any one of the
three requirements are naot met, expanzion due o A5F cannaot
QCCL.

Ir itz gimplest form, A58 can be visualized as a two-step process: |

[k.ali + Silica > Gel Beaction Product
Gel Reaction Product + Maisture --» Expansion

Actual expansion ocours in the second step when the 85F gel
reaction product swells az it abzorbz maoizture. Potentially
expanzive gel reaction product dogs nat form unless the first step

Iz the data entered comrectiy?
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hat is the sulfate content of the concrete?

Al zulfates are potentially harmful bo concrete. They react chemically with
cement paste's hpdrated ime and hpdrated calcium aluminate. &z a result

af thiz reaction, zolid products with volume greater than the productz
entering the reaction are formed.  The formation of gepzum and ettinglite |
expans, pressunzes and disrupts the paste. Az a result, surface scaling and)
dizintergration zet i, followed by mass detenoration. Sulphate content
zamples are gathered and prepared in the zame manner az zamples from
chloride determination. | this case the extraction iz carmed out uzing
concentrated hydrochlonc acid. The solution iz nuetralized using dilute
ammonium hydroside and then banum chlonde iz added to produce a
precipiate of barium sulphate. The weight of barium sulphate produced
permits the sulphate content of the concrete zample to be calculated.
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what iz the approwimate depth of the carbonation front?

Carbonation of concrete iz the reaction among acidic gases from the air, moizture, and the alkaline
cement paste, To determine the depth of carbonation, a fresh concrete surface must be exposed.
Thiz can be done by core zampling the zuspect surface and splitting the core with a hammer and
chigel. The pozition of carbonation front i measured by zparing the concrete suface with an
acid-bazed indiactor which changes calors at a pH of abaut 10, indizating the interface between
carbonated and uncarbonated zonez, The mozt commonly used indicator for this purpoze iz &
solution of phenophtalein, which colors the concrete an intense red [pink) at pH values greater
than 10 and iz colorless at pH walues less than 10. The pH-indicators are not suzpozed to give the
exact pH value of the concrete, but merely to measure the depth of the layer altered by
carbonation.
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If measured, is the chionde content of conc

Iz the data entered comectly?

at the depth of cover:

Chloride testing iz done by taking a sample of concrete
fram the structure, either by drawing pubvernized
concrete, or by taking cores than pulverizing the
concrete in the laboratary. At each level of zampling,
the pulverized maternial iz collected an stored in a clean
container, the hole is vacuum cleaned. and the next
zample iz drawn at the next desired depth. Powered
zamples are analyzed uzing a wet chemical method.

d. iz the chloride content of concrete at 50% of the depth of cower:

&
|
|z the data entered comectly?

Chloride tezting iz done by taking a zample of concrete |
from the structiure, either by drawing pulvernzed
concrete, or by taking cores than pulvernizing the
concrete in the laboraton. At each level of sampling,
the pulverized material iz collected an stored in a clean
container, the hole is vacuum cleaned, and the nest
zample iz drawn at the next desired depth. Powered
zamples are analyzed using a wet chemical method.
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IF measured, is the permeability of concrete:

Several types of apparatus have been developed for zite uze in meazunng
properties related to permeability. The intal surface absorbtion test [1SAT] uzes a
cap sealed to the surface of the concrete under test uzing maodelling clay. When
the test iz undertaken on a vertical surface, a means of keeping the cap firmly in
contact with the surface haz to be provided. ‘W ater iz introduced into the cap to
aive a prezsure head of 200 mm using a filker tunnel. A second part in the cap
leads to a harizontal capillar tube. The rate at which water iz absorbed inta the
concrete suface is determined by clozing the connection to the rezemior and
meazunng the moverment af water surface in the capillary tube during a fised time
period.

H apid Chloride Permeability Test:

The chlonde content ofconcrete can be determined determined by analyzing
pulverized concrete samples at wariouz depths uzing Bapid Chioride Test [RCT]

1029. The RCT measures the acid soluble amount of chlondes as a percentage
of concrete masz. A specified amount of chlorde powder iz extracted and mixed
with a vial containing 10 mbL of extraction iguid. & potential reading iz taken with
the RCT chiaride electrode and then converted to chlaride content in percent of
cancrete weight uzing the provided calibration chart.
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| the data entered n:ujrrectlg_,l?
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| z
|5 the stesl reinfarcement epasy coated?

|2 thig; date’f‘entgred g:U'r{'l?gitI}'?
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/hat waz the compressive strength of the core or cylinder, If available™

the data ieqtn;rg’d cormectly?
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|5 the data entered comectly?
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Example 2: Structurally Deficient

Member Observations:

The member under consideration is a pier column located on a 45-year-old two span bridge in
Wisconsin. The bridge is located in an urban area with an ADT of over 10,000. The bridge
carries a city street and spans over a city street. It is not located near industrial sites. The
bridge does carry heavy trucks. There are weight limits posted and the bridge has been
classified as structurally deficient, but not functionally obsolete. It has been assigned a rating
of three. No vehicle impact damage has occurred. Some previous patch repairs have been
performed on the column. More than 8% of the member has been patched with a portland
cement patch. The condition of the patch is not very good, but the patches have not spalled
yet. Itis unknown when the first patch material was placed, but the most recent patch work
was completed 8 years ago. The bridge does have leaky expansion joints, but no support

settlement is observed.

Extensive cracking and spalling is observed. The cracks are orientated randomly and are less
than 12 inches in length. The cracks are not related to extraordinary loading and not related to
flexural or shear loading. The cracks have not been observed to move noticeably with

temperature changes.

No other surface defects such as honeycombing, blistering, or abrasion is observed. New

delamination and spalling areas are noted
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No alkali silica reactivity (ASR) is suspected. The sulfate content is low and the member is not
subjected to sulfate contaminated soils. The depth of the carbonation front is unknown. The
member is exposed to deicing salts. Testing for chloride content has not been performed. The
permeability of the concrete is medium. Corrosion stains are observed on the concrete, and
no exposed steel is observed. The compressive strength of concrete is unknown. The overall

concrete quality can be given a marginal rating.

A printout of the result page of the ConBAR session for the example detailed above is shown

below.

Please click the button to run the analysis: :

iagnoziz 1 oo
Steel Carmazion - Due ta Chiardes fram Deicing Salts

Extent 1
E stenzive Damage

Possible Caective Actions 1

Conzider repilécing_.the member under investigation.- An_l,rTepair-or rehabilitation strateqy at this stage of deterioration may be shortlived.

Structural Deficiency
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Example 3: Light Damage

Member Observations:

The member under consideration is a pier column located on a 14-year-old three span bridge
in Wisconsin. The bridge is located in a rural area with an ADT of 2500. The bridge carries a
state highway and spans over a county road. It is not located near industrial sites. The bridge
does carry heavy trucks. There are no weight limits posted and the bridge has not been
classified as structurally deficient or functionally obsolete. It has been assigned a rating of
seven. No vehicle impact damage has occurred and no previous repairs have been performed
on the beam. The bridge does not have any drainage issues and no support settlement is

observed.

Light craze cracking are observed. The cracks are orientated randomly and are less than 12
inches in length. The cracks are not related to extraordinary loading and not related to flexural
or shear loading. It is unknown if the crack planes run through the aggregates and no residue
is observed around the cracks. The cracks have not been observed to move noticeably with

temperature changes.

No other surface defects such as honeycombing, blistering, abrasion, scaling, or popouts are

observed. No delaminations are observed. No spalling is observed.

No alkali silica reactivity (ASR) is suspected. The sulfate content is low and the member is not
subjected to sulfate contaminated soils. The depth of the carbonation front is unknown. The

member is exposed to deicing salts and the acid-soluble chloride content at the depth of cover
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is 0.04% by weight of cement. The acid-soluble chloride content at half of the cover depth is
0.01% by weight of cement. The permeability of the concrete is not measured and is
unknown. Corrosion stains are not observed on the concrete. No exposed steel or corrosion
products are observed. The steel is epoxy coated and the coating was applied prior to the
original construction. The compressive strength of concrete is unknown. The overall
concrete quality can be rated as good.

A printout of the result page of the ConBAR session for the example detailed above is shown
below.

Please click the button to run the analysis: RUNANALYSIS| |GET RESULT|

Cliaghosis ak -
Steel Corrosion - Due to Chiorides from D eicing Salts

Possible Comective &ctions 1 - - - _
It iz suggested that effarts be made to limit futher chioride contamination of concrete,

T o pratect the concrete against I'ong-lgrm"int_rus'.ior)- of-u:hlloridés, apply an appropriate syffape 'lreatment_[penelratir‘_rg:_sealérs or-coating_é]. Refertat
he project report for a summary of previous tests on the effectiveness of varous treatments. Such surface tieatments are most effective when they ar
& applied sarly befare chloride contamination has progressed.
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APPENDIX B

Specimen Shop Drawings
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APPENDIX C

Spancrete Test Reports
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precast, prestressed concrefe roof, floor and wall.systems
INCORPORATED

e

SPEANCRETE.

SALES OFFICE: P.O. BOX 10508 « 2448 CENTURY ROAD - GREEN BAY, W| 54307-0508 = 920/ 494-0274 « FAX 920 /494-7901

February 15, 2002

DR. HABIB TABATABAL PH.D., P.E., S.E.
UNIVERSITY OF WISCONSIN-MILWAUKEE
DEPARTMENT OF CIVIL ENGINEERING & MECHANICS
3200 N. CRAMER ST.

MILWAUKEE WI 53211

Enclosed are the 28-day test reports for the (5) 36” I beams we made for you.

If you have any questions or would like additional information, please contact me at (920)
965.9451.

Sincerely,

Michael Grochowski
Quality Control

MG:sd
enc
please reply to ADMINISTRATIVE OFFICE unless indicated below
- SPANCRETE INDUSTRIES, INC. SPANCRETE OF ILLINOIS, INC.
SPANCRETE, INC. O SALES OFFICE O PLANT O PLANT & SALES OFFICE
O PLANT P.O. Box 828 1600 East Main Street 4012 Route 14

P.C. Box 188 Waukesha, WI 53187-0828 Waukesha, Wisconsin 53188 Crystal Lake, Illinois 60014

Valders, Wisconsin 54245 414 / 290-9000 414 / 280-9000 « Fax 414 / 290-9170 815 / 459-5580

a20 / 775-4121 Fax 414 / 260-8125 Engineering 773/ 775-6402

Fax 920 / 775-4511 414 / 280-8100 = Fax 414 / 290-9120 Fax 815 / 459-0510
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SPECIMEN TYPES: &,nlf‘”}{/

0 - Cylingsr

L - Cube

- Bean, Center Point Loading

- Eeam, Tnird Point Loading, Fracture in Middle Third of Span
4 - Bean, Thirg Point Loading, Fracture Outside of Widdle Third
3 - Cross Sectional Araa

(IR

ylinger Break Type per ASTH C39
- Cone

- Cane and Split

& - Cone and Shear

o o

4 - Shear
I - Columar
AREA LENGTH 7K LDAD PR STRESS
DATE TINE  CP IDE SP TYP SP IDK (sq in) (in} {Lb) (Lb/sq inlﬁ; G.F. BRK TYPE

11 07470021 12.566 8,000 59120. 704, 1.000 4
1 74700221 12.566  5.000 56740. 4515. 1.000 4
1l 0730811 1256 8.000 51590. 4105. 1.000 4
1 074145581 12.366 8,000 89780. 7144 1.000 :
5 1 074142683 12,366 8.000 34800. 7543. 1,000 4
5 01-08-22 i 074790580 12.566 8000 101470, 8074 1,000 ¢
T 01-05-02 1 074700311 12.566  8.000 56880 4526, 1,000 :
B 01-09-02 i 074700321 12.566  8.000 53350 4288, 1,000 '
9 01-09-02 1) 0TI 12566 8.000 43710, 3478. 000 ‘
10 01-09-02 1 078170111 12.566 8,000 §5450, 5208, 1.000 I
11 01-05-02 1 072531311 12,566 8,000 56560, 4500, 1.000 1
12 01-09-02 1 073370912 12.566  8.000 51020. 4060, 1,000 !
13 01-09-02 1 074145681 12.566  8.000 %350, 7665. 1.000 !
14 01-9-0 1l 074142183 1256  B.000 101690, 5092, 1,600 !
15 01-09-02 1t 075430181 12,566 8.000 87640, 6974, 1.900 4
16 010902 I3:04 1l 072530581 12.56 8,060 95530. %402 1.000 4
70002 07:09 1L 400411 12,566 8,000 §5140. 5183. 1.000 4
8 o 04700420 12,56 8.000 50850, 4843. 1.000 s
15 06 73001 1256 8.000 £7060. 533¢. 1,000 !
0 my L 402U 12566 8.000 45400, 3612, 1.000 ‘ i
08:21 1l 076070111 28.274 12000 188730, \ 1,000 ‘ RELEMS
0 a-i0-02 08 1) 076070112 28.274  i2.000 184430, I oo '
23 01-10-02 12:30 1 074145781 12.566  8.000 100540, &0, 1,000
24 01-10-02 12:3 1 074142685 12.566  8.000 95790. %22, 1,000 4
2 1 015430281 12.366  8.000 %6180, 7653, 1.600 4
% 1 072530680 12.566 8000 104180, 8290. 1,000 4
STATISTICS: 24 Samples
Low: 43710, 3478,
flean: 83481, 5008,
High: 188730. 8290,
73 Sigua: 193484, 10946,
-3 Signa: 451, 1071,
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AR = w8 e b

Cylinoer Braak Tvpe per ASTH

L~ Cone
2 - Cone and Split
- Cone and Shea
- Shear

5 - Columar

PR T

DRTE [1HE

02-05-62  07:08
02-05-02 07:10
02-05-02 08:12

1
2
4 02-05-02 0B:18
L]
7

12-05-02 08:20
02-05-02 08:33
02-05-02 12:00

12-05-92 12:27
o 02-05-07 16:52
13 02-06-07 07:0d
13 02-06-07 07:1L
14 02-06-02 08:19
18 02-Dé-02 08:22
Lh02-06-02 15:18

21 02-08-02 )

22 02-06-02 17:
2302-07-02 07
24 02-07-02 0718
23 02-07-02 08:16
Zh 020702 0B:20
02-07-02 0644

6
;

28 02-07-02 14155
29 02-07-02

30 02-07-02
31 02-07-02
200702

[ R
ra

TTATISTICR: 32 Bamples

Low:
Mean:
High:
3 Sigma:

=3 Signa;

Gp 10w

1t
1l
11
11
11
11
1l
11
1l

il
11

11
11
11
11
11
tl

il

i1
11
1
11
11
11
11
1L
11

. Center Point Loading
b, Third Point Loading, Fracturs in Midele Third of §
Third Point Loading, Fracture Quiside of Middle T
5 Sectional Area

n2q

Ly

SpoTYR SR IDd

074140411
074144931
074140211
076560411
76380421
374140412
074700381
074700382
972531381
073370981
4170151
074140511
074144931
076560511
0765602821
076070181
076070182
(76070183
074700481
074700482
073371081
074170281
074145111
b 2000211
078560611
076560421
0 0
074143683
074141982
074170381
073371181
072331481

Span
hird
LENGTH PR LORD
{in} (Lb)
8.000 35400
3.000 ST380
8.000 58990,
12,000 145300,
12,040 139810,
8.000 43094,
8.000 110280,

B

g

8.000 30450,
8,000 98410,
8,000 59880.
§.000 57040,
12.600 151760,
12,000 136748,
§.000 111300,
8.000 110330,
§.000 111550,
8.060 107930,
8.000. 97810,
§.000 107070,
B.000

8.000

8.000 .
12.400 165300,
12.000 174680,
5.000 66470,
8.000 106203,
5,000 92430,
3.000 71264,
8.000 94480,
§.00 90430,

39400,
98068,
174680,
201082,
-4945.
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Job Number:

[~ 724607

 Mesh/Rebar Size

REBAR AND MESH REPORT

T Grade

Job Name; 3(:”16

70

SR A

LD. # Heat# |

FE=SPA- 011239 - 364

S5 00T/ 418 &

ty [N b

| S 5H3I) 858 Seum

—
e iEEe
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STRESSING DATA - SPANCRETE GREEN BAY

- a0 - 2907

L) ML RUKEE

Inspector: 7. Fitdc iowi S/

Job No.: Structure No. Project No.:

Bed: 36 T - A E477 Total Stress fsi: No. Strand:

Strand Manulacturer:  Seo @ G Grade: 272K Diameter: Yo

Reel No.. &7 /2 rstre 77/ 0751 Leat No: [D2v2.'7/S

Area (8): <28 Mod Elasticity (B): 28 #00 800

Load Per Strand (Pi): 42D Lbs Bed Len Inches (L): ZelS

Initia! Prelogd (Pp): 20 Lbs. Pi + Group 1 1bs (Pt): Fjot0 3826 - 31820

Group [ Losses (Added Force)

Chuck Slippage: /27> 5200

Thermal;

Anchor Movement;

Other:

Group I (Added Elongation)

See Pour Sheet

Strand Splices:

Dead End Seating:

QOther:

L5 L /528 x ZEFOV A

- Y6

Concrete Temp: = (stressing temp greater than 25° differeance to be corrected 1% per 10°)

Thermal = (Degree difference greater than 25°) + 10° = % correction faclor.

(Product len. inches + bed len.) x Pi x correction factor = (Thermal load peunds).

Pt -Pp)x L, = Elongation Group I Losses= (Total Inches) x A x I8
AxD L
#* .
WOK"L_ /5:%}4\ 100D X 02% - ‘f‘;’543?83(o = ;/?&Cﬂ
2(pl5
oy, 165

Brave-sam ) x %25 .52 410G gwoe 1715 malt

A
(/518 ng;/ﬂ s

af""
o + 8261 = F8YO
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STRUCTURAL REINFORCEMENT PRODUCTS

.CUSTOMER NAME: SPANCRETE [ND.

ORDER®: 22680 CURRENT DATE: Tz
PROJECT NUMBER: 01-1238 LaTe: 4530 DATE TESTED: oz
PRODUCT CODE: 25-5PA-011209-36-4 SAMPLES REQLIRED:
SHEETDESIGMATION: V x 4 D 75 D 180 €5 " x 817 ' GRADE: 70 SHEET QUANTITY:

QUALITY CONTROL DEPARTMENT
MILL CERTIFICATION REPORT

THE PROPERTIES OF THE MATERIAL ORDERED WERE TESTED

A488 AND AJS7 WITH THE FOLLOWING RECORDED RESULTS:

FOR COMPLIANCE WITH ASTM SPECIFICATIONS

X ELE (75) 1 2 P Ed MG hOiiNAaL  RESIAY
HEAT NC: 125885
WEIGHT PER FOOT(LAS): 0.265 0.000 0.000 0.000 0289 0255  PASS
YIELD LOAD(LAS): G o 0 o 0 5250 N/A
YIELD STRENGTH(KS!): 00 0.0 00 0.0 0.0 700 WA
TENSILE LOAD(LBS): 7245 0 s} 0 7248 6C00  PASS
TENSILE STRENGTH(KSI): 96.9 0.0 0.0 0.0 58 6 800 PASS
DEFORMATION HEIGHT(IN): 0.0268 0.0000  0.0000 0.0000 0.0260 00139  PASS
BEND TEST: PassS
E SAMPLE (180) 1 z ] 4 AIG NAMINAL BESULI
HEAT NO: 905349
WEIGMT PER FOOT(LAS): 0.579 0.000 0.000 0000 0.578 0.611  PASS
YIELD LOAD(LES): 0 0 0 0 0 12600 WA
YIELD STRENGTH(KSI): 0.0 0.0 0.0 oo 0.0 700 NA
TENSILE LOAD(LBS): 1521 0 4} a 15231 14400 PASS
TENSILE STRENGTH(KSI): B4 5 6.0 0.0 0.0 848 800 PASS
OEFORMATION HEIGHT(IN): 0,028 0.000 0.000 0.000 0.0260 0.024  PASS
BEND TEST' ¢ PASS
WELD SHEAR(PSI) 6492 7358 6316 6738 8736 6300  PASS

ATATEMENT

THE UNDERSIGNED GERTIFIES THAT THE ABOVE IS A TRUE AND ACCURATE REPRESENTATICN GF THE TEST
RESULTS OBTAINED ON THE DESCRIBED MATERIAL AS APPEARING ON COMPANY RECORDS. THIS DOCUMENT
CERTIFIES THAT THE MATERIAL MENTIONED ABOVE MEETS THE REQUIRED ASTM SPECIFICATIONS AND THAT
ALL MATERIAL WAS PROCESSED WITHIN THE UNITED STATES OF AMERICA.

THE MATERIAL TESTED

ooEs [¥]

REGARDS,

Q NN m—
DAVID MUNDIE
QUALITY CONTROL

poEs NoT (O]

CONFORM WITH THE ABOVE STATEMENT

LId362-H8Nd 31340NH4S
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Spancrete Pour Report Jon wame: TEST BZEAMS UlU mMILwAVKEE “s1

3
f Green Day, WI T S 1-1T07 - 2oL
:‘ Bed: 30 T.REAW] Struc mo: Date: [-3-0Z
Pe. Number Pe. Length Project No: Pour Ho: /
Mix Design: Strand Usage: So0
Yo 1-70L0% g gt Yards Poured: Actual: §o 0o
- Hen 7 g o WRDA 19 e o= (Gal} Haste: =700
-0 0" paratard 3 oz= (Gal} Steam On: 17745
)-70'7 gl o’ Apvn cast e ou= (Gal) Steam 0f£: (' 30
|- 2epn) g'-a" DARACEM (o5 ¢ oz= (Gal) Max Temp: [ 34y fye©
!
: [
Cement Source:
Avg Moisture Sand: %
enlo’ Avg Water Per ¥d: (Gal) 1
strand Initial & wet T. Force Measured Elongation 1
Lot. 0O cross + % Seat P pull Witnessed ‘ \
siha)e 2 | 3000 | 1% | 31906 0] — B (k6 1
? 5 o Vol /J%‘ — 9l /s 1 ﬁ 13 ;
b / ~ N B TR ik |
q(h)e 4 / ) | T[4 117 [o > | =<
< / / /’I | 3'15/5 >< >< s s
e o ] [ /B s [ RS
clathe 3 || \ / s AR 1A ?Jg e
2e v |\ N | 12%e 17 D R Y
_ e —— ] 2V -
2hest | | — | zemme |1kl g Bl 1
= =
| . . | = —
0 g0 I .
!
¥ 0f no savers used Concrete Temp Est:  /of) (® ere-pour Inspection compieted
() savers Allow 1/4* siip A vercules | zems: mg L~{Pour start: 3:90 | pour Finish: 77 S
(D savers Allow 1/8% siip O sinms vive: 7767 Pour Start: Pour Tinish:
Reel Woi () VTG mMITHS ] cyl. o: 7L
Required kelease: 800 PS| | Lead man: gFeppe Slump: i
Cyl. Break Hrs: |G Inspector: g7 Temp: 57 7
Pl-_(ols15 : aic 4 —
P - [;,52'5 Pour Temp & Cond: /J‘VW; j% ‘Z&/’/
7
Comments:
é - - T S SR L _ N
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APPENDIX D

Chloride Test Data
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Measurement of the acid soluble chloride content of hardened concrete by

the RCT method B

Report if; Strucrure: - Project:

[Date of testing: Electrode #: Persun:

Testing Lab: /= &5 Address: Phaone:

% CI° by concrete weight

[RCT
HARDENED | =

CONCRETE :m":#'n-H:::ma*.:=ﬂi.'.nminm:mu
_' HINIE I "ﬁlllﬂllllllllﬂlllllll

L5 fram of concrete it | 1] [[{{TEE ] 'IIIIlIIIIIIIIIIHJF'!HIIIIMIII[II'IIIIHIIHIIIlI

dust dissolved in a g

ROCT-1023 vial with i

10 milliliter of ex-

traction liguid 2,080

N

Bann

T

i
[T mIIII:II.IIIIIIIIIIIIIIIII |
| I-HIIIllIIIlnIIII
| HTTETHTI |

i o Sl

LRI TR e

TR B R
||'I||||||||||H|‘HH|I|IIIHII|I|| | ||| | IHII I
IIﬂIIIIIHHHII‘.“u‘JIII'J' i

ai [T TR THTATHITTI

e

LI

L]

ar

15453

I

|
1

=|.1"_

o

(e B
oo By

B3
CALIBRATION: |Liquid | Clear | Purple | Green Pink
% Cl 0085 | 0. {4
mVbefore| /05 | 722 | -/ | -72 |
SAMPLE # 1 Z Rermarks
; my Ol mV % C1
._.ﬁé_"'__.____&i"..__. P i) N ot

T TR B T T PR R
[ Emr  [gas (1472
Pt |s5.3 | 0:.040

N
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Measurement of the acid soluble chloride content of hardened concrete by
the RCT method

Report#; = ! 299k Structure: Project:
Date of testing: Electrode Person:
Testing Lab: .2 s # Address: Phome:

% 1" by concrete w

RCT]

HARDENED | "= : e
CONC RETE :, mulhnuum-umlg"%

= "I iiilllﬂﬂlluumm'ulll
1.5 gram of concrete 1 LA
dust dissolved in a ik
RCT-1023 vial with i
B milliliter of ex- R
traction liquid p.050
(L1 2]
e
‘“"'II'EﬁH![u[;HHIHHIHuIIHEHIHHIljulllrr“‘nhmlll A
ot
ooy
0005
a5
nond
Lk = = m\’
100 40 a0 40 0 ~20
CALIBRATION: [Liuid [ Clear [ Paple | Gren | Pink |
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Measurement of the acid soluble chloride content of hardened concrete by
the RCT method

=
Report £ Structure; 5 e 9 — = Project:
e [
Date of testing; Vg Electrode ¥ Person:
Testing Lah: Address: . Phone:

% CI° by concrete weight

RCT o

HARDENED | " s
CONCRETE i

s
L
I
[T

iE

i

L]
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Measurement of the acid soluile chloride content of fresh cancreie by the

BT mrethod

Hepore 5 Mix Mdencification;

Pegsom

Didde sl desiong; :?/5 -T Elarirads if-

Testing Lah: i dress:
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e s
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Measurement of the acid soluble chloride content of hardened concrete by

the RCT method
Report #:

Date of testing: | £~ 50 - 200 lectrode #:

Testing Lab:

Structure: Déam | aw Project:

Person:

Address:

(AB

Phone:

% CI" by concrete weight

050
HARDENED
CONCRETE TE
15 gmm “fmrﬂe e IIIIIIHIIIr:IIImIl:Hm
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Measurement of the acid solubie chloride content of hardened concrete by

the RCT method e

Report #: Structure: rigg.u\ lll. 'DC Project:
Date of testing)Z ~ 20-{ 00 Electrode #: Person: i)
Testing Lab: Address: Plyorie:

o % CI" by concrete weight

500
HARDENED |
CONCRETE
IHIH:!IEI.".H:HHE:."'.E e A i SR
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Measurement of the acid soluble chloride content of hardened concrete by
the RCT method

Report #: Structure; _&m#‘l 2 3*-} Praject:
Date of testing: 17 -20-760 JElectrode #: Person: (N>
Testing Lab: Address: FPhone:
% CI" by concrete weight
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Measurement of the acid soluble chloride content of hardened concrete by
the RCT method

g
Report #: Strocture: Eleam '2= 5’C Project:
Date of testing: 1° 1~ 2002 Electrode #; Person: (e
Testing Lab: Address: FPhone:

. % CI" by concrete weight

RCT

HARDENED -
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Measurement of the acid soluble chloride content of hardened concrete by

the RCT method
Report #:

Structure: _Efﬂr\i .5 tﬂ’d Project:

Date of testing: j i'{ﬁ }5 Electrode #:
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a5
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% CI" by concrete weight
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Measurement of the acid soluble chloride content of hardened concrete by

i S5 s

Person:

the RCT method

Report #:

Date of testing: | ~]~ 70¢iZ; Electrode #:
Testing Lab: Address:
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=
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% CI° by concrete weight
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Measurement of the acid soluble chloride content of hardened concrete by
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Measurement of the acid soluble chloride content of hardened concrete by

the RCT method

Report & Strocture: ?XEAH\ Y :)E Project:

Date of testing: _| = I‘g@ﬁ Electrode #: Person: Lﬁh-E’
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i % CI° by concrete weight
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Measurement of the acid soluble chloride content of hardened concrete by
the RCT method

Report #: Structure: R&.ﬂ +1 f)'“"J Project:
Date of testing: ) = |- 74) % Electrode #: Person: AT
Testing Lab: Address: Phone:

o % CI" by concrete weight
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Measurement of the acid soluble chloride content of hardened concrete by

the RCT method B
Report #: &rmm:ﬁﬂm 5“ 'ﬁ:. Project:
Date of testing: _| - ]’@j Electrode #: Person: {ﬂh;f‘)
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Measurement of the acid soluble chloride content of hardened concrete by

the RCT method
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Date of testing: {-4- ") SFlectrode #: Person: {}a‘- 1?
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Measurement of the acid sﬁluh[e chloride content of hardened concrete by

the RCT method |
05 s M,ﬁg%,m

Date of testing: | Electrode #: " g:,?_-_.}

Testing Lahb: Address: Phone:
i % CI" by concrete weight
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Measurement of the acid solub

i Ilardened concrete by
R o

the RCT method
Report #: Structure: Project: For P“E- Talale L 7
Date of testing: 07 | 1402 Electrode #: Person: KL
Testing Lab: Address: Phone:
% CI°

RCT

by concrete weight

HARDENED
CONCRETE
1.5 gram of concrete
dust dissolved in a
RCT-1023 vial with
10 milliliter of ex-
traction liguid
mV
CALIBRATION: | Liguid Clear [ Purple | Green [ Pink |
%Cl | 0005 | 0020 | 0050 | 0500 |
mV before | ' i |
mV after | 1024 ?_l X | 47 7 I__ﬂ.?
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APPENDIX E

Steel Loss Calculations
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Constant (g/C)

1
—1-3600 = 3.6
Con:= 3.6 (35.847) (103}
(2-96487)

BEAM 1 Con = 1.042 x 10_3

5138.4208
BIEl := J’ 100.2646 exp(—0.0002738t) dt
0

B1E1 = 2.765 x 105 C

Con-BIE1 = 288.085

5138.4208
BIE2 = J 104.57235-exp(—0.0001922¢) dt
0

BIE2 = 3414 [05:
Con-B1E2 = 355.716

BEAM 2

5138.4208
B2E1l := J 109.09371.exp(-0.00040747t) dt
0

B2E] = 2.347 x 10°

Con-B2E1 = 244.566 ¢
5138.4208
B2E2 = I 106.64603 exp(—0.00018825t) dt
0
. 5
B2E2 =3.512x 10

Con-B2E2 = 365.874

280



BEAM 3

5138.4208
B3El = J 115.148898 exp(~0.00017982¢) dt
0 -

B3El = 3.862x 10° C

Con-B3E1 = 402.339

5138.4208
B3E2 := J 107.9592 exp(—0.00016802t) dt
0

B3E2 = 3.716 x 10°
Con-B3E2 = 387.099

BEAM 4

5138.4208
B4El = j 114.450087 exp(—0.000193471) dt
0

5

B4E1 =3.727x 100 C

Con-B4E] = 388.254

5138.4208
BAE2 := J 123.723 exp(—0.00022095t) dt
0

BAE2 = 3.8 x 10° °

Con-B4E2 = 395.939
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BEAM 5

BSEI =

5138.4208
j 114.3122 exp(—0.00018556¢) dt

]

BSEl = 3786 x 10°C
Con-BSEI = 394.464 g

- 5138.4208
BSE2 ::J 118.23531 exp(-0.000178155t) dt
]

5
B5E2=398x 10°C

Con-BSE2 = 414.626 g
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APPENDIX F

Half-Cell Data & Contours
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Contours for 4-11-2002 Measurements
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104 10+ |

Figure F1. Beam 1: Southeast End Figure F2. Beam 1: Northeast End
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Figure F3. Beam 2: Southwest End Figure F4. Beam 2: Northwest End
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Contours for 4-11-2002 Measurements
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Figure F5. Beam 2: Southeast End Figure F6. Beam 2: Northeast End
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Figure F7. Beam 3: Southeast End Figure F8. Beam 3: Northeast End
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Contours for 4-11-2002 Measurements
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Figure F9. Beam 4: Southwest End
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Figure F11. Beam 4: Southeast End Figure F12. Beam 4: Northeast End
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Contours for 5-29-2002 Measurements
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Figure F13. Beam 1: Southeast End Figure F14. Beam 1. Northeast End
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Figure F15. Beam 2: Southwest End Figure F16. Beam 2: Northwest End
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Contours for 5-29-2002 Measurements

20 20

15 154

104

2
5- i”

a

14§

T T T T g T T T T
0 10 20 30 40 0 10 20 30 40

Figure F17. Beam 2: Southeast End Figure F18. Beam 2: Northeast End
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Figure F19. Beam 3: Southeast End Figure F20. Beam 3: Northeast End
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Contours for 5-29-2002 Measurements
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Figure F21. Beam 4: Southwest End Figure F22. Beam 4: Northwest End
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Figure F23. Beam 4: Southeast End Figure F24. Beam 4: Northeast End
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Contours for 7-22-2002 Measurements
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Figure F26. Beam 1: Northeast End
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Figure F27. Beam 2: Southwest End Figure F28. Beam 2: Northwest End

298



Contours for 7-22-2002 Measurements

20

154

104

T T T T
1 10 0 20 40

Figure F29. Beam 2: Southeast End

Figure F31. Beam 3: Southeast End
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Figure F30. Beam 2: Northeast End

T T T T
1] 10 a0 30 40

Figure F32. Beam 3: Northeast End
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Contours for 7-22-2002 Measurements
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Figure F33. Beam 4: Southwest End Figure F34. Beam 4: Northwest End
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Figure F35. Beam 4: Southeast End Figure F36. Beam 4: Northeast End
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Contours for 9-17-2002 Measurements
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Figure F37. Beam 1: Southeast End Figure F38. Beam 1. Northeast End
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Figure F39. Beam 2: Southwest End Figure F40. Beam 2: Northwest End
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Contours for 9-17-2002 Measurements
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Figure F41. Beam 2: Southeast End Figure F42. Beam 2: Northeast End
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Figure F43. Beam 3: Southeast End Figure F44. Beam 3: Northeast End
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Contours for 9-17-2002 Measurements
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Figure F45. Beam 4: Southwest End Figure F46. Beam 4: Northwest End
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Figure F47. Beam 4: Southeast End Figure F48. Beam 4: Northeast End
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Contours for 10-29-2002 Measurements
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Figure F49. Beam 1. Southeast End Figure F50. Beam 1. Northeast End
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Figure F51. Beam 2: Southwest End Figure F52. Beam 2: Northwest End
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Contours for 10-29-2002 Measurements
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Figure F53. Beam 2: Southeast End Figure F54. Beam 2: Northeast End
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Figure F55. Beam 3: Southeast End Figure F56. Beam 3: Northeast End
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Contours for 10-29-2002 Measurements
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Figure F57. Beam 4: Southwest End Figure F58. Beam 4: Northwest End
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Figure F59. Beam 4: Southeast End

Figure F60. Beam 4: Northeast End
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Contours for 3-25-2003 Measurements
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Figure F61. Beam 2: Southwest End Figure F62. Beam 2: Northwest End
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Figure F63. Beam 2: Southeast End Figure F64. Beam 2: Northeast End
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Contours for 5-5-2003 Measurements
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Figure F65. Beam 2: Southwest End Figure F66. Beam 2: Northwest End
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Figure F67. Beam 2: Southeast End Figure F68. Beam 2: Northeast End
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Contours for 12-21-2003 Measurements
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Figure F69. Beam 2: Southwest End

Figure F70. Beam 2: Northwest End
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Figure F71. Beam 2: Southeast End Figure F72. Beam 2: Northeast End



